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THIS PLAN IS ACCURATE FOR ELECTRICAL WORK ONLY.
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ALL DIMENSIONS ARE IN MILLIMETERS UNLESS OTHERWISE SHOWN.
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NOTES:

T Pull Box shall be fabricated of Nema
stainless steel, type 304.
2. Provide pad lock for each pull box.

3. Provide nameplate description.

SHEET NOTES:

&
@

prior to start work.

4X

For pull box location see drawing E-21 & E-21F.

Contractor shall verify all the dimensions

<:> Provide breather and drain fitting at the
bottom of each pull box.
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