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SHEET NOTES:

<:> For pull box sizes and opening see E-20C.
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location see E-20.

Do not secure flexible conduit at
location.

Hardwares and conponents are for
strut channels.
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MATERIAL LIST

Iggm Description
Strut Post Base 152mm x 152mm.
Not used
Strut channel spring nut,
lockwasher and hex bolt (41mm)

Strut channel conduit clamp
for 103 mm

Strut channel 417 mm x 41 mm

Strut channel 41.3 mm X 82.6mm

Not used

Not used

Liquidtight flexible metal conduit,
103 mm

Liquidtight Insulated flexible
metal conduit connector with
external grounding lug for 103mm
conduit

90 Degree angle fitting
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