CONDUIT DATA

nduit . Total Al lowable ncl
CoﬁgJ Reference Size Type E&Jg) EJJ;) éa§|:ﬁﬁg. Conductor Type
1733 }\;.Q%\E)wow 610 [152.4 mm siderail ladder tray| 7720.94 |18064.48 | UP104-8 1-2/C + gnd #8, 600 V, EPR insulation
E-126A UP108-12 1-2/C + gnd #8, 600 V, EPR insulagtion
N UP108-9 | 1-2/C + gnd #8, 600 V, EPR insulation
= A-1011-1 1-3/C + gnd #2, 600 V, EPR insulation
A-1012-1 1-3/C + gnd #2, 600 V, EPR insulation
UP104-3 1-2/C + gnd #10, 600 V, EPR insulation
UP107-3 1-2/C + gnd #8, 600 V, EPR insulation
UP105-9 1-2/C + gnd #8, 600 V, EPR insulation
UP104-9 1-2/C + gnd #10, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
UP108-4 1-2/C + gnd #8, 600 V, EPR insulation
UP108-2 1-2/C + gnd #8, 600 V, EPR insulation
=) UP108-7 1-2/C + gnd #8, 600 V, EPR insulation
> | & UP107-7 | 1-2/C + gnd #8, 600 V, EPR insulation
@ ; UP106-7 1-2/C + gnd #8, 600 V, EPR Tnsu\offon
S E UP105-7 1-2/C + gnd #8, 600 V, EPR lnsu\of[on
) A-1013-1 1-3/C + gnd #2, 600 V, EPR insulation
I UP107-9 1-2/C + gnd #8, 600 V, EPR insulation
w | < A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation
= e UP106-3 1-2/C + gnd #8, 600 V, EPR insulation
&{S S UP105-3 1-2/C + gnd #10, 600 V, EPR insulation
I3 UP106-6 1-2/C + gnd #8, 600 V, EPR insulation
UP105-10 1-2/C + gnd #8, 600 V, EPR insulation
% Sy UP104-6 1-2/C + gnd #8, 600 V, EPR insulation
UP107-8 1-2/C + gnd #8, 600 V, EPR insulation
B E > UP106-8 1-2/C + gnd #8, 600 V, EPR insulation
w_| @ UP105-8 1-2/C + gnd #8, 600 V, EPR insulafion
Z o o UP104-7 1-2/C + gnd #8, 600 V, EPR insulation
35| ¢ UP108-8  |1-2/C + gnd #8, 600 V, EPR insulation
°sl 2 UP106-9 1-2/C + gnd #8, 600 V, EPR insulation
g g 23 UP108-10 1-2/C + gnd #8, 600 V, EPR insulation
1739 (E-20B, E-126 ? 610 [152.4 mm siderail ladder tray| 1054.36 |18064.48 | A-1011-1 1-3/C + gnd #2, 600 V, EPR insulation
A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation
= Pull rope |Soft-Fiber Polyester
o A
gl R 1743 J;;wiké;wow 610% 152.4 mm siderail solid é 11370.25 38709.60 | MVDSW04A  [MVDS DLC
sl = E-126A Ibotton tray zfix 1144 1 - 2 pair, shielded #18 with I1S/0A , 300 V, PVC jacket
n|l
5 % &N 1475-3C 12 Fiber, single mode fiberoptic cable
e
o
5 < 1475-3A 12 Fiber, single mode fiberoptic cable
n E% 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
wi N XLPE insul., PVC jacket
el o 1145 1 - 2 pair, shielded #18 wifh 1S/0A ,
@ 300 V, PVC jacket
1474-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
1474-7 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
1477-2 72 Fiber, single mode fiberoptic riser cable
= 1475-3 72 Fiber, single mode fiberoptic riser cable
2 MVDSWO2A MVDS DLC
—
=
S
a
72)
=
E 1475-3B 12 Fiber, single mode fiberoptic cable
2900-472B |4 pair #22, shielded pairs, FEP insulation
S 2900-182A |4 pair #22, shielded pairs, FEP insulation
—_ 2900-182B |4 pair #22, shielded pairs, FEP insulation
55 2900-202A |4 pair #22, shielded pairs, FEP insulation
= 2900-282A |4 pair #22, shielded pairs, FEP insulation
EE 2900-342A |4 pair #22, shielded pairs, FEP insulation
EJ 2900-392A |4 pair #22, shielded pairs, FEP insulation
o 2900-462A |4 pair #22, shielded pairs, FEP insulation
1
= 2900-472A |4 pair #22, shielded pairs, FEP insulation
= Pull rope |Soft-Fiber Polyester
EE 2900-472C |4 pair #22, shielded pairs, FEP insulation
= 1474-8 50 pair #18, shielded pairs, 1S/0S shield 600 V,
= g XLPE insul., PVC jacket
1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
S XLPE insul., PVC jacket
= % 1473-1 50 pair #18, shielded pairs, [S/0S shield 600 V,
= @ XLPE insul., PVC jacket
%] 1473-10 50 pair #18, shielded pairs, [S/0S shield 600V,
“ XLPE insul.,, PVC jacket
)
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. Total |Allowable|
Coq&y|+ Reference Size Type EJJJ) EJJJ) égﬁﬂgﬂﬁg_ Conductor Type
1474-10 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
2900-462B | 4 pair #22, shielded pairs, FEP insulation
1744 E-114 610 152.4 mm siderail ladder tray| 3785.76 |38709.60 | 1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
1474-5 50 pair #18, shielded pairs, 15/0S shield 600 V,
XLPE insul., PVC jacket
1475-3A 12 Fiber, single mode fiberoptic cable
MVDSWO2A MVDS DLC
Pull rope | Soft-Fiber Polyester
1474-4 50 pair #18, shielded pairs, [5/0S shield 600 V,
XLPE insul., PVC jacket
1745 E-115 610 [152.4 mm siderail ladder tray | 3563.45 |38709.60 | Pull rope | Soft-Fiber Polyester
2900-182A | 4 pair #22, shielded pairs, FEP insulation
2910-10 4 pair #22, shielded pairs, 300 V, PE insulation
2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
1473-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
1474-58B 1 - 6 pair, shielded #18 with overall shield ,
300 V, PVC jacket
1474-5A 1 - 6 pair, shielded #18 with overall shield ,
300 V, PVC jacket
2900-472C | 4 pair #22, shielded pairs, FEP insulation
2900-182B | 4 pair #22, shielded pairs, FEP insulation
2900-472A | 4 pair #22, shielded pairs, FEP insulation
2900-462B | 4 pair #22, shielded pairs, FEP insulation
2900-462A | 4 pair #22, shielded pairs, FEP insulation
2900-392A | 4 pair #22, shielded pairs, FEP insulation
2900-342A | 4 pair #22, shielded pairs, FEP insulation
2900-282A | 4 pair #22, shielded pairs, FEP insulation
2910-7 4 pair #24, overall shielded, 30 V, PE insulation
2900-472B | 4 pair #22, shielded pairs, FEP insulgtion
2900-202A | 4 pair #22, shielded pairs, FEP insulgtion
1746 E-118 610 152.4 mm siderail ladder tray| 2757.87 [38709.60 | CCTVEO1BD | TVL
1474-7 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
MVDSWO3A MVDS DLC
CCTVEO1BC | TVC
1475-38B 12 Fiber, single mode fiberoptic cable
Pull rope | Soft-Fiber Polyester
1473-7 50 pair #18, shielded pairs, 15/0S shield 600 V,
XLPE insul., PVC jacket

For continuation, see next sheet.
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