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2900-152C

pair #22, shielded pairs, FEP insulation
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pair #22, shielded pairs, FEP insulation
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2900-272C

pair #22, shielded pairs, FEP insulation

2900-272B

pair #22, shielded pairs, FEP insulation

2900-272A

pair #22, shielded pairs, FEP insulation

2900-192C

pair #22, shielded pairs, FEP insulation

2900-192B

pair #22, shielded pairs, FEP insulation

2900-192A

pair #22, shielded pairs, FEP insulation

2900-172C

pair #22, shielded pairs, FEP insulation

2900-1728B

pair #22, shielded pairs, FEP insulation

2900-172A
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pair #22, shielded pairs, FEP insulation
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1473-6

50 pair #18,
XLPE insul.,

shielded pairs,
PVC jacket

1S/0S shield 600 V,

2900-162A

4 pair #22, shielded pairs, FEP insulation

2900-332C

4 pair #22, shielded pairs, FEP insulation

2900-152B

pair #22, shielded pairs, FEP insulation

2900-152A

pair #22, shielded pairs, FEP insulation

2900-142A

shielded pairs, FEP insulation

2910-8

pair #22, shielded pairs, 300 V, PE insulation
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2119-2

pair #22, shielded pairs, 300 V, PE insulation

2475-3C

4
4
4 pair #22,
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4
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2 Fiber, single mode fiberoptic cable

MVDSEO03A

MVDS DLC

PBP

AB

MVDSEO1A

MVDS DLC

MVDSEO2A

MVDS DLC

CALCULATED/
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2154

1 - 2 pair, shielded #18 with [S/0A,
300 V, PVC jacket

2900-1628B

4 pair #22, shielded pairs, FEP insulation

2900-442A

4 pair #22, shielded pairs, FEP insulation

2474-10

50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket

DESIGN OVERSIGHT

BEHZAD GOLEMOHAMMAD I

1474-6

50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket

1473-4

50 pair #18, shielded pairs,
XLPE insul., PVC jacket

[S/0S shield 600 V,

2910-7

4 pair #24, overall shielded, 300V, PE insulation

2910-3

4 pair #22, shielded pairs, FEP insulation

2910-2

4 pair #22, shielded pairs, FEP insulation

2910-12

4 pair #22, shielded pairs, 300 V, PE insulation

2910-11

1-3/C #16,600 V, EPR insulation

2900-482A

4 pair #22, shielded pairs, FEP insulation

2900-4528B

4 pair #22, shielded pairs, FEP insulation

2900-452A

4 pair #22, shielded pairs, FEP insulation

2900-332A

4 pair #22, shielded pairs, FEP insulation

2900-4428

4 pair #22, shielded pairs, FEP insulation

2900-3328B

4 pair #22, shielded pairs, FEP insulation

2900-432A

4 pair #22, shielded pairs, FEP insulation

2900-4228

4 pair #22, shielded pairs, FEP insulation
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2900-422A

4 pair #22, shielded pairs, FEP insulation

2900-412C

4 pair #22, shielded pairs, FEP insulation

2900-412B

4 pair #22, shielded pairs, FEP insulation

2900-412A

4 pair #22, shielded pairs, FEP insulation

2900-402A

4 pair #22, shielded pairs, FEP insulation

2900-382C

4 pair #22, shielded pairs, FEP insulation

2900-3828B

4 pair #22, shielded pairs, FEP insulagtion

2900-382A

4 pair #22, shielded pairs, FEP insulation

2148

1 - 2 pair, shielded #18 with [S/OA,
300 V, PVC jacket

2900-442C

4 pair #22, shielded pairs, FEP insulation

CCTVEO1AD

TVL

1473-8

50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket

Pull rope

Soft-Fiber Polyester

2475-3A

12 Fiber, single mode fiberoptic cable

2475-3B

12 Fiber, single mode fiberoptic cable

2475-3

72 Fiber, single mode fiberoptic riser cable

CCTVEO1BC

TVC

CCTVEO1BD

TVL

CCTVEO1AC

TvC

2900-4328B

4 pair #22, shielded pairs, FEP insulation

MVDSWO3A

MVDS DLC
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. Total |Allowable|
Coq&$|+ Reference Size Type EJJJ) EJJJ) égﬁ“;ﬂﬁg. Conductor Type
2744 |E-115, E-182 610 152.4 mm siderail ladder tray 5109.21 |38709.60[2119-2 4 pair #22, shielded pairs, 300 V, PE insulgtion

1473-4 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket

1474-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket

1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket

Pull rope | Soft-Fiber Polyester

MVDSEO1A MVDS DLC

2475-3A 12 Fiber, single mode fiberoptic cable

1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket

2745 |E-115, E-182 610 152.4 mm sideraqil ladder tray 7823.42 |38709.60 |2900-432B | 4 pair #22, shielded pairs, FEP insulation

2910-12 4 pair #22, shielded pairs, 300 V, PE insulation

Pull rope | Soft-Fiber Polyester

2900-412A | 4 pair #22, shielded pairs, FEP insulation

2910-11 1-3/C #16,600 V, EPR insulation

2910-7 4 pair #24, overall shielded, 30V, PE insulation

2910-10 4 pair #22, shielded pairs, 300 V, PE insulation

2910-8 4 pair #22, shielded pairs, 300 V, PE insulation

2900-422B | 4 pair #22, shielded pairs, FEP insulation

2900-422A | 4 pair #22, shielded pairs, FEP insulation

2900-412C | 4 pair #22, shielded pairs, FEP insulation

2900-412B | 4 pair #22, shielded pairs, FEP insulation

2900-382C | 4 pair #22, shielded pairs, FEP insulation

2900-402A | 4 pair #22, shielded pairs, FEP insulation

2900-272C | 4 pair #22, shielded pairs, FEP insulation

2900-382B | 4 pair #22, shielded pairs, FEP insulation

2900-382A | 4 pair #22, shielded pairs, FEP insulation

2900-332C | 4 pair #22, shielded pairs, FEP insulation

2900-332B | 4 pair #22, shielded pairs, FEP insulation

2900-332A | 4 pair #22, shielded pairs, FEP insulation

2900-292A | 4 pair #22, shielded pairs, FEP insulation

2900-172A | 4 pair #22, shielded pairs, FEP insulation

2900-192B | 4 pair #22, shielded pairs, FEP insulation

2900-142A | 4 pair #22, shielded pairs, FEP insulation

1474-5A 1 - 6 pair, shielded #18 with overall shield,
300 V, PVC jacket

2910-3 4 pair #22, shielded pairs, FEP insulation

2910-2 4 pair #22, shielded pairs, FEP insulation

2900-482A | 4 pair #22, shielded pairs, FEP insulation

2900-452B | 4 pair #22, shielded pairs, FEP insulgtion

For continuation, see next sheet

CONDUIT AND TRAY SCHEDULE

E-420

=> 4/18/2008

=> 5

DATE PLOTTED
TIME PLOTTED

112:44 PM

LAST REVISION

00-00-00

FOR REDUCED PLANS ORIGINAL
SCALE IS IN MILLIMETERS

20

40 60

80 DGN FILE =>T:\13103\MS\pse\SAS Struc\CCO\SAS CCO42S1\04-0120f1_

J USERNAME =>Ilorico

375R02.dgn

CU 04251 ‘EA 0120F1



