CONDUIT DATA

. Total Al lowable
CORg?I* Reference Size Type EJJJ) 54;;) ééﬁf:ﬁﬁg, Conductor Type
1117-1 1-3/C #14, 600 V, EPR insulation
A-3009-1 |[1-3/C + gnd #2, 600 V, EPR insulation
1202-4 1-3/C #14, 600 V, EPR insulation
1117-2 1-3/C #16, 600 V, EPR insulation
S-3021-1 |1-3/C + gnd #4, 600 V, EPR insulation
S-3023-1 |1-3/C + gnd #4, 600 V, EPR insulation
S-3056-1 |1-3/C + gnd #6, 600 V, EPR insulation
S-1031-3 [1-3/C + gnd #4, 600 V, EPR insulation
S-1032-1 [1-3/C + gnd #4, 600 V, EPR insulation
A-1035-1 |1-3/C + gnd #6, 600 V, EPR insulation
1202-3 1-7/C #16, 600 V, EPR insulation
1099 1-3/C + gnd #2, 600 V, EPR insulation
=) 1098 1-3/C + gnd #2, 600 V, EPR insulation
> % 1097 1-3/C + gnd #2, 600 V, EPR insulation
@ ; 1096 1-3/C + gnd #2, 600 V, EPR insulation
S E 1095 1-3/C + gnd #2, 600 V, EPR insulation
n 117 1-3/C + gnd #2/0, 600 V, EPR insulation
I 1256-1 1-3/C_#16, 600 V, EPR insulafion
% g 1202-1 1-2/C + gnd #8 ,600 V, EPR insulation
o 1255-2 1-3/C #16, 600 V, EPR insulation
FS| S A-3008-1 |1-2/C + gnd #8, 600 V, EPR insulation
3| 1202-2 1-3/C #14, 600 V, EPR insulation
ol o A-3011-1 |1-3/C + gnd #2, 600 V, EPR insulation
o <
¢ 1724 E-114 610 152.4 mm siderail ladder tray| 1652.27 |18064.48| UP104-7 1-2/C + gnd #8, 600 V, EPR insulation
S5 > 1095 1-3/C + gnd #2, 600 V, EPR insulafion
W@ Pull rope|Soft-Fiber Polyester
<uw| O UP104-9 1-2/C + gnd #10, 600 V, EPR insulation
35| ¢ UP104-8 |1-2/C + gnd #8, 600 V, EPR insulation
Sl . 1255-1 | 1-3/C_#16, 600 V, EPR insulation
<w| T UP104-3 1-2/C + gnd #10, 600 V, EPR insulation
oe) © UP204-1 1-2/C + gnd #10, 600 V, EPR insulation
UP104-6 1-2/C + gnd #8 ,600 V, EPR insulation
1725 E-115 610 152.4 mm siderail laodder tray| 3092.69 |18064.48 UP105-10 |1-2/C + gnd #8, 600 V, EPR insulation
5 1201-1 1-2/C + gnd #8, 600 V, EPR insulation
el 1201-2 | 1-2/C + gnd #8, 600 V, EPR insulafion
el =2 1201-6 1-2/C + gnd #8, 600 V, EPR insulation
0 T 1096 1-3/C + gnd #2, 600 V, EPR insulation
g 1255-1 | 1-3/C #16, 600 V, EPR insulafion
3y 1202-4 |1-3/C #14, 600 V, EPR insulafion
° Eﬁ UP105-8 1-2/C + gnd #8, 600 V, EPR insulation
5 © UP205-1 1-2/C + gnd #10, 600 V, EPR insulation
ol 2 1115-1 1-3/C #14, 600 V, EPR insulation
g ;g 1202-3 1-7/C #16, 600 V, EPR insulation
L 1202-2 1-3/C #14, 600 V, EPR insulation
@ 1115-2 | 1-3/C #16, 600 V, EPR insulation
1255-2 1-3/C #16, 600 V, EPR insulation
Pull rope|Soft-Fiber Polyester
UP105-3 1-2/C + gnd #10, 600 V, EPR insulation
UP105-9 1-2/C + gnd #8, 600 V, EPR insulation
UP105-7 1-2/C + gnd #8, 600 V, EPR insulation
=
o
EE S-3056-5 | 1-4/C #14, 600 V, EPR insulation
2; S-3056-7 |1-2/C #14, 600 V, EPR insulation
a
E% 1726 E-116 610 152.4 mm siderail ladder tray| 2773.72 |18064.48| UP106-1 1-2/C + gnd #8, 600 V, EPR insulation
EE UP106-8 1-2/C + gnd #8, 600 V, EPR insulation
UP106-3 1-2/C + gnd #8, 600 V, EPR insulation
S 1255-2 | 1-3/C #16, 600 V, EPR insulafion
— UP206-1 1-2/C + gnd #10, 600 V, EPR insulation
55 Pull rope|Soft-Fiber Polyester
= 1202-2 | 1-3/C_#14, 600 V, EPR insulation
< 1202-3  |1-1/C_ #16, 600 V, EPR insulafion
Ej UP106-6 |1-2/C + gnd #8, 600 V, EPR insulation
o UP106-7 |1-2/C + gnd #8, 600 V, EPR insulation
1 CCTVEO1BA| TVP
CCTVEO1BB| TVCP
:E UP106-9 1-2/C + gnd #8, 600 V, EPR insulation
§ 1097 1-3/C + gnd #2, 600 V, EPR insulation
E? 1202-4 1-3/C #14, 600 V, EPR insulation
;E 1202-1 1-2/C + gnd #8, 600 V, EPR insulation
< 1727 E-117 610 152.4 mm siderail ladder tray| 1726.55 |18064.48 | UP107-6 1-2/C + gnd #8, 600 V, EPR insulation
S % Pull rope |Soft-Fiber Polyester
Ef UP107-7 1-2/C + gnd #8, 600 V, EPR insulation
= @ UP107-9 1-2/C + gnd #8, 600 V, EPR insulation
(4 1256-1 1-3/C #16 ,600V, EPR insulation
“ UP107-8 1-2/C + gnd #8, 600 V, EPR insulation
Q
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CONDUIT DATA
Condui+ . Total [Allowable| [no)u
No. Reference | Size Type A A0 Jogluged Conductor Type
1098 1-3/C + gnd  #2, 600 V, EPR insulgtion
UP107-3 1-2/C + gnd #8, 600 V, EPR insulgtion
1728 E-118 610 152.4 mm siderail ladder tray| 3336.36 [18064.48 | UP108-8 1-2/C + gnd #8, 600 V, EPR insulgtion
UP108-3 1-2/C + gnd #8, 600 V, EPR insulagtion
UP108-10 1-2/C + gnd #8, 600 V, EPR insulation
S-3056-8 1-4/C #14, 600 V, EPR insulgtion
UP108-4 1-2/C + gnd #8, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
UP108-7 1-2/C + gnd #8, 600 V, EPR insulation
1117-2 1-3/C #16 ,600V, EPR insulation
2201-5 1-3/C #14, 600 V, EPR insulation
2201-3 1-3/C #14, 600 V, EPR insulation
2201-1 1-2/C + gnd #8, 600 V, EPR insulation
2201-4 1-9/C #16, 600 V, EPR insulation
1118-2 1-3/C #16, 600 V, EPR insulation e
UP108-9 1-2/C + gnd #8, 600 V, EPR insulation
UP108-12 1-2/C + gnd #8, 600 V, EPR insulation
11171 1-3/C #14, 600 V, EPR insulation
1118-1 1-3/C #14, 600 V, EPR insulation
UP108-2 1-2/C + gnd #8, 600 V, EPR insulation
1099 1-3/C + gnd #2, 600 V, EPR insulation
1256-1 1-3/C #16, 600 V, EPR insulation
(VWVWVV\—\
1729 [E-20B, E-1263 | 610 [152.4 mm siderail ladder tray[ 11507.41[18064.48 | 1106 1-3/C + gnd  #6, 600 V, EPR insulation
5-1032-1 1-3/C + gnd #4, 600 V, EPR insulation
2 A-3002-1 1-3/C + gnd #4, 600 V, EPR insulation
A-3001-1 1-3/C + gnd #4, 600 V, EPR insulation
A-3013-1 1-3/C + gnd #2, 600 V, EPR insulation
A-3012-1 1-3/C + gnd #2, 600 V, EPR insulation
S-3023-1 1-3/C + gnd #4, 600 V, EPR insulation
1097 1-3/C + gnd #2, 600 V, EPR insulation
5-3051-1 1-3/C + gnd #4, 600 V, EPR insulation
A-1035-1 1-3/C + gnd #6, 600 V, EPR insulation
A-3011-1 1-3/C + gnd #2, 600 V, EPR insulation
5-3021-1 1-3/C + gnd #4, 600 V, EPR insulation
S-3022-1 1-3/C + gnd  #2, 600 V, EPR insulation
S$-3056-1 1-3/C + gnd #6, 600 V, EPR insulation
1098 1-3/C + gnd #2, 600 V, EPR insulation
1096 1-3/C + gnd #2, 600 V, EPR insulation
1095 1-3/C + gnd  #2, 600 V, EPR insulation
5-1031-1 | 1-3/C + gnd #2, 600 V, EPR insulation 85
Pull rope |Soft-Fiber Polyester S
1099 1-3/C + gnd #2, 600 V, EPR insulation >
A-3008-1 1-2/C + gnd #8, 600 V, EPR insulation e
1117 1-3/C + gnd  #2/0, 600 V, EPR insulation ="
A-3010-1 [ 1-3/C + gnd #2, 600 V, EPR insulation i
1115 1-3/C + gnd #1/0, 600 V, EPR insulgtion S0
1115-1 1-3/C #14, 600 V, EPR insulgtion cE
1115-2 1-3/C #16, 600 V, EPR insulagtion S S
A-3009-1 1-3/C + gnd #2, 600 V, EPR insulgtion Lo
P
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