CONDUIT DATA

300 V, PVC jacket

nduit . Total Allowable| ..
Colﬁy Reference Size Type EAJJ) EJJ;) éa§|:ﬁ$§. Conductor Type
2900-452A |4 pair #22, shielded pairs, FEP insulation
2900-442A |4 pair #22, shielded pairs, FEP insulation
2900-442C |4 pair #22, shielded pairs, FEP insulation
2900-442B |4 pair #22, shielded pairs, FEP insulation
2900-272A |4 pair #22, shielded pairs, FEP insulation
2900-162A |4 pair #22, shielded pairs, FEP insulation
2900-192C |4 pair #22, shielded pairs, FEP insulation
1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
2900-432A |4 pair #22, shielded pairs, FEP insulation
2900-192A |4 pair #22, shielded pairs, FEP insulation
2900-172C |4 pair #22, shielded pairs, FEP insulation
0 2900-172B |4 pair #22, shielded pairs, FEP insulation
N 2900-162B |4 pair #22, shielded pairs, FEP insulation
@® z 2900-152C |4 pair #22, shielded pairs, FEP insulation
ol w 2900-152B |4 pair #22, shielded pairs, FEP insulation
5{ « 2900-152A | 4 pair #22, shielded pairs, FEP insulation
> E 1474-5B 1 - 6 pair, shielded #18 with overall shield,
% g 300 V, PVC jacket
= 1474-6 50 pair #18, shielded pairs, 1S/0S shield 600 V,
S S XLPE insul., PVC jacket
I3 1473-5 50 pair #18, shielded pairs, 15/0S shield 600 V,
o XLPE insul., PVC jacket
o 2 1473-6 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
B E > 2900-272B |4 pair #22, shielded pairs, FEP insulation
ul o VTV YAV Y YV
Z S =) 2746 E-115, E-183 610\| 152.4 mm siderail solid ka 5485.55 |[38709.60 | 1474-6 50 pair #18, shielded pairs, 1S/0S shield 600 V,
35| ¢ bottom tray XLPE insul., PVC jacket
°sl 2 Pull rope |Soft-Fiber Polyester
<w| T MVDSEQ2A MVDS DLC
oe) © CCTVEOTAD | TVL
CCTVEO1AC | TVC
MVDSWO03A MVDS DLC
CCTVEO1BD | TVL
o CCTVEO1BC | TVC
el 1473-7 50 pair #18, shielded pairs, 15/0S shield 600 V,
© 3 XLPE insul., PVC jacket
w| 1474-7 50 pair #18, shielded pairs, 1S/0S shield 600 V,
e Q XLPE insul., PVC jacket
S {j 1473-6 50 pair #18, shielded pairs, 1S/0S shield 600 V,
o XLPE insul., PVC jacket
g < 2475-3B 12 Fiber, single mode fiberoptic cable
al 2 Y VYNV YV YN
w N 2747 E-117, E-184 610 152.4 mm siderail solid A 4987.47 |[38709.60 | 1474-7 50 pair #18, shielded pairs, 1S/0S shield 600 V,
el o bottom tra XLPE insul., PVC jacket
@ MVDSE03A | MVDS DLC
2475-3C 12 Fiber, single mode fiberoptic cable
1473-8 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
1473-7 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
= 1474-8 50 pair #18, shielded pairs, 1S/0S shield 600 V,
Eg XLPE insul., PVC jacket
= Pull rope |Soft-Fiber Polyester
YV VYA YV Y YA
§ 2T48 E-118, E-185 610 152.4 mm sidfﬁw& 6718.75 [38709.60 |Pull rope | Soft-Fiber Polyester
PAL bottom tra
é 1474-10 50 pair #18, shielded pairs, 1S/0S shield 600 V,
= XLPE insul., PVC jacket
S 1474-8A 1 - 6 pair, shielded #18 with overall shield,
(= 300 V, PVC jacket
5 1474-8B 1 - 6 pair, shielded #18 with overall shield,
= 300 V, PVC jacket
‘E 1474-8 50 pair #18, shielded pairs, 1S/0S shield 600 V,
Y XLPE insul., PVC jacket
o 2154 1 - 2 pair, shielded #18 with [S/0A,
' 300 V, PVC jacket
2148 1 - 2 pair, shielded #18 with [S/0A,
= 300 V, PVC jacket
= 2149 1 - 2 pair, shielded #18 with [S/0A,
et 300 V, PVC jacket
= 1473-10 50 pair #18, shielded pairs, [S/0S shield 600 V,
= g XLPE insul., PVC jacket
1473-8 50 pair #18, shielded pairs, 1S/0S shield 600 V,
S XLPE insul., PVC jacket
= ﬁ 2474-10 50 pair #18, shielded pairs, [S/0S shield 600 V,
= @ XLPE insul., PVC jacket
(4 2150 1 - 2 pair, shielded #18 with [S/0A,
§
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bREGIATERED ELECTRICAL ENGINEER DATE

12-6-04
PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite 700N
San Francisco, CA  94I07-1317

the accuracy or complefeness of electronic coples of this plan sheet.

The State of California or its officers or agents shall not be responsible for

Caltrans now has a web site! To get fo the web site, go to http://www.dot.cagov

SHEET OF
FOR REVISION-ONLY
CONDUIT DATA
. Total |Allowable|
C°1ﬂ$'+ Reference Size Type Fill Fill éggﬂgﬂig Conductor Type
Py (mm?) (mm?2) .
2749 E*ZWZ( E-21B 2 305 152.4 mm_siderail ladder tray | 1904.72 [19354.80 | Pull rope |Soft-Fiber Polyester
AN 2900-152A |4 pair #22, shielded pairs, FEP insulation
/2N 2900-152C |4 pair #22, shielded pairs, FEP insulation
2900-162A |4 pair #22, shielded pairs, FEP insulation
2900-162B |4 pair #22, shielded pairs, FEP insulation
2910-2 4 pair #22, shielded pairs, FEP insulation
2910-3 4 pair #22, shielded pairs, FEP insulation
1473-4 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
2475-3 72 Fiber, single mode fiberoptic riser cable
2900-152B |4 pair #22, shielded pairs, FEP insulation
2900-142A |4 pair #22, shielded pairs, FEP insulation
Vi
2753 |Ez Thru E-186| 610 §| 152.4 mm siderail solid ZCX 0.00 38709.60 | Pull rope |Soft-Fiber Polyester
E-212A bottom tray
2754 Tf?fkf;g&ilaj 610 [152.4 mm siderail ladder tray | 0.00 16774.16 | Pull rope [Soft-Fiber Polyester
3000 /2\ 41 RGS conduit 323.69  [534.55 | UP204-8-2 [2 + 1gnd #8,#10, 600 V, RHH/RHW insulation
UP204-7-1 |1-2/C + gnd #8,600 V, EPR insulation
3001 41 RGS conduit 454,92 534.55 up204-17 1-2/C + gnd #8,600 V, EPR insulation
UP204-8 1-2/C + gnd  #8,600 V, EPR insulation
3002 53 RGS conduit 684.34 879.42 uP204-7 1-2/C + gnd #8,600 V, EPR insulation
UP205-7-1 |1-2/C + gnd #8,600 V, EPR insulation
UP204-8-2 |2 + 1gnd #8,%#10, 600 V, RHH/RHW insulation
UP204-8-1 |3 + 1gnd #8,#10, 600 V, RHH/RHW insulation
3003 41 RGS conduit 454.92 534.55 UP205-8 1-2/C + gnd  #8,600 V, EPR insulation
UP205-7 1-2/C + gnd  #8,600 V, EPR insulation
3004 53 | RGS conduit 684.34 [879.42 | UP205-8-2 [2 + 1gnd #8,#10, 600 V, RHH/RHW insulation
UP205-8-1 |3 + 1gnd #8,#10, 600 V, RHH/RHW insulagtion
UP206-7-1 [1-2/C + gnd #8,600 V, EPR insulation
UP205-7 1-2/C + gnd #8,600 V, EPR insulagtion
3005 41 RGS conduit 454.92 534.55 UP206-8 1-2/C + gnd  #8,600 V, EPR insulation
UP206-7 1-2/C + gnd  #8,600 V, EPR insulation
3006 53 RGS conduit 684.34 879.42 upP206-7 1-2/C + gnd #8,600 V, EPR insulation
UP207-7-1 |1-2/C + gnd #8,600 V, EPR insulation
UP206-8-1 |3 + 1gnd #8,#10, 600 V, RHH/RHW insulation
UP206-8-2 |2 + 1gnd #8,#10, 600 V, RHH/RHW insulation
3007 41 RGS conduit 454.92 534.55 UP207-8 1-2/C + gnd #8,600 V, EPR insulation
up207-17 1-2/C + gnd #8,600 V, EPR insulation
3008 53 RGS conduit 684.34 879.42 UP207-8-2 |2 + 1gnd #8,#10, 600 V, RHH/RHW insulation
UP207-8-1 |3 + 1gnd #8,#10, 600 V, RHH/RHW insulation
up207-1 1-2/C + gnd #8,600 V, EPR insulation
UP208-7-1 |1-2/C + gnd #8,600 V, EPR insulation
3009 41 RGS conduit 454.92 534.55 UP208-8 1-2/C + gnd #8,600 V, EPR insulation
UP208-7 1-2/C + gnd  #8,600 V, EPR insulation

For continuation, see next sheet.

CONDUIT AND TRAY SCHEDULE

ALL DIMENSIONS ARE

E-421

IN MILLIMETERS UNLESS OTHERWISE SHOWN

=> 7/11/2008
=> 3:07:08 PM
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LAST REVISION
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SCALE IS IN MILLIMETERS
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