Utility Panel
208/120 V, 3-Phase

REVISED BY
DATE REVISED

DATE
EJL |09/0I
II70l

EDC

CALCULATED/
DESIGNED BY
CHECKED BY

Utility Panel UP-108

ﬂﬂ -
208/120 V, 3-Phase CKT #UP108-4

CKT #UP108-2A

CKT #UP108-2
2/C #8 + G —

DESIGN OVERSIGHT
BEHZAD GOLEMOHAMMADI

;

—— CKT #UP108-4A

2/C #8 + G

[ = @ Z | >

CKT #UP108-4A

O O O“
A utle) ) |

4012-3 J12-2 1
AN

J12-4 J12-3 J12-2 0
AN

DEPARTMENT OF TRANSPORTATION

CKT #1144 ——x
2 Pairs #18

CKT #1145—%=
2 Pairs #18

RTU #11W AHV
WESTBOUND SAS SUPERSTRUCTURE

STATE OF CALIFORNIA

& aftrans

ALL DIMENSIONS ARE

7>\
\!\

P

100 91(6) T (+) 7

no,,mox
CB-143B 7

WMQ
D
me@

(Gr—

(Typ)

To Remote
Terminal Unit

RTU #11W AHV

IN MILLIMETERS UNLESS OTHERWISE SHOWN.

DIsT| counTy | RouTE | BE5QMF RS BRSNS | shEeTs
04 SF 80 13.2/13.9 |353R1] 1204
~
\\FS&MNAEI 12/19/02

mﬂﬁﬁn REGISfERED ELECTRICAL ENGINEER DATE

V \ 12-6-04

PLANS APPROVAL DATE
PB POWER, Inc
A Parsons Brinckerhoff Company

303 Second St., Suite TOON
San Francisco, CA  94I07-13I7

« \Exp._9/30/06
ELECTRICAL

The State of Callfornla or Its offleers or agents shall not be responslble for
the accuracy or completeness of electronlc coples of this plan sheet.
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SHEET NOTES:

AHV Conductors spliced inside PB-Ltg.
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connection{didgram sheet E-332.0)

with overall shield. Coil and tape end
of pair #2 inside Call BoX.

The Contractor shall install resistors,
approximately equal to the impedance (7o)
of the twised pairs, at the extreme ends of
the multidrop network.

(3) Data cable 1-2 pairs #18 shielded

NOTE :

1. References:
- For panel schedules, see sheets E-60
and E-63.
- For circuit and conduit/cable tray
schedules, see sheets starting at E-401. |—
- For call Boxes schedule, see
sheet E-397.
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