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Utility Panel UP-208

# _
208/120 V, 3-Phase CKT #UP208-4

2/C #8 + G
A B C

CKT #UP208-2
2/C #8 + G

CKT #UP208-6
2/C #8 + G

e aasas

— CKT #UP208-2A
2/C #8 + G

—— CKT #UP208-4A
2/C #8 + G

(TYP)

KILOMETER POST |SHEET
TOTAL PROJECT No

355
13.2/13.9 R1

TOTAL
SHEETS

1204

DIST

04

COUNTY ROUTE

SF 80

T B e 1211900

REGISAERED ELECTRICAL ENGINEER DATE

12-6-04

PLANS APPROVAL DATE

PB POWER, Inc.

A Parsons Brinckerhoff Company
303 Second St., Suite 700N

San Francisco, CA  94I07-1317

The State of California or its officers or agents shall not be responsible for

the accuracy or complefeness of electronic coples of this plan sheet.

Caltrans now has a web site! To get fo the web site, go to http://www.dot.cagov
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CKT #2148
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SHEET NOTES:

Continued below

<:> Conductors spliced inside PB-Ltg.

(&) [a s

For continuation, see RTU #11E
connection diagrams sheet E-333.

Box (3) Data cable 1-2 pairs #18 shielded

‘ with overal | shield. Coil and tape end
‘ of pair #2 inside Call Box.
<:> The Contractor shall install resistors,
approximately equal to the impedance (Zo)
of the twised pairs, at the extreme ends of
the multidrop network.

®

NOTE :

1. References:
- For panel schedules, see sheets E-
- For circuit and conduit/cable tray
schedules, see sheets starting at E-401.
- For call boxes schedule, see

(Typ)
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