CONDUIT DATA

. Total Al lowable
Conduit . A ! I ncluded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
2478 E-136 41 RGS conduit 212.85 534.55 | A-2011-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2479 E-136 41 RGS conduit 212.85 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2480 E-136 41 RGS conduit 212.85 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2481 E-136 41 RGS conduit 274.92 534.55 1256-7 1-3/C #16 ,600 V, EPR insulation
A-2011-2 [3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2482 E-136 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
2483 E-136 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
)
> % 2484 E-136 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
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S [ 2485 E-136 41 RGS conduit 212.85 534.55 A-2012-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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; E 2486 E-136 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
W | <
Lu[t e 2487 E-137 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
S| o
I3 > 2488 E-137 41 RGS conduit 212.85 534.55 | A-2012-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
% < 2489 E-137 41 RGS conduit 212.85 534,55 | A-2012-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
D% > 2490 [ E-137 41 RGS conduit 212.85 534.55 | A-2012-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
W m
22 o 2491 E-137 41 RGS conduit 212.85 534.55 | A-2012-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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8; 8 2492 E-137 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
<< wl T
ool © 2493 [ E-137 41 RGS conduit 212.85 534.55 | A-2012-2 [3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2494 E-137 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
P 2495 E-137 41 RGS conduit 212.85 534,55 | A-2012-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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8 3 2496 E-137 41 RGS conduit 212.85 534.55 A-2012-2 3+ 1 gnd #6,%#8, 600 V, RHH/RHW insulation
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5 % 2497 E-138 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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z 8 2498 E-138 41 RGS conduit 212.85 534.55 A-2013-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
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a2 2499 | E-138 41 RGS conduit 212.85 534,55 | A-2013-2 [3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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2512 E-135 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
2513 E-136 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
=
g 2514 E-136 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
<
'é 2515 E-136 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
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E 2516 E-136 41 RGS conduit 98.10 534.55
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E 2517 E-136 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
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&, 2518 E-136 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
o
f 2519 E-137 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
,‘_‘, 2520 E-137 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
=
o
8 2521 E-137 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
)
5 g 2522 E-138 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
25 % 2523 E-138 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester
w
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f_t @ 2524 E-138 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester
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CONDUIT DATA
. Total |Allowable|
Conduit . s i Included
Reference Size Type Fill Fill Conductor Type
No yp (mm?2) {mm2) | Cable No.
2525 E-138 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2526 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2527 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2528 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2529 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2530 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2531 E-140 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester
2532 E-186 41 RGS conduit 227.46 | 534.55 UP208-6 1-2/C + gnd  #8,600 V, EPR insulation
2533 E-186 41 RGS conduit 98.10 534.55 2154 1 - 2 pair, shielded #18 with 1S/0A,
300 V, PVC jacket [
2535 E-199 78 RGS-PVC coated conduit 882.89 | 1935.24 (1118 1-3/C + gnd #2/0,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
2536 E-199 53 RGS-PVC coated conduit 147.25| 879.42 1118-2 1-3/C #14,600 V, EPR insulgtion
1118-1 1-3/C #16,600 V, EPR insulgtion
Pull rope | Soft-Fiber Polyester
2538 E-138 41 RGS conduit 212.85| 534.55 LP222-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
2539 E-138 41 RGS conduit 212.85| 534.55 LP222-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
2540 E-138 41 RGS conduit 212.85| 534.55 LP222-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2541 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2542 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2543 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2544 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2545 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2546 E-138 41 RGS conduit 212.85| 534.55 LP222-6,8A 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion -
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2547 E-139 41 RGS conduit 212.85| 534.55 | LP222-6,8A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion §g
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2548 E-139 41 RGS conduit 0.00 534.55 |[Pull rope | Soft-Fiber Polyester N
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2549 E-139 41 RGS conduit 212.85| 534.55 | LP223-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation T
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2550 E-139 41 RGS conduit 212.85| 534.55 |LP223-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation gE
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For continuation, see next sheet. e
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