CONDUIT DATA
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Condu Reference Size Type (anml z') (Frnln'lli’l) Joeluded Conductor Type
2959 | E-139 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2960 | E-139 41 RGS conduit 440.31 [ 534.55 [ LP223-2,4A] 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
C Ypuil\;QQe oft_Eiper-Polyegier AN
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2961 | E-139 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2962 | E-138 41 RGS conduit 0.00 534,55 Pull rope | Soft-Fiber Polyester
2963 | E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
o 2964 | E-138 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
w
>
o g 2965 | E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
(@] |
% @« 2966 | E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
— | w
E g 2967 | E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
&{g N 2T13 | E-181 Thru E-186| 305 [152.4 mm siderail ladder fray| 2780.99 | 8387.08 | Pull rope | Soft-Fiber Polyester
I3 2391 3-1/C #4/0 + 1/C #1/0 gnd, 15kV, EPR insulation
% < 2714 | E-212, E-19 305 |152.4 mm siderail lodder tray| 2780.99 | 8387.08 | Pull rope | Soft-Fiber Polyester
2391 3-1/C #4/0 + 1/C #1/0 gnd, 15kV, EPR insulation
N>
>
@ 2 @ 2T23 | E-181 Thru E-186| 760 |152.4 mm siderall ladder tray| 19079.92] 22580.60] 2202-2 1-3/C_ #14,600 V, EPR insulation
<w| O A-3004-1 1-3/C + gnd #2,600 V, EPR insulation
3 5 v A-3003-1 1-3/C + gnd #4,600 V, EPR insulation
8[; 8 A-2013-1 1-3/C + gnd #2,600 V, EPR insulation
Iw| T A-2012-1 1-3/C + gnd  #2,600 V, EPR insulation
ool © 2123 1-3/C + gnd  #2,600 V, EPR insulation
2202-3 1-7/C__#16,600 V, EPR insulation
2105 1-3/C + gnd #2,600 V, EPR insulation
2106 1-3/C + gnd  #2,600 V, EPR insulation
5 2120-1 1-3/C_ #14,600 V, EPR insulation
; ; 2120-2 1-3/C_ #14,600 V, EPR insulation
o = 2202-4 1-3/C  #14,600 V, EPR insulation
0 - 2104 1-3/C + gnd #2,600 V, EPR insulation
5 % 2121 1-3/C + gnd  #1/0,600 V, EPR insulation
8 Ej 2204-1 1-3/C__#16,600 V, EPR insulation
o UP204-7 1-2/C + gnd  #8,600 V, EPR insulation
3l 2119-A 1-3/C + gnd 250 Kcmil,600 V, EPR insulation
; 2 CCTVEO1BA | TVP
w ~N CCTVEO1BB | TVCP
I CCTVEO1AA | TVP
m 2121-2 1-3/C_ #14,600 V, EPR insulation
2201-2 1-2/C + gnd  #8,600 V, EPR insulation
2123-2 1-3/C + gnd #2/0,600 V, EPR insulation
2123-3 1-3/C + gnd #2/0,600 V, EPR insulation
1118 1-3/C + gnd  #2/0,600 V, EPR insulation
2095 1-3/C + gnd #2,600 V, EPR insulation
é; 2096 1-3/C + gnd #2,600 V, EPR insulation
= 2097 1-3/C + gnd #2,600 V, EPR insulation
= 2098 1-3/C + gnd #2,600 V, EPR insulation
2; 2099 1-3/C + gnd #2,600 V, EPR insulation
2 $-3053-1 | 1-3/C + gnd _#2,600 V, EPR insulation
= 2107 1-3/C + gnd_#2,600 V, EPR insulation
E 2120 1-3/C + gnd_#1/0,600 V, EPR insulation
2201-6 1-2/C + gnd #8,600 V, EPR insulation
s 1201-1 1-2/C + gnd #8,600 V, EPR insulation
—_ 2202-1 1-2/C + gnd #8,600 V, EPR insulation
El 2204-2 1-3/C_ #16,600 V, EPR insulation
E Pull rope | Soft-Fiber Polyester
< A-3041-1 1-3/C + gnd #2,600 V, EPR insulation
o $-3052-1 1-3/C + gnd #2,600 V, EPR insulation
o 2125 1-3/C + gnd 250 Kcmil,600 V, EPR insulation
. 2103 1-3/C + gnd #2,600 V, EPR insulation
S-3056-9 1-4/C_ #14,600 V, EPR insulation
CCTVEO1AB | TvCP
2121-1 1-3/C #14,600 V, EPR insulagtion
S-3056-6 | 1-4/C  #14,600 V, EPR insulation

STATE OF CALIFORNIA

&& Gftrans

\

etric

4

REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE |

JS| RG
Zﬁx 03/04/08f BARRIER MODIFICATIONS BM| SE 44
MARK] DATE DESCRIPTIONS BY|CH'D| CCo#
REVISIONS

FOR REVISION ONLY

OF

CONTRACT CHANGE ORDER NO.__

A Ontn s> EET

prs7) county | Rroute | SORAIFERGESRT PNe T sheTs
04 SF 80 13.2/13.9 |33 | 1204

}‘v‘éﬁoq‘wwz/w9/02

bREGJ/STERED ELECTRICAM ENGINEER DATE

12-6-04
PLANS APPROVAL DATE

PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite 700N

San Francisco, CA  94I07-1317

The State of California or its officers or agents shall not be responsible for the accuracy
or complefeness of electronic copies of this plan sheef.

Calfrans now has a web site! To get fo the web Site, go fo: hitp:/ /www.dof.cagov

CONDUIT DATA

FOR REDUCED PLANS ORIGINAL
IN MILLIMETERS

SCALE IS
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conNd(;u‘r Reference Size Type (F mu ml ZI) (F";"I. 2.) éé‘ﬁ.‘:dﬁg, Conductor Type
2724 E-114, E-182 610 152.4 mm siderail ladder tray| 2284.74 |18064.48 | LP219-2,4 1-3/C + gnd #6,600 V, EPR insulation
LP219-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
UP204-7 1-2/C + gnd  #8,600 V, EPR insulation
UP204-1 1-2/C + gnd #10,600 V, EPR insulation
UP204-8 1-2/C + gnd #8,600 V, EPR insulation
2103 1-3/C + gnd #2,600 V, EPR insulation
2095 1-3/C + gnd #2,600 V, EPR insulation
2725 | E-115, E-182 610 |152,4 mm siderail ladder tray| 3803.05 |18064.48 | UP205-7 1-2/C + gnd #8,600 V, EPR insulation
UP205-1 1-2/C + gnd  #10,600 V, EPR insulation
LP220-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
LP220-2,4 | 1-3/C + gnd #6,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
S-3056-6 | 1-4/C_ #14,600_V, EPR insylation
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2120-1 1-3/C #14,600 V, EPR insulation
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2096 1-3/C + gnd #2,600 V, EPR insulation
2204-1 1-3/C #16,600 V, EPR insulation
2104 1-3/C + gnd #2,600 V, EPR insulation
UP205-8 1-2/C + gnd #8,600 V, EPR insulation
2202-4 1-3/C #14,600 V, EPR insulation
2202-3 1-7/C #16,600 V, EPR insulation
2120-2 1-3/C #14,600 V, EPR insulation
2121-1 1-3/C #14,600 V, EPR insulation
2726 E-117, E-183 610 152.4 mm siderail ladder tray| 3296.85 |18064.48 | 2202-1 1-2/C + gnd #8,600 V, EPR insulation
CCTVEQ1BA | TVP
LP221-2,4 1-3/C + gnd #6,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
CCTVEO1AB | TVCP
CCTVEO1AA | TVP
CCTVEO1BB | TVCP
LP221-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
UP206-7 1-2/C + gnd #8,600 V, EPR insulation
UP207-1 1-2/C + gnd #10,600 V, EPR insulation
UP206-1 1-2/C + gnd #10,600 V, EPR insulation
2202-2 1-3/C #14,600 V, EPR insulation
2105 1-3/C + gnd #2,600 V, EPR insulation w%
2097 1-3/C + gnd #2,600 V, EPR insulation g©
UP206-8 1-2/C + gnd #8,600 V, EPR insulation N
2202-4 1-3/C #14,600 V, EPR insulation N
2202-3 1-7/C #16,600 V, EPR insulation o
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For continuation, see next sheet. 22
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