CONDUIT DATA

. Total Al lowable
Condui 1| . s H I ncluded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
2T27 |E-118, E-184 610 152.4 mm siderail ladder tray| 2157.86 |18064.48 | LP222-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
2098 1-3/C + gnd  #2,600 V, EPR insulation
2106 1-3/C + gnd  #2,600 V, EPR insulation
UP207-8 1-2/C + gnd_ #8,600 V, EPR insulation
UP207-7 1-2/C + gnd _ #8,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
LP222-2,4 | 1-3/C + gnd #6,600 V, EPR insulation
2728 |E-119, E-185 610 152.4 mm siderail ladder tray| 3847.88 |18064.4 ) ' A A 1
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> | W NS 2egnd #8,600 V, EPR insulation
o ; 2107 1-3/C + gnd  #2,600 V, EPR insulagtion
S w LP223-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
i 2201-5 1-3/C_ #14,600 V, EPR insulation
| w UP208-8 1-2/C + gnd #8,600 V, EPR insulation
% g 1118-1 1-3/C #14,600 V, EPR insulation
= 2201-6 1-2/C + gnd #8,600 V, EPR insulation
-8y S-3056-9 1-4/C #14,600 V, EPR insulation
g S| 2099 1-3/C + gnd #2,600 V, EPR insulation
o 1118-2 1-3/C #16,600 V, EPR insulation
o 2 2201-3 1-3/C #14,600 V, EPR insulation
2201-2 1-2/C + gnd #8,600 V, EPR insulation
2%l > 2201-4 1-9/C #16,600 V, EPR insulation
o m
Z S ) 2729 |E-212, E-21 610 |152.4 mm siderail ladder tray| 16623.79|18064.48 | 2123-3 1-3/C + gnd #2/0,600 V, EPR insulation
3 zl Y Pull rope | Soft-Fiber Polyester
8 o tj 2119-A 1-3/C + gnd 250 kcmil,600 V, EPR insulation
<w 5 2121 1-3/C + gnd #1/0,600 V, EPR insulation
0o A-3004-1 1-3/C + gnd #2,600 V, EPR insulation
A-3003-1 1-3/C + gnd #4,600 V, EPR insulagtion
A-2012-1 1-3/C + gnd  #2,600 V, EPR insulation
2123 1-3/C + gnd  #2,600 V, EPR insulation
5 2105 1-3/C + gnd #2,600 V, EPR insulation
; ; 2104 1-3/C + gnd #2,600 V, EPR insulation
[T} 3 2125 1-3/C + gnd 250 kecmil,600 V, EPR insulation
w| 2123-2 1-3/C + gnd  #2/0,600 V, EPR insulation
5 % 2106 1-3/C + gnd #2,600 V, EPR insulation
8 5 1118 1-3/C + gnd  #2/0,600 V, EPR insulation
@) 2095 1-3/C + gnd #2,600 V, EPR insulation
3l 2096 1-3/C + gnd  #2,600 V, EPR insulation
; 2 2097 1-3/C + gnd  #2,600 V, EPR insulation
Wi N 2098 1-3/C + gnd_#2,600 V, EPR insulation
o 2099 1-3/C + gnd  #2,600 V, EPR insulation
® 2103 1-3/C + gnd  #2,600 V, EPR insulation
2107 1-3/C + gnd #2,600 V, EPR insulation
A-3041-1 [ 1-3/C + gnd #2,600 V, EPR insulation
$-3053-1 [ 1-3/C + gnd #2,600 V, EPR insulation
$-3052-1 [ 1-3/C + gnd #2,600 V, EPR insulation
2120 1-3/C + gnd  #1/0,600 V, EPR insulation
F A-2013-1 | 1-3/C + gnd #2,600 V, EPR insulation
E 2T33 |E-181 Thru E-186| 760 152.4 mm siderail ladder tray| 19081.45|22580.60 | A-2011-1 1-3/C + gnd #2,600 V, EPR insulation
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EE UP208-6 1-2/C + gnd #8,600 V, EPR insulation
= Pull rope | Soft-Fiber Polyester
s LP219-2,4 | 1-3/C + gnd #6,600 V, EPR insulation
— LP219-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
55 LP220-2,4 | 1-3/C + gnd #6,600 V, EPR insulation
= LP220-6,8 | 1-3/C + gnd #6,600 V, EPR insulation
- [18223-2.4 [ =3/C_+_qpd__ 36,600, ERB-JRsuajion~_
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= UP204-8 1-2/C + gnd #8,600 V, EPR insulation
§ UP205-8 1-2/C + gnd #8,600 V, EPR insulation
EE UP207-8 1-2/C + gnd #8,600 V, EPR insulation
= UP205-1 1-2/C + gnd #10,600 V, EPR insulation
:§ UP207-17 1-2/C + gnd #8,600 V, EPR insulation
A-3039-3 1-3/C + gnd #6,600 V, EPR insulation
S 'i, A-3040-3 | 1-3/C + gnd #6,600 V, EPR insulafion
".LJ A-3005-1 1-3/C + gnd #2,600 V, EPR insulation
= @ A-3006-1 |1-3/C + gnd #4,600 V, EPR insulation
(%] A-3031-1 1-3/C + gnd #4,600 V, EPR insulation
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. Total |Allowable
Coq&$|+ Reference Size Type EJJJ) EJJJ) égﬁ“;ﬂﬁg. Conductor Type
A-3032-1 [1-3/C + gnd #4,600 V, EPR insulafion
A-3039-1 [1-3/C + gnd #2,600 V, EPR insulation
A-3040-1 [1-3/C + gnd #2,600 V, EPR insulation
LP221-6,8 [1-3/C + gnd #6,600 V, EPR insulation
UP204-1 1-2/C + gnd #10,600 V, EPR insulation
UP206-8 1-2/C + gnd #8,600 V, EPR insulation
S$-2032-1 1-3/C + gnd #4,600 V, EPR insulation
A-3036-1 1-3/C + gnd #4,600 V, EPR insulation
A-2035-1 1-3/C + gnd #6,600 V, EPR insulgtion
A-2035-3 |1-3/C + gnd #6,600 V, EPR insulation
UP205-7 1-2/C + gnd #8,600 V, EPR insulagtion
UP206-7 1-2/C + gnd #8,600 V, EPR insulation
LP223-2,4|1-3/C + gnd #6,600 V, EPR insulation
LP222-6,8 |1-3/C + gnd #6,600 V, EPR insulation
A-3035-1 |1-3/C + gnd #4,600 V, EPR insulation
[ A3034-1 [13/C + and _#2,600 ¥, EPR [pgulaliqp
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$-2031-1 |1-3/C + gnd #2,600 V, EPR insulation [
UP206-1 1-2/C + gnd #10,600 V, EPR insulation
1118-1 1-3/C #14,600 V, EPR insulation
1118-2 1-3/C #16,600 V, EPR insulation
1201-2 1-2/C + gnd #8,600 V, EPR insulation
LP223-6,8 |1-3/C + gnd #6,600 V, EPR insulation
UP208-7 1-2/C + gnd #8,600 V, EPR insulation
LP222-2,4 |1-3/C + gnd #6,600 V, EPR insulation
1201-6 1-2/C + gnd #8,600 V, EPR insulation
A-3043-1 |1-3/C + gnd #2,600 V, EPR insulation
A-3042-1 |1-3/C + gnd #2,600 V, EPR insulation
L2198~ U3 ,9pd, 250 kor L, 800 N ~(REAgulat 0,
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UP208-8 1-2/C + gnd #8,600 V, EPR insulation
2739 E-212, E-21 610 152.4 mm siderail ladder tray 9889.17|18064.48 | A-3032-1 1-3/C + gnd #4,600 V, EPR insulation
2119-B 1-3/C + gnd 250 kcmil,600 V, EPR insulation
A-2035-1 |1-3/C + gnd #6,600 V, EPR insulation
$-2032-1 |1-3/C + gnd #4,600 V, EPR insulation
$-2031-1 |1-3/C + gnd #2,600 V, EPR insulation
A-3036-1 [1-3/C + gnd #4,600 V, EPR insulation
A-3035-1 |1-3/C + gnd #4,600 V, EPR insulation
A-3034-1 |1-3/C + gnd #2,600 V, EPR insulation
A-3033-1 |1-3/C + gnd #2,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
A-3039-1 1-3/C + gnd #2,600 V, EPR insulation w%
A-3042-1 1-3/C + gnd #2,600 V, EPR insulation Sz
A-3031-1 |1-3/C + gnd #4,600 V, EPR insulation vy
A-3006-1 1-3/C + gnd #4,600 V, EPR insulation NS
A-3005-1 [1-3/C + gnd #2,600 V, EPR insulation me
A-2014-1 [1-3/C + gnd #2,600 V, EPR insulation T
A-2011-1 [1-3/C + gnd #2,600 V, EPR insulation 59
A-3057-1 |1-3/C + gnd #2,600 V, EPR insulation cE
A-3043-1 [1-3/C + gnd #2,600 V, EPR insulation S 9o
A-3040-1 [1-3/C + gnd #2,600 V, EPR insulation oo
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