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Conduit
No

Reference

Size

Type

I ncluded
Cable No.

Conductor Type

2T43

E-181 Thru E-186

610

152.4 mm siderail

ladder tray|

10659.55

38709.60

2900-152C

pair #22, shielded pairs, FEP insulation

2900-292A

pair #22, shielded pairs, FEP insulation

2900-272C

pair #22, shielded pairs, FEP insulation

2900-272B

pair #22, shielded pairs, FEP insulation

2900-272A

pair #22, shielded pairs, FEP insulation

2900-192C

pair #22, shielded pairs, FEP insulation

2900-192B

pair #22, shielded pairs, FEP insulation

2900-192A

pair #22, shielded pairs, FEP insulation

2900-172C

pair #22, shielded pairs, FEP insulation

2900-1728B

pair #22, shielded pairs, FEP insulation

2900-172A
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pair #22, shielded pairs, FEP insulation

REVISED BY

DATE REVISED

1473-6

50 pair #18,
XLPE insul.,

shielded pairs,
PVC jacket

1S/0S shield 600 V,

2900-162A

4 pair #22, shielded pairs, FEP insulation

2900-332C

4 pair #22, shielded pairs, FEP insulation

2900-152B

pair #22, shielded pairs, FEP insulation

2900-152A

pair #22, shielded pairs, FEP insulation

2900-142A

shielded pairs, FEP insulation

2910-8

pair #22, shielded pairs, 300 V, PE insulation

DATE
8/02

8/02

2119-2

pair #22, shielded pairs, 300 V, PE insulation

2475-3C

4
4
4 pair #22,
4
4
1

2 Fiber, single mode fiberoptic cable

MVDSEO03A

MVDS DLC

PBP

AB

MVDSEO1A

MVDS DLC

MVDSEO2A

MVDS DLC
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=2 pdir, shielded #18 with IS/0A,
300 V, PVC jacket

2900-1628B

4 pair #22, shielded pairs, FEP insulation

2900-442A

4 pair #22, shielded pairs, FEP insulation

2474-10

50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket

DESIGN OVERSIGHT
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1474-6

50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket

1473-4

50 pair #18, shielded pairs,
XLPE insul., PVC jacket

[S/0S shield 600 V,

2910-7

4 pair #24, overall shielded, 300V, PE insulation

2910-3

4 pair #22, shielded pairs, FEP insulation

2910-2

4 pair #22, shielded pairs, FEP insulation

2910-12

4 pair #22, shielded pairs, 300 V, PE insulation

2910-11

1-3/C #16,600 V, EPR insulation

2900-482A

4 pair #22, shielded pairs, FEP insulation

2900-4528B

4 pair #22, shielded pairs, FEP insulation

2900-452A

4 pair #22, shielded pairs, FEP insulation

2900-332A

4 pair #22, shielded pairs, FEP insulation

2900-4428

4 pair #22, shielded pairs, FEP insulation

2900-3328B

4 pair #22, shielded pairs, FEP insulation

2900-432A

4 pair #22, shielded pairs, FEP insulation

2900-4228

4 pair #22, shielded pairs, FEP insulation
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2900-422A

4 pair #22, shielded pairs, FEP insulation

2900-412C

4 pair #22, shielded pairs, FEP insulation

2900-412B

4 pair #22, shielded pairs, FEP insulation

2900-412A

4 pair #22, shielded pairs, FEP insulation

2900-402A

4 pair #22, shielded pairs, FEP insulation

2900-382C

4 pair #22, shielded pairs, FEP insulation

2900-3828B

4 pair #22, shielded pairs, FEP insulagtion

2900-382A

4 pair #22, shielded pairs, FEP insulation

2148

1 - 2 pair, shielded #18 with [S/OA,
300 V, PVC jacket

2900-442C

4 pair #22, shielded pairs, FEP insulation
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XLPE insul., PVC jacket

Pull rope

Soft-Fiber Polyester

2475-3A

12 Fiber, single mode fiberoptic cable

2475-3B

12 Fiber, single mode fiberoptic cable

2475-3

72 Fiber, single mode fiberoptic riser cable
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2744 |E-115, E-182 610 152.4 mm siderail ladder tray 5109.21 |38709.60[2119-2 4 pair #22, shielded pairs, 300 V, PE insulgtion
1473-4 50 pair #18, shielded pairs, [S/0S shield 600 V,
XLPE insul., PVC jacket
1474-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
Pull rope | Soft-Fiber Polyester
MVDSEO1A MVDS DLC
2475-3A 12 Fiber, single mode fiberoptic cable
1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
XLPE insul., PVC jacket
2745 |E-115, E-182 610 152.4 mm sideraqil ladder tray 7823.42 |38709.60 |2900-432B | 4 pair #22, shielded pairs, FEP insulation
2910-12 4 pair #22, shielded pairs, 300 V, PE insulation
Pull rope | Soft-Fiber Polyester
2900-412A | 4 pair #22, shielded pairs, FEP insulation
2910-11 1-3/C #16,600 V, EPR insulation
| 2900 ~ LA PQIL 824, pveral L shielded, 30V, PE insulafion
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2910-10 4 pair , shiclaed pairs, insylation
2910-8 4 pair #22, shielded pairs, 300 V, PE insulation

2900-422B | 4 pair #22, shielded pairs, FEP insulation
2900-422A | 4 pair #22, shielded pairs, FEP insulation
2900-412C | 4 pair #22, shielded pairs, FEP insulation
2900-412B | 4 pair #22, shielded pairs, FEP insulation
2900-382C | 4 pair #22, shielded pairs, FEP insulation
2900-402A | 4 pair #22, shielded pairs, FEP insulation
2900-272C | 4 pair #22, shielded pairs, FEP insulation
2900-382B | 4 pair #22, shielded pairs, FEP insulation
2900-382A | 4 pair #22, shielded pairs, FEP insulation
2900-332C | 4 pair #22, shielded pairs, FEP insulation
2900-332B | 4 pair #22, shielded pairs, FEP insulation
2900-332A | 4 pair #22, shielded pairs, FEP insulation
2900-292A | 4 pair #22, shielded pairs, FEP insulation
2900-172A | 4 pair #22, shielded pairs, FEP insulation
2900-192B | 4 pair #22, shielded pairs, FEP insulation

2900-142A | 4 pair #22, shielded pairs, FEP insulation m)%

1474-5A 1 - 6 pair, shielded #18 with overall shield, g

300 V, PVC jacket vy

2910-3 4 pair #22, shielded pairs, FEP insulation NG

2910-2 4 pair #22, shielded pairs, FEP insulation mo
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2900-482A | 4 pair #22, shielded pairs, FEP insulation [t

- - - - - o

[FERNI)

==

v\)\& 5

©o

—

aa

/\J“j ey

AAAANNANA D A _AD A A NN = =

For continuation, see next sheet. e
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