CONDUIT DATA
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Conduit . Y ! I nc luded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (mm2) Cable No.
4505 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4506 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4507 |E-101 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4508 |E-99 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4509 |E-99 53 RGS conduit 0.00 819.42 | Pull rope Soft-Fiber Polyester
4510 |E-99 53 RGS conduit 0.00 819.42 | Pull rope Soft-Fiber Polyester
) 4511 E-100 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
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o ; 4512 |E-100 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
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% @« 4513 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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% g 4514 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
o Ny 4515 |E-100 53 | RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
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N 4516 |E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
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4517 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
N o>
om| > - n
Ll o 4518 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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55 v 4519 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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w 5 4520 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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4521 E-100 53 RGS conduit /1% 481.21 879.42 | Pull rope Soft-Fiber Polyester
S-1031-4 3+ 1 gnd #4, #8, 600 V, RHH/RHW insulation
A-1035-4 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation /1\
5 4522 |E-100 53 RGS conduit 1 176.28 879.42 Pull rope Soft-Fiber Polyester
gl R A-1035-4 3+ 1 gnd #6, #8, 600 V, RHH/RHW insulation /1\
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; ; 4523 |E-100 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
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S 5 4524 |E-100 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
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(ZD © 4525 |E-100 53 RGS conduit 324.29 879.42 A-1013-2 1-3/C + gnd #6, 600 V, EPR insulation
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anl =2 Pull rope Soft-Fiber Polyester
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ol 3 4526 |E-100 53 | RGS conduit 648.58 879.42 | A-1014-2 1-3/C + gnd #6, 600 V, EPR insulation
@ Pull rope | Soft-Fiber Polyester
A-1014-2 1-3/C + gnd  #6, 600 V, EPR insulation
4527 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
4528 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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g 4530 |E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
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'é 4531 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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"g 4532 |E-100 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
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= 4533 |E-100 53 RGS conduit 0.00 819.42 | Pull rope Soft-Fiber Polyester
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—_ 4534 |E-100 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
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E 4535 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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&, 4536 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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' 4537 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
= 4538 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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8 4539 |E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
)
5 g 4540 |E-100 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
S % 4541 |[E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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.<_t 4542 |E-100 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
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4543 |E-100 41 RGS conduit 227.46 534.55 | Pull rope. | Soft-Fiber Polyester__ ~ ~ ~
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CONDUIT DATA
. Total |Allowable
Conduit . A ! Included
Reference Size Type Fill Fill Conductor Type
No P (nm2) (mm2) | Cable No.
4544 | E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4545 E-100 53 RGS conduit 454,92 879.42 Pull rope | Soft-Fiber Polyester
UP108-2A | 1-2/C + gnd #8, Q0Q N, EPR insulation
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4546 | E-100 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester
4547 E-100 41 RGS conduit 196.20 534.55 1144 1 - 2 pair, shielded #18 with 1S/0A,
300 V, PVC jacket
Pull rope | Soft-Fiber Polyester
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4548 | E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4549 | E-100 41 RGS conduit 324.29 534.55 | Pull rope | Soft-Fiber Polyester
1106 1-3/C + gnd #6, 600 V, EPR insulatfion
S-1032-2 [ 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation /Z1\
4550 E-100 41 RGS conduit 454.92 534.55 | UP108-3 1-2/C + gnd #8, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
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4551 E-100 53 RGS conduit 690.39 879.42 S-1032-1 1-3/C + gnd #4, 600 V, EPR insulation
1106 1-3/C + gnd #6, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
4552 E-100 53 RGS conduit 682.38 879.42 UP108-3 1-2/C + gnd  #8, 600 V, EPR insulgtion
Pull rope | Soft-Fiber Polyester
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UPT08=4K | 1-27C + gnd #8, 600V, EPR insulation
4553 E-100 41 RGS conduit 196.20 534.55 1145 1 - 2 pair, shielded #18 with 1S/0A ,
300 V, PVC jacket
Pull rope | Soft-Fiber Polyester
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4554 E-100 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
4555 E-100 53 RGS conduit 648.58 879.42 Pull rope | Soft-Fiber Polyester
A-1014-2 1-3/C + gnd #6, 600 V, EPR insulation
A-1014-2 1-3/C + gnd #6, 600 V, EPR insulagtion
4556 E-100 103 RGS conduit 0.00 2576.49 | Pull rope | Soft-Fiber Polyester
4557 | E-101 53 RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester w%
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4558 E-101 53 RGS conduit 0.00 879.42 Pull rope | Soft-Fiber Polyester NS
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4749 |E-99 53 RGS conduit 227.46 | 879.42 | Pull rope | Soft-Fiber Polyester me
UP107-3 1-2/C + gnd #8, 600 V, EPR insulation e
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5001 E-T1 78 RGS-PVC coated conduit 98.42 1935.24 | UP205-5 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation ﬁﬁ
UP204-5 2 + 1 gnd #12,#12, 600 V, RHH/RHN insulation So
Pull rope | Soft-Fiber Polyester oo
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For continuation, see next sheet. e
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