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. Total Al lowable
Conduit . A ! I nc luded
Reference Size Type Fill Fill Conductor Type
No yp (mn2) (mm2) Cable No.
5312 |E-181 41 RGS conduit 0.00 534.55 A-2035-2 |3 + 1 gnd #6,%#8, 600 V, RHH/RHW insulation
1 Pull rope | Soft-Fiber Polyester
5313 |E-181 78 RGS conduit 654.06 1935.24| S-2031-3 1-3/C_ + gnd__#4, 600 V, EPR insulation
UP204-1 1-2/C + gnd_#10, 600 V, EPR insulation
$-2031-1 1-3/C + gnd #2, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
5314 | E-181 53 | RGS conduit 648.58 | 879.42 | A-2035-1 [1-3/C + gnd #6, 600 V, EPR insulation
A-2035-3 1-3/C + gnd #6, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
o) 5315 | E-181 53 |RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
w
> | n
@® > 5316 | E-181 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
(@] |
o 5317 | E-181 78 | RGS conduit 527.18 | 1935.24 | A-2011-1 1-3/C + gnd  #2, 600 V, EPR insulation
I Pull rope |Soft-Fiber Polyester
&3
5320 [ E-185 78 RGS conduit 0.00 1935.24 | Pull rope |Soft-Fiber Polyester
w
S| o
g S| 5321 E-181 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
N 5322 E-181 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
o £ 5323 E-181 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
BE > 5324 E-181 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
o ®
ZS S 5325 | E-181 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
4
23| ¢ .
8; 8 5326 E-181 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
<< 5
oo 5333 | E-182 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
LP220-2,4A |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5334 E-182 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
o
g 2 5335 | E-182 53 [RGS conduit 324.29 | 879.42 | Pull rope [Soft-Fiber Polyester
(&) 3 LP220-2,4 |1-3/C + gnd #6, 600 V, EPR insulation
w|
5 % 5336 E-182 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
>| W
- 0
° O 5337 E-182 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
g © 5338 | £-182 53 | RGS conduif 0.00 879.42 | Pull rope |Soft-Fiber Polyester
; 2 5346 E-185 53 RGS conduit 366.10 879.42 Pull rope |Soft-Fiber Polyester
g ; A-3031-1 1-3/C + gnd  #4, 600 V, EPR insulation
W
@© 5347 | E-185 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5348 | E-181 a1 RGS conduit 212.85 | 534.55 Pull rope |Soft-Fiber Polyester
A-3031-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5349 E-181 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
FS A-2011-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
E 5350 E-185 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
g 5351 E-182 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
=
é 5352 E-182 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
= LP220-6,8A |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
[
o
E 5353 E-182 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
wl
E 5354 E-182 53 RGS conduit 324.29 879.42 Pull rope |Soft-Fiber Polyester
< LP220-6,8 |1-3/C + gnd #6, 600 V, EPR insulation
a
[}
e 5355 | E-182 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
1
535 | E-182 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
<
§ 5357 E-182 41 RGS conduit 212.85 534.55 A-3039-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
8 Pull rope |Soft-Fiber Polyester
= :
:‘, g 5358 E-182 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
& % 5359 E-182 53 RGS conduit 851.47 879.42 A-3039-3 1-3/C + gnd #6, 600 V, EPR insulation
w A-3039-1 1-3/C + gnd #2, 600 V, EPR insulation
.‘_‘ @ Pull rope |Soft-Fiber Polyester
(Y2}
“ 5360 [ E-182 53 [RGS conduit 648.58 | 879.42 Pul | rope |Soft-Fiber Polyester
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. Total |Allowable
Conduit . . - Inc luded
Reference Size Type Fill Fill Conductor Type
No yp (mm?2) {mm2) | Cable No.
A-3039-3 | 1-3/C + gnd #6, 600 V, EPR insulation
A-3040-3 1-3/C + gnd #6, 600 V, EPR insulation
5363 | E-182 41 RGS condui+t 212.85 534.55 A-2012-2 3+ 1 gnd #6, #8, 600 V, RHH/RHW insulation
Pul | rope | Soft-Fiber Polyester
5364 |E-182 41 RGS conduit 227.46 | 534,55 | Pyl rore | _Soff-Fiber POlYeSIen e
2
[ S AAAATAAAAAAAAAAAAAAAAAAAAIAAARAARAAAAAST >A
5365 |E-182 53 RGS conduit 227.46 879.42 MMM vev v>2
5366 |E-182 53 RGS conduit 527.18 879.42 | A-2012-1 1-3/C + gnd #2, 600 V, EPR insulation
Pull rope Soft-Fiber Polyester
5367 |E-182 53 [RGS conduit 196.20 | 879.42 (. R -~y
b VY YY v v>2
5368 |E-182 53 |RGS conduit 0.00 879.42 | POr™ropEN R B
5369 |E-182 53 |RGS conduit 2z1.46 879.42 | RHAARERE L SQET-LIPEr ROINESICR ~~~~ v~
2
“‘V\J\I\/\/\r\_/\J\J\J\J\J\J\J\J\A./\)\AJ\/\/\/\/\/\AAA/\J\AA/\JV\/VL
5370 |E-182 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
5371 |E-182 53 |RGS conduit 227.46 | 879.42 C ey 7
5372 |E-182 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
5373 |E-182 53 |RGS conduit 98.10 | 879.42 2
Pu rope of T-FIDer Polyester
5374 |E-182 53 |RGS conduit 0.00 879.42 |Pull rope | Soft-Fiber Polyester
5375 |E-182 53 |RGS conduit 0.00 879.42 |Pull rope | Soft-Fiber Polyester
5378 |E-185 78 RGS conduit 0.00 1935,.24 | Pull rope Soft-Fiber Polyester
5379 |E-185 8 RGS conduit 0.00 1935,24 | Pul |l rope Soft-Fiber Polyester
5380 |E-182 53 |RGS conduit 0.00 879.42 |Pull rope | Soft-Fiber Polyester
5381 E-182 4 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
5382 |E-182 1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester -
<t
5383 |E-182 78 |RGS conduit 0.00 1935.24 | Pul |l rope Soft-Fiber Polyester §Q
& e
NS
5384 |E-182 53  |RGS conduit 0.00 879.42 |Pull rope | Soft-Fiber Polyester I
heNe
5385 |E-182 53 |RGS conduit 0.00 879.42 | Pull rope | Soft-Fiber Polyester i
(e
()
5386 | E-182 53 RGS conduit 0.00 879.42 Pul | rope Soft-Fiber Polyester gE
oo
—
5387 |E-182 41 RGS conduit 212.85 534.55 | A-3040-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation & o
Pul | rope | Soft-Fiber Polyester gg
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