CONDUIT DATA

prs7) county | Rroute | SORAIFERGESRT PNe T sheTs
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. Total Al lowable r~—
Conduit . A ! Included ‘ 66}/
No Reference | Size Type (on?) {omz) | Coble No. Conductor Type S G g g 121900
- - - bREGJ/STERED ELECTRICAY ENGINEER DATE
1733 E-96, E-101 610 [152.4 mm siderail ladder tray| 7720.94 |18064.48 | UP104-8 1-2/C + gnd #8, 600 V, EPR insulation
UP108-12 1-2/C + gnd #8, 600 V, EPR insulagtion
UP108-9 1-2/C + gnd #8, 600 V, EPR insulation 12-6-04
A-1011-1 1-3/C + gnd #2, 600 V, EPR insulation PLANS APPROVAL DATE
A-1012-1 1-3/C + gnd  #2, 600 V, EPR insulation PB POWER, Inc.
UP104-3 1-2/C + gnd #10, 600 V, EPR insulation A Parsons Brinckerhoff Company
UP107-3 1-2/C + gnd_#8, 600 V, EPR insulafion | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE 303 Second St., Suite 700N
- 1-2/C + gnd #8, 600 V, EPR insulation San_Francisco, CA  94I07-13IT
Bglgi z 1-2/C + gmd iﬂ(,) 600 \,/ EPR‘Imsu\Gﬂon & 03/04/084 BARRIER MODIF ICATIONS W RG | 44 B o of P e 1
- - ’ ) The State of California or its officers or agents shall not be responsible for
Pull rope |Soft-Fiber Polyester MARK| DATE DESCRIPTIONS BY [CH'DICCO#| the accuracy or completeness of electronic coples of this plan sheet.
UP108-4 1-2/C + gnd #8, 600 V, EPR insulation REVISIONS - -
UP108-2 1-2/C + gnd #8, 600 V, EPR insulation CONTRACT CHANGE ORDER NO Caltrans now has a web site! To get to the web site, go to http://www.dol.cagov
o UP108-7 1-2/C + gnd #8, 600 V, EPR insulation °
> | W UP107-7 1-2/C + gnd #8, 600 V, EPR insulation SHEET OF
m — UP106-7 1-2/C + gnd #8, 600 V, EPR insulation
=) i UP105-7 1-2/C + gnd #8, 600 V, EPR insulation FOR REVISION-ONLY
% @ A-1013-1 1-3/C + gnd #2, 600 V, EPR insulation
S UP107-9 | 1-2/C + gnd #8, 600 V, EPR insulation CONDUIT DATA
L” < A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation -
o (@] _ ; ; . tal |Allowable|
UP106-3 1-2/C + gnd #8, 600 V, EPR insulation Conduit . o f Inc luded
- : Fill Fill Conductor Type
AR UP105-3 | 1-2/C + gnd #10, 600 V, EPR insulation NoO Reference | Size Type (an?) (m?) | Caple No. u P
I3 UP106-6 1-2/C + gnd #8, 600 V, EPR insulation 1474-10 50 pair #18, shielded pairs, 1S/0S shield 600 V,
UP105-10 1-2/C + gnd #8, 600 V, EPR insulation XLPE insul., PVC jacket
% 2 UP104-6 1-2/C + gnd #8, 600 V, EPR insulation 2900-462B | 4 pair #22, shielded pairs, FEP insulation
UP107-8 1-2/C + gnd #8, 600 V, EPR insulation
BE > UP106-8 1-2/C + gnd #8, 600 V, EPR insulation 1744 E-114 610 152.4 mm siderail ladder tray| 3785.76 |[38709.60 | 1473-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
mo m UP105-8 1-2/C + gnd #8, 600 V, EPR insulation XLPE insul., PVC jacket
Lol o UP104-7 1-2/C + gnd #8, 600 V, EPR insulagtion 1474-5 50 pair #18, shielded pairs, [5/0S shield 600 V,
35| ¢ UP108-8 1-2/C + gnd _#8, 600 V, EPR insulation XLPE insul., PVC jacket
8; 8 UP106-9 1-2/C + gnd #8, 600 V, EPR insulation 1475-3A 12 Fiber, single mode fiberoptic cable
<u| I UP108-10 |[1-2/C + gnd #8, 600 V, EPR insulation MVDSWO2A | MVDS DLC
SYa -
Pull rope | Soft-Fiber Polyester
1739 |[E-128, E-19 610 [152.4 mm siderail ladder tray| 1054.36 |[18064.48|A-1011-1 [1-3/C + gnd #2, 600 V, EPR insulation 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation XLPE insul., PVC jacket
. Pull rope |Soft-Fiber Polyester
3 1745 E-115 610 [152.4 mm siderail ladder tray{ 3563.45 )[38709.60 | Pull Jope isaftfiper Polyester ey
gl R 1743 | E-96, E-101 610 [152.4 mm siderail ladder tray{ 11370.25[)38709.60 [ MvDSW04A [MVDS DLC M v MM YV VY YYIN
o] = 1144 1 - 2 pair, shielded #18 with IS/0A , 300 V, PVC jacket /T\ ( 4
o I AR . . . . ¢ ¢ —
5 % 1475-3C 12 Fiber, single mode fiberoptic cable NPT A NN /
S L M 2900-182A |4 pair #22, Shielded palrs, FEP insulation
o NN A a 2910-10 4 pair #22, shielded pairs, 300 V, PE insulation
3l 1475-3A 12 Fiber, single mode fiberoptic cable 2910-8 4 pair #22, shielded pairs, 300 V, PE insulgtion
a 9{ 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V, 1473-5 50 pair #18, shielded pairs, 15/0S shield 600 V,
g N XLPE insul., PVC jacket XLPE insul., PVC jacket
o 1145 1 - 2 pair, shielded #18 with [S/0A , 1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
@ 300 v, PVC jackef XLPE insul., PVC jacket
1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V, 1474-58 1 - 6 pair, shielded #18 with overall shield ,
XLPE insul., PVC jacket 300 V, PVC jacket
1474-17 50 pair #18, shielded pairs, 1S/0S shield 600 V, 1474-5A 1 - 6 pair, shielded #18 with overall shield ,
XLPE insul., PVC jacket 300 V, PVC jacket
1477-2 72 Fiber, single mode fiberoptic riser cable 2900-472C |4 pair #22, shielded pairs, FEP insulation
Z 1475-3 72 Fiber, single mode fiberoptic riser cable 2900-182B | 4 pair #22, shielded pairs, FEP insulation
= MVDSWO2A (MVDSVD\L(CV Yy Yy 2900-472A | 4 pair #22, shielded pairs, FEP insulation
= &(WVW\ Y N 2900-462B |4 pair #22, shielded pairs, FEP insulation
s 2900-462A | 4 pair #22, shielded pairs, FEP insulation
3__‘ i 2900-392A | 4 pair #22, shielded pairs, FEP insulation
E ANA A . AN \ A_A_A_A /~) 2900-342A | 4 pair #22, shielded pairs, FEP insulation
o 1475-3B 12 Fiber, single mode fiberoptic cable _ 2900-282A | 4 pair #22, shielded pairs, FEP insulation
= 2900-472B |4 pair #22, shielded pairs, FEP insulation 2910-7 4 pair #24, overall shielded, 30 V, PE insulation
s 2900-182A |4 DGTV #22, Shfe‘ded pairs, FEP _WSU‘G*[ON 2900-472B | 4 pair #22, shielded pairs, FEP insulation
— 2900-182B |4 pair #22, shielded pairs, FEP insulation 2900-202A | 4 pair #22, shielded pairs, FEP insulation
E, 2900-202A |4 pair #22, shielded pairs, FEP insulation
= 2900-282A |4 pair #22, shielded pairs, FEP insulation 1746 E-118 610 [152.4 mm siderail ladder tray| 2757.87 [38709.60 | CCTVEO1BD [ TvL
< 2900-342A |4 pair #22, shielded pairs, FEP insulation 1474-7 50 pair #18, shielded pairs, 15/0S shield 600 V, 85
&l 2900-392A |4 pair #22, shielded pairs, FEP insulation XLPE insul., PVC jocket So
= 2900-462A |4 pair #22, shielded pairs, FEP insulation MVDSWO3A | MVDS DLC S5
. Vvvvvvvvvvvvvv\/\,\j CCTVEO1BC | TvC N
& AANNANANANAANNNANNAA AN _AAAAN . 1475-3B 12 Fiber, single mode fiberoptic cable jf
= 2900-472A |4 pair #22, shielded pairs, FEP insulafion Pull rope | Soft-Fiber Polyester han
Z Pull rope |Soft-Fiber Polyester 1473-7 50 pair #18, shielded pairs, [5/0S shield 600 V, o
8 2900-472C |4 pair #22, shielded pairs, FEP insulation XLPE insul., PVC jacket Ee
S 1474-8 50 pair #18, shielded pairs, 1S/0S shield 600 V, So
5 XLPE insul., PVC jacket oa
1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V, My
. . << —
E % A3 E;PE ‘_msi‘wé’ P\:fi J‘ZcZef . S/0S snieTa 600V For continuation, see next sheet., e
- pair , shielded pairs, shie ,
5@ XLPE insul., PVC jocket CONDUIT AND TRAY SCHEDULE E
%] 1473-10 50 pair #18, shielded pairs, [S/0S shield 600V, = (\3
“ XLPE insul., PVC jacket E 408 2o
- — 1
9 49
FOR REDUCED PLANS ORIGINAL o 20 40 60 80 DON FILE =>T:\13103\MS\pse\SAS Sruc\CCO\SAS CC044\04-0120f1_03¢3RO01.dgn
SCALE IS IN MILLIMETERS | ! ! ! J USERNAME =>1lorico CU 04251 EA 0120F1




