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Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
23717 E-136 41 RGS conduit 212.85 534,55 |LP220-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2378 E-136 41 RGS conduit 212.85 534.55 |LP220-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2379 E-136 41 RGS conduit 212.85 534.55 |LP220-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2380 E-136 41 RGS conduit 212.85 534.55 |LP220-6,8A[|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2381 [ E-136 41 RGS conduit 212.85 | 534.55 |LP220-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2382 | E-136 41 RGS conduit 212.85 | 534.55 |LP220-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o 2383 | E-136 41 RGS conduit 212.85 | 534.55 |LP220-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
w
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o = 2384 | E-136 41 RGS conduit 212.85 | 534.55 |LP220-6,8A]3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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% @« 2385 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
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% g 2386 E-136 41 RGS conduit 212.85 534,55 |LP221-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
ES S 2387 E-137 41 RGS conduit 212.85 534.55 |LP221-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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N 2388 E-137 41 RGS conduit 212.85 534.55 |LP221-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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2389 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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EO o 2390 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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35| ¢ 2391 | E-137 4 RGS conduit 212.85 | 534.55 |LP221-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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j[LéJ 5 2392 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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2393 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2394 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o

; ; 2395 E-137 41 RGS conduit 212.85 534.55 |LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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; ; 2396 E-137 41 RGS conduit 212.85 534.55 |LP222-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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8 ﬂ 2397 E-138 41 RGS conduit 212.85 534.55 |LP222-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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(23 © 2398 E-138 41 RGS conduit 212.85 534.55 |[LP222-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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g ; 2399 E-138 41 RGS conduit 212.85 534.55 |LP222-2,4A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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@ 2401 E-138 41 RGS conduit 212.85 534.55 |Pull rope |Soft-Fiber Polyester
A-2013-2 |3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
2426 E-135 41 RGS conduit 212.85 534.55 |LP219-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
g 24217 E-135 41 RGS conduit 425.170 534.55 |Pull rope |Soft-Fiber Polyester
= LP220-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= LP220-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
§ 2428 E-135 41 RGS conduit 425.70 534.55 |Pull rope |Soft-Fiber Polyester
2 A-2035-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= LP221-6,8A[3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
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S 2434 E-135 41 RGS conduit 0.00 534,55 |Pull rope |Soft-Fiber Polyester
—
.;_, 2435 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
— VA
E 2436 | E-136 41 RGS conduit 0.00 { [ 534.55 Pul | rope | Sofi=Fiber Palyeste U
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f 2437 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
= 2438 E-136 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
=
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8 2439 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
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:‘, g 2440 E-136 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
25 2441 E-137 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
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= @ 2442 E-137 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
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“ 2443 E-137 41 RGS conduit 0.00 534,55 Pul | rope | Soft-Fiber Polyester
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2444 E-137 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2446 E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2447 E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2448 E-138 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2449 E-139 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2450 E-139 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2451 E-139 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2452 E-139 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2453 E-139 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2454 E-139 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2455 E-140 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2457 E-140 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2459 E-139 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2460 E-137 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2461 E-138 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
2468 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2469 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2470 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3+ 1 gnd #6,%#8, 600 V, RHH/RHW insulation
2411 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2472 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2473 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2474 E-135 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
2475 E-136 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2476 E-136 41 RGS conduit 212.85 | 534.55 A-2011-2 3+ 1 gnd #6,%#8, 600 V, RHH/RHW insulagtion
2471 E-136 41 RGS conduit 212.85 | 534.55 A-2011-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation

For continuation, see next sheet.
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