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. Total Allowable
Conduit . s H Included
Reference Size Type Fill Fill Conductor Type
No yp (mm?) (mm2) | Cable No.
2786 | E-137 41 RGS conduit 212.85 | 534.55 | A-3035-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
2787 E-137 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3035-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2788 | E-137 41 RGS conduit 212.85 534.55 |Pull rope |Soft-Fiber Polyester
A-3035-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2789 E-138 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3035-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2790 E-138 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
A-3035-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2791 E-138 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
2792 E-138 41 RGS conduit 212.85 534.55 A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
2793 | E-138 41 RGS conduit 212.85 534.55 | A-3036-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope Soft-Fiber Polyester
2794 | E-138 41 RGS conduit 212.85 534.55 |Pull rope |Soft-Fiber Polyester
A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2795 E-138 41 RGS conduit 425.70 534.55 Pull rope |Soft-Fiber Polyester
A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
LP222-2,4A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2796 E-138 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2797 E-138 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2798 E-138 41 RGS conduit 212.85 534.55 A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
2799 E-138 41 RGS conduit 212.85 534.55 A-3036-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
Pull rope |[Soft-Fiber Polyester
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2857 E-138 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester X\
A A AT DA
2858 | E-135 41 RGS conduit, PVC Coated N\ 0.00 534.55 | Pull rope |Soft-Fiber Polyester §
ANANANAAA
2859 E-135 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
A-2011-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2860 E-135 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
2861 E-135 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
LP219-6,8A|3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation

. Total Allowable
Conduit . f N Included
Reference Size Type Fill Fill Conductor Type
No yp (mm?) (mm2) | Cable No.
2760 E-135 41 RGS conduit 440.31 534.55 A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
UP205-6 1-2/C + gnd #8, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
2761 E-135 41 RGS conduit 425.70 534.55 LP219-2,4A| 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2162 E-135 1 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2763 E-135 1 RGS conduit 212.85 534.55 | Pull rope |Soft-Fiber Polyester
=) A-3031-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
. | 4
o ; 2764 E-135 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
S W A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
@
n
; E 2765 E-135 1 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
% g A-3031-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
e S S 2766 E-136 41 RGS conduit 212.85 534.55 | Pull rope |Soft-Fiber Polyester
I3 A-3031-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
% 2 2167 E-136 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
BE > 2768 E-136 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
o o A-3032-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
[y
<w| O
55 ﬁ 2169 E-136 11 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
o=| © A-3032-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Jun| W
<u| I
oo 2110 E-136 11 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
A-3032-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
2111 E-136 41 RGS conduit 212.85 534.55 A-3032-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
a Pull rope Soft-Fiber Polyester
T 2
I
o 3 2112 E-136 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
w| T A-3032-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
G S
8 5 2113 E-136 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
2l 8 A-3033-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
[C]
a 2 2174 E-136 53 RGS conduit 537.14 681.55 Pull rope Soft-Fiber Polyester
g N A-3040-3 1-3/C + gnd #6, 600 V, EPR insulagtion
o A-3033-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
@™
2175 | E-136 53 | RGS conduit 537.14 | 681.55 |A-3033-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
A-3040-3 [ 1-3/C + gnd #6, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
2176 | E-136 41| RGS conduit 212.85 | 534.55 |A-3033-2 |3 + 1 gnd #6,%8, 600 V, RHH/RHW insulation
g Pull rope | Soft-Fiber Polyester
E 2177 E-136 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
s A-3033-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
a
'£ 2118 E-137 11 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
E A-3033-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
I'o" 2119 E-137 11 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
—
5 2780 E-137 41 RGS conduit 425.70 534.55 LP221-2,4A |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= A-3034-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
< Pull rope | Soft-Fiber Polyester
&
o 2181 E-137 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
f A-3034-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
= 2182 E-137 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
= A-3034-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
o
w
' 2183 E-137 11 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
b= A-3034-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5 ﬁ 2784 E-137 11 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
w A-3034-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
<
[
v @ 2185 E-137 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester

For continuation, see next sheet.
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