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Conduit . A ! I nc luded
Reference Size Type Fill Fill Conductor Type
No yp (mm?) (mm?2) Cable No.
4172 E-99 78 RGS conduit 851.47 1935.24 A-1013-2 1-3/c + gnd _#6,600 V, EPR insulation
A-1013-1 1-3/c gnd _#2,600V, EPR insulation
4173 E-99 78 RGS conduit ©48.58 1935.24 A-1 2 1-3/c gnd _#6,600 V, EPR insulagtion
A-1013-2 1-3/¢ gnd _#6,600 V, EPR insulagtion
4174 E-99 78 RGS conduit ©648.58 1935.24 A-1013-2 1-3/¢ gnd  #6,600 V, EPR insulgtion
A-1013-2 1-3/c gnd _#6,600 V, EPR insulagtion
4175 E-99 78 RGS conduit ©648.58 1935.24 A-1013 1-3/¢ gnd  #6,600 V, EPR insulation
A-101 1-3/c + gnd #6,600 V, EPR insulation
=) 4176 E-99 78 RGS conduit ©648.58 1935.24 A-1013 1-3/¢ gnd  #6,600 V, EPR insulation
> % A-1013 1-3/¢c gnd _#6,600 V, EPR insulation
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>
S w 4177 E-99 78 RGS conduit 648.58 1935.24 A-1013-2 1-3/c gnd _#6,600 V, EPR insulation
n|® A-1013-2 1-3/c + gnd #6,600 V, EPR insulation
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% g 4178 E-99 78 RGS conduit ©48.58 1935.24 A-1013-2 1-3/¢c gnd  #6,600 V, EPR insulation
A-1013-2 1-3/c + gnd  #6,600 V, EPR insulation
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I3 4179 | E-99 78 |RGS conduit 648.58 | 1935.24 | A-1013-2 | 1-3/c + gnd #6,600 V, EPR insulation
N A-1013-2 1-3/c + gnd  #6,600 V, EPR insulation
o £
4180 E-99 78 RGS conduit ©48.58 1935.24 A-1013-2 1-3/¢ gnd #6,600 V, EPR insulagtion
S5 > A-1013-2 1-3/c + gnd #6,600 V, EPR insulation
W m
ZS S 4181 E-99 78 RGS conduit ©48.58 1935.24 A-1013-2 1-3/¢c gnd  #6,600 V, EPR insulation
35| < A-1013-2 | 1-3/c + gnd #6,600 V, EPR insulation
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<[LéJ 5 4182 E-99 78 RGS conduit ©648.58 1935.24 A-1013-2 1-3/¢c gnd #6,600 V, EPR insulation
© A-1013-2 1-3/¢c gnd #6,600 V, EPR insulation
4183 E-99 78 RGS conduit 648.58 1935.24 A-1013-2 1-3/¢c gnd  #6,600 V, EPR insulation
_ A-1013-2 1-3/c + gnd  #6,600 V, EPR insulation
o
gl R 4184 | E-100 78 | RGS conduit 648.58 | 1935.24 | A-1013-2 | 1-3/c + gnd #6,600 V, EPR insulation
8 3 A-1013-2 1-3/¢c gnd #6,600 V, EPR insulation
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e 2 4185 | £-100 78 | RGS conduif 851.47 [ 1935.24 | A-1014-2 | 1-3/c + gnd #6,600 V, EPR insulation
S ﬂ A-1014-1 1-3/c + gnd #2,600V, EPR insulation
o
g ° 4186 | E-100 78 | RGS conduit 648.58 | 1935.24 | A-1014-2 | 1-3/c + gnd #6,600 V, EPR insulation
; 9( A-1014-2 1-3/¢c gnd  #6,600 V, EPR insulation
w|l N
e i 4187 E-100 78 RGS conduit 648.58 1935.24 A-1014-2 1-3/¢c gnd  #6,600 V, EPR insulation
@™ A-1014-2 1-3/¢ gnd  #6,600 V, EPR insulation
4188 E-100 78 RGS conduit ©48.58 1935.24 A-1014-2 1-3/¢ gnd  #6,600 V, EPR insulation
A-1014-2 1-3/c gnd #6,600 V, EPR insulation
4189 E-100 78 RGS conduit ©48.58 1935.24 A-1014-2 1-3/c gnd _#6,600 V, EPR insulagtion
g A-1014-2 1-3/c gnd _#6,600 V, EPR insulagtion
E 4190 E-100 78 RGS conduit ©48.58 1935.24 A-1014-2 1-3/¢c gnd  #6,600 V, EPR insulgtion
s A-1014-2 1-3/c + gnd #6,600 V, EPR insulation
a
g 4191 E-100 78 RGS conduit 648.58 1935.24 A-1014-2 1-3/¢c gnd #6,600 V, EPR insulation
o A-1014-2 1-3/c + gnd #6,600 V, EPR insulation
"o" 4192 E-96 78 RGS conduit 648.58 1935.24 A-1011-2 1-3/¢ gnd #6,600 V, EPR insulation
E A-1011-2 1-3/¢c gnd #6,600 V, EPR insulation
d
E 4193 E-97 78 RGS conduit ©48.58 1935.24 A-1012-2 1-3/c gnd  #6,600 V, EPR insulation
E A-1012-2 1-3/c + gnd #6,600 V, EPR insulation
J
o 4194 E-101 78 RGS conduit ©48.58 1935.24 A-1014-2 1-3/¢c gnd  #6,600 V, EPR insulation
. A-1014-2 1-3/c + gnd  #6,600 V, EPR insulation
,‘_‘, 4195 E-101 78 RGS conduit 648.58 1935.24 A-1014-2 1-3/¢ gnd  #6,600 V, EPR insulation
§ A-1014-2 1-3/c + gnd  #6,600 V, EPR insulation
o
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= 4196 E-101 78 RGS conduit ©48.58 1935.24 A-1014-2 1-3/¢c gnd  #6,600 V, EPR insulation
5 A-1014-2 1-3/c + gnd  #6,600 V, EPR insulation
5 ﬁ 4197 E-101 78 RGS conduit ©648.58 1935.24 A-1014-2 1-3/c gnd  #6,600 V, EPR insulation
w A-1014-2 1-3/c + gnd  #6,600 V, EPR insulation
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Con,%' "t Reference Size Type (Fmiml zl) (F"i“1l2l) Clgé: ||:d§g. Conductor Type
4198 E-101 78 RGS conduit 648.58 |1935.24 | A-1014-2 | 1-3/c + gnd #6,600 V, EPR insulation
A-1014-2 | 1-3/c + gnd #6,600 V, EPR insulation
4199 E-101 78 RGS conduit 324.29 [1935.24 | A-1014-2 | 1-3/c + gnd #6,600 V, EPR insulation
4201 E-114 78 RGS-PVC coated conduit 62.07 1935.24 | Pull rope | Soft-Fiber Polyester
1255-1 1-3/C_ #16,600 V, EPR insulation
4202 E-114 78 RGS-PVC coated conduit 0.00 1935.24 Pul | rope | Soft-Fiber Polyester
4203 | E-114 78 RGS-PVC coated conduit 1463.32 [ 1935.24 | UP104-3 1-2/c + gnd #10,600 V, EPR insulation
1095 1-3/c + gnd  #2,600 V, EPR insulation
UP104-8 1-2/c + gnd #8,600 V, EPR insulation
UP104-6 1-2/c + gnd #8,600 V, EPR insulation
UP104-7 1-2/c + gnd #8,600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
UP104-9 1-2/c + gnd #10,600V, EPR insulation
4204 E-114 78 RGS-PVC coated conduit 0.00 1935.24 | Pull rope | Soft-Fiber Polyester
4205 E-114 78 RGS-PVC coated conduit 0.00 1935.24 Pul | rope | Soft-Fiber Polyester
4206 E-114 78 RGS-PVC coated conduit 150.44 [1935.24 | Pull rope | Soft-Fiber Polyester
MVDSWO2A MVDS DLC
4208 | E-114 78 | RGS-PVC coated conduit 30.19  [1935.24 | 1475-3A 12 Fiber, single mode fiberoptic cable
Pull rope | Soft-Fiber Polyester
LN
4221 E-115 78 RGS conduit 719.535 1935.24 (. LEEn S S . EE. R Shn Snn S o e S s S o 4 . g l“
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— S-3056-7 1-2/C #14,600 V, EPR insulation
S-3056-5 1-4/C #14,600 V, EPR insulation
1255-1 1-3/C #16,600 V, EPR insulation
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1115-2 1-3/C #16,600 V, EPR insulation
1115-1 1-3/C #14,600 V, EPR insulation
1202-4 1-3/C #14,600 V, EPR insulation
1202-2 1-3/C #14,600 V, EPR insulation
1202-3 1-7/C #16,600 V, EPR insulation
4222 E-115 78 RGS conduit ©682.38 1935,24 Pull rope | Soft-Fiber Polyester
1201-6 1-2/c + gnd #8,600 V, EPR insulation
1201-2 1-2/c + gnd #8,600 V, EPR insulation
1201-1 1-2/c + gnd #8,600 V, EPR insulation
4223 E-115 78 RGS conduit 1336.44 [1935.24 | UP105-10 | 1-2/c + gnd #8,600 V, EPR insulation =
UP105-3 1-2/c + gnd #10,600 V, EPR insulation © i
UP105-7 1-2/c + gnd #8,600 V, EPR insulation S
Pul'l rope | Soft-Fiber Polyester N
1096 1-3/c + gnd  #2,600 V, EPR insulation N
UP105-8 1-2/c + gnd #8,600 V, EPR insulation o=
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For continuation, see next sheet. e
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