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. Total Al lowable
Conduit . Y ! I ncluded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
1735 E-46 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1736 E-46 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1731 E-47 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester
1738 E-47 41 RGS conduit 126.88 534.55 |Pull rope | Soft-Fiber Polyester
UP105-3 1-2/C + gnd #10, 600 V, EPR insulation
1739 E-47 11 RGS conduit 126.88 534.55 | UP105-3 1-2/C + gnd #10, 600 V, EPR insulation
Pull rope |Soft-Fiber Polyester
=) 1740 E-47 41 RGS conduit 126.88 534.55 UP105-3 1-2/C + gnd #10, 600 V, EPR insulation
> | & Pull rope | Soft-Fiber Polyester
o | -
> - - -
(@] [ 1741 E-47 41 RGS conduit 126.88 534.55 UP105-3 1-2/C + gnd  #10, 600 V, EPR insulation
% . Pull rope | Soft-Fiber Polyester
— | w
> | -
% g 1742 E-47 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
E Sy 1743 E-47 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
25| 3
N 1744 E-47 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
o f
o
1745 E-47 41 RGS conduit 440.31 534.55 UP106-3 1-2/C + gnd #8, 600 V, EPR insulation
4l > A-3010-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
w_ | @ Pull rope |Soft-Fiber Polyester
[y
<w| O
35 Y 1746 | E-48 41 RGS conduit 440.31 534.55 | Pull rope | Soff-Fiber Polyestfer
osl g A-3010-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Tw| T UP106-3 1-2/C + gnd #8, 600 V, EPR insulation
oal o
1747 E-48 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1748 E-48 41 RGS conduit 0.00 534,55 Pull rope |Soft-Fiber Polyester
o
; ; 1749 E-48 a1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
o 2
; - 1750 E-48 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
14 o
w| =
8 L 1751 E-49 a1 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
e}
3l 1752 | £-49 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
al <
g ; 1753 E-49 a1 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
W
o 1754 E-49 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1755 E-49 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1756 E-50 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
g 1751 E-50 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester
E 1758 E-50 41 RGS conduit 0.00 534.55 |Pull rope | Soft-Fiber Polyester
g 1759 E-50 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
=
é 1760 E-50 41 RGS conduit 49.21 534.55 |Pull rope | Soft-Fiber Polyester
= UP108-3A 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
[
o
— 1761 E-50 41 RGS conduit 49,21 534.55 |UP108-3A |2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
I.;.l Pull rope | Soft-Fiber Polyester
=
% 1762 E-50 41 RGS conduit 373.50 534.55 1106 1-3/C + gnd #6, 600 V, EPR insulation
o UP108-3A |2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
e Pull rope | Soft-Fiber Polyester
1
1763 E-51 41 RGS conduit 324.29 534,55 Pull rope |Soft-Fiber Polyester
= 1106 1-3/C + gnd #6, 600 V, EPR insulation
=
o
et 1764 E-51 1 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
)
5 1765 E-51 41 RGS conduit 324.29 534.55 1106 1-3/C + gnd #6, 600 V, EPR insulation
u Pull rope |Soft-Fiber Polyester
= :Ei
<
—
(Y2}
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. Total Allowable
Conduit . . i Inc luded
Reference Size Type Fill Fill Conductor Type
No yp (mm?2) {mm2) | Cable No.
1766 E-79 53 RGS-PVC coated conduit 754.18 |879.42 Pull rope |Soft-Fiber Polyester
1115 1-3/C + gnd #1/0, 600 V, EPR insulgtion
1767 E-79 53 RGS-PVC coated conduit 147.25 [879.42 Pull rope |Soft-Fiber Polyester
1115-2 1-3/C #16, 600 V, EPR insulation
1115-1 1-3/C #14, 600 V, EPR insulation
1768 E-120, E-101 78 RGS-PVC coated conduit 882.89 [1935.24 |Pull rope | Soft-Fiber Polyester
117 1-3/C + gnd #2/0, 600 V, EPR insulation
1769 E-120, E-101 27 RGS-PVC coated conduit 147.25 229.03 117-2 1-3/C #16, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
1117-1 1-3/C #14, 600 V, EPR insulation
83+
1832 E-46 a1 RGS conduit 474.91 534.55 A-1035-1 1-3/C + gnd #6, 600V, EPR insulation
UP104-3A 2 + 1gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
S-1031-1 1-3/C + gnd #2, 600V, EPR insulation
1833 E-46 a1 RGS conduit 474.91 534.55 S-1031-1 1-3/C + gnd #2, 600V, EPR insulation
A-1035-1 1-3/C + gnd #6, 600V, EPR insulation
UP104-3A 2 +1gnd #12,#12, 600 V, RHH/RHW insulagtion
Pull rope | Soft-Fiber Polyester
1834 E-46 a1 RGS conduit 474.91 534.55 UP104-3A 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
A-1035-1 1-3/C + gnd #6, 600V, EPR insulation
Pull rope | Soft-Fiber Polyester
S-1031-1 1-3/C + gnd #2, 600V, EPR insulation
1835 E-46 11 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1836 E-46, E-47 11 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1837 E-47 1 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1838 E-47 411 RGS conduit 212.85 534.55 A-3009-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
1839 E-47 411 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
A-3009-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
O
1840 | E-47 41 RGS conduit 212.85 1[534.55 | A=3Q09-2 + 1 9nd #6,%8, 600 V,\BHH(BHW\)IEKUJUiiK}\,\)
/2\ /2\[FuT I rope OTT-F Iber PoTyesTer
Y Y\ SO
1841 | E-47 41 RGS conduit 212.85 {[534.55 D)
ZZL utl rope SO -Fiber PO yester
2\ A-3009-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
1842 E-47 41 RGS conduit 212.85 |534.55 Pull rope | Soft-Fiber Polyester
A-3009-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation

For continuation, see next sheet.
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