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CONDUIT DATA 04| SF 80 13.2/13.9 | P | 1204
H Total Allowable —
CORT| Reference |size Type P (him?) cosie . Conductor Type e ﬁo“w 12/19/02
2T43 |E-181 Thru E-186| 610 152.4 mm siderail ladder tray 10169.05’: 38709.60 | 2900-152C | 4 pair #22, shielded pairs, FEP insulation [FEC/STERED ELECTRICAV ENGINEER DATE
A 2900-292A | 4 pair #22, shielded pairs, FEP insulation
— 2900-272C | 4 pair #22, shielded pairs, FEP insulation 12-6-04
2900-272B | 4 pair #22, shielded pairs, FEP insulation PLANS APPROVAL DATE
2900-272A | 4 pair #22, shielded pairs, FEP insulation PB POWER, Inc.
2900-192C | 4 pair #22, shielded pairs, FEP insulation | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN N FORCE A Parsons Brinckerhoff Company
2900-192B | 4 pair #22, shielded pairs, FEP insulation 303 Second St., Suite TOON
2900-192A | 4 pair #22, shielded pairs, FEP insulation & 03704708 BARRIER MODIF ICATIONS EJ%ASA EE 44 San_Francisco, CA  94107-1317
5001728 | 4 palr #22. snielde pafre. FEF insulation o lo plecos L S e e o e
2900-172A | 4 pair #22, shielded pairs, FEP insulation REVISIONS ] ]
14736 i‘L’PEW ﬁ S’Psvhée_‘def foirs, 15/0S shield 600 V, CONTRACT CHANGE ORDER NO. Calfrans now has a web sife! To get fo the web site, go fo: hifp:/ /www.dot.cagov
o insul., jacke
N 2900-162A | 4 pair #22, shielded pairs, FEP insulation SHEET OF
o | 2900-332C | 4 pair #22, shielded pairs, FEP insulation FOR REVISIONZONLY
o | W 2900-152B | 4 pair #22, shielded pairs, FEP insulation
m E 2900-152A | 4 pofr #22, shfe\ded pofrs, FEP Imsu\oﬂom CONDUIT DATA
z s 2900-142A | 4 pair #22, shielded pairs, FEP insulation Total Allowdble
L << 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation Conduit . A 4 Included
m[t - 2119-2 4_pair #22, shielded pairs, 300 V, PE insulgtion No Reference Size Type (,mlz) (,mlz) Cable No. Conductor Type
:(% % 63;;3; SA\Z/DZ\%eLE, single mode fiberoptic cable (-NW‘WWVWVVVV oy vy “] C
a® ® A A A A A A_A__A_A__A
N MVDSEO1A MVDS DLC MVDSWO3A MVDS DLC
@ Q MVDSEO2A MVDS DLC
2149 1 - 2 pair, shielded #18 with [S/0A, 2744 |E-115, E-182 610 152.4 mm siderail ladder tray| 5109.21 |38709.60 |2119-2 4 pair #22, shielded pairs, 300 V, PE insulgtion
BE N 300 V, PVC jacket 1473-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
EQ 1a] 2154 1 - 2 pair, shielded #18 with [S/0A, XLPE insul., PVC jacket
<l o 300 V, PVC jacket 1474-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
55 ﬁ 2900-162B | 4 pair #22, shielded pairs, FEP insulation XLPE insul., PVC jacket
o 8 2900-442A | 4 po\'rt #22, shk?\ded pohjs, FEP \'nsu\gﬂon 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
Iwl| T 2474-10 50 pair #18, shielded pairs, 1S/0S shield 600 V, XLPE insul., PVC jacket
ool © XLPE insul., PVC jacket Pull rope Soft-Fiber Polyester
1474-6 50 pair #18, shielded pairs, 1S/0S shield 600 V, MVDSEO1A MVDS DLC
XLPE insul., PVC jacket 2475-3A 12 Fiber, single mode fiberoptic cable
. 1473-4 50 pair #18, shielded pairs, 1S/0S shield 600 V, 1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
a XLPE insul., PVC jacket XLPE insul., PVC jacket
; ; 2910-7 4 pair #24, overall shielded, 300V, PE insulation : ’ :
ol = 2910-3 4 pair #22, shielded pairs, FEP insulation 2745 [E-115, E-182 610 [ 152.4 mm siderail ladder tray|(7529.12 ) 38709.60 [2900-432B [ 4 pair #22, shielded pairs, FEP insulation
I - 2910-2 4 pair #22, shielded pairs, FEP insulation A 2910-12 4 pair #22, shielded pairs, 300 V, PE insulation [
5 % 2910-12 4 pair #22, shielded pairs, 300 V, PE insulation Pull rope Soft-Fiber Polyester
> Ll 2910-11 1-3/C #16,600 V, EPR insulation 2900-412A | 4 pair #22, shielded pairs, FEP insulation
z é 2900-482A | 4 pofr #22, shfe\ded pofrs, FEP Ensu\oﬂon 2910-11 ng/C #16,600 V, EPRD insulation
é 2900-452B | 4 pair #22, shielded pairs, FEP insulation 2910-7 4 pair #24, overall shielded, 30V, PE insulation
a9 2900-452A | 4 pair #22, shielded pairs, FEP insulation VY VY T VYV VYV YYVNYYNYYY Y YV
w| N 2900-332A | 4 pair #22, shielded pairs, FEP insulation f
e g 2900-442B | 4 pair #22, shielded pairs, FEP insulation i‘ j
2900-332B | 4 pair #22, shielded pairs, FEP insulation AAA A A A A A A AA A A A A A
2900-432A | 4 pair #22, shielded pairs, FEP insulation 2910-10 4 pair #22, shielded pairs, 300 V, PE insulation
2900-422B | 4 pair #22, shielded pairs, FEP insulation 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
2900-422A | 4 pair #22, shielded pairs, FEP insulation 2900-422B | 4 pair #22, shielded pairs, FEP insulation
2900-412C | 4 pair #22, shielded pairs, FEP insulation 2900-422A | 4 pair #22, shielded pairs, FEP insulation
2900-412B | 4 pair #22, shielded pairs, FEP insulation 2900-412C | 4 pair #22, shielded pairs, FEP insulation
=z 2900-412A | 4 po[r #22, shje\ded pofrs, FEP [msu\oﬂom 2900-412B | 4 pair #22, shielded pairs, FEP insulation
= 2900-402A | 4 pair #22, shfe\ded pairs, FEP \_nsu\of[on 2900-382C | 4 pair #22, shielded pairs, FEP insulation
= 2900-382C | 4 pair #22, sh.\e\ded pairs, FEP \_ﬂsu\oﬂoﬂ 2900-402A | 4 pair #22, shielded pairs, FEP insulation
S 2900-382B | 4 pair #22, sh_we\ded pairs, FEP [ﬂsu\of[on 2900-272C | 4 pair #22, shielded pairs, FEP insulation
3_, 2900-382A | 4 pair #2.2, sh.\e\ded po\rs,. FEP insulation 2900-382B | 4 pair #22, shielded pairs, FEP insulation
= 2148 T -2 po\r,‘sh\e\ded #18 with IS/0A, 2900-382A | 4 pair #22, shielded pairs, FEP insulation
e 300 \_/, PVC Joc}fef ] ] ] 2900-332C | 4 pair #22, shielded pairs, FEP insulation
w 2900-442C | 4 pair #22, shielded pairs, FEP insulation 2900-332B | 4 pair #22, shielded pairs, FEP insulation
S CCTVEO1AD | TVL VSN ANV NV VTV 2900-332A | 4 pair #22, shielded pairs, FEP insulation
E ( Y A 2900-292A | 4 pair #22, shielded pairs, FEP insulation
- A_A_A_A A_A_A 2900-172A | 4 pair #22, shielded pairs, FEP insulation
= 1473-8 50 pair #18, shielded pairs, IS/0S shield 600 V, 2900-192B | 4 pair #22, shielded pairs, FEP insulation
‘E XLPE insul., PVC jacket 2900-142A | 4 pair #22, shielded pairs, FEP insulation
g Pull rope | Soft-Fiber Polyester 1474-5A 1 - 6 pair, shielded #18 with overall shield,
2475-3A 12 Fiber, single mode fiberoptic cable 300 V, PVC jacket
. 2475-38B 12 Fiber, single mode fiberoptic cable 2910-3 4 pair #22, shielded pairs, FEP insulation
2475-3 72 Fiber, single mode fiberoptic riser cable 2910-2 4 pair #22, shielded pairs, FEP insulation
= CCTVEO1BC | TVC 2900-482A | 4 pair #22, shielded pairs, FEP insulation
§ CCTVEO1BD | TVL 2900-452B | 4 pair #22, shielded pairs, FEP insulgtion
8 CCTVEO1AC | TVC C/'W'V YV VY VYVYyVYY VWVVVVVV\J&
o | 2900-4328 | 4 ool %22, eplgiqed ngice FERjngulgtjon, A A A A A AAAAAAAAAAA_A A
S g/"‘ V\ﬁ) 2155 1 - 2 pair, shielded #18 with [S/0A,
300 V, PVC jacket
E % g\«AM_MM_A_MMAMMMM r) For continuation, see next sheet.
S @ 2155 |1 - 2 poir, shieided #18 with IS/0, s CONDUIT AND TRAY SCHEDULE
n 300 V, PVC_jacket “
“ &( VvavvvvvvvvaYVW> E 420 E
L
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