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CONDUIT DATA

th%”” Reference Size Type (Tf:ﬁl) Algﬁﬁib)le CIQS.';"’SS, Conductor Type

4402 |E-97 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

4403 |E-97 41 RGS conduit 0.00 534.55 |Pull rope Soft-Fiber Polyester

4404 |E-97 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4411 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4412 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4413 |E-98 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

4414 |E-98 53 RGS conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester

4415 E-98 41 RGS conduit 0.00 534.55 |Pull rope Soft-Fiber Polyester

4416 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4417 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4418 E-98 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester

4419 |E-98 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

4420 |E-98 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

4421 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4422 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4423 E-98 41 RGS conduit 212.85 | 534.55 |A-3005-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation

Pull rope |Soft-Fiber Polyester
4424 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester
4425 |E-98 53 RGS conduit 527.18 | 879.42 |A-3005-1 1-3/C + gnd #2,600 V, EPR insulation
Pull rope Soft-Fiber Polyester

4426 |E-98 53 RGS conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester

4427 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4428 E-98 41 RGS conduit 0.00 534.55 |Pull rope Soft-Fiber Polyester

4429 |E-98 41 RGS conduit 0.00 534.55 |Pull rope Soft-Fiber Polyester

4430 |E-98 41 RGS conduit 0.00 534.55 |Pull rope |Soft-Fiber Polyester

4431 E-98 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

4432 |E-98 53 |RGS conduit 0.00 879.42 |Pull rope |Soft-Fiber Polyester

. Total Allowable
Co?\ldou” Reference Size Type Fill (Fillz) Clgg:gdﬁg Conductor Type
Apm AN mm °
4369 E-97 41 RGS conduit ( 126.88 } 534.55 UP105-3 1-2/C + gnd #10,600 V, EPR insulation
N Pull rope | Spfi<fibeg Ralyestern ~ ~ e
— _ YN
4370 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
~ N
4311 | E-97 53 |RGS conduit L%} 879.42 | Pull rope S%MWMWWM)
/ N\
4372 E-97 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
4373 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
)
> |y 4374 | E-97 1 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
n
o | -
>
S ) 4376 E-97 53 RGS conduit 324.29 879.42 A-1011-2 1-3/C + gnd _ #6,600 V, EPR insulation
N @ Pull rope Soft-Fiber Polyester
— | w
> |
% <O( 4377 E-97 53 RGS conduit 648.58 879.42 A-1012-2 1-3/C + gnd  #6,600 V, EPR insulation
- A-1012-2 1-3/C + gnd_ #6,600 V, EPR insulation
=SS Pull rope Soft-Fiber Polyester
<t N
() oo fee)
N 4378 E-126 103 |RGS conduit 2780.99 | 3324.51 | 1391 3-1/C #4/0 + 1/C #1/0 gnd, 15 kV, EPR insulation
o £ Pull rope  |Soft-Fiber Polyester
BE > 4381 E-97 41 RGS conduit 324.29 534.55 A-3010-3 1-3/C #6 + gnd 600 V, RHH/RHW insulgtion
EQ o Pull rope Soft-Fiber Polyester
<w| O
55 LQJ 4382 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
O—=| O
Jun| W n n T
<w| I 4383 E-97 53 RGS conduit 324.29 879.42 A-3010-3 1-3/C #6 + gnd 600 V, RHH/RHW insulation
ool O
Pull rope Soft-Fiber Polyester
4384 E-97 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5 4385 E-97 41 RGS conduit 0.00 534,55 Pull rope Soft-Fiber Polyester
| <
I =
8 3 4386 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
w|
e 2 4387 | E-97 41 [RGS conduit 440.31 | 534.55 [A-3010-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW _insulation
8 5 Pull rope Soft-Fiber Polyester
> 8 UP106-3 1-2/C + gnd  #8,600 V, EPR insulation
[C]
; 2 4388 E-97 41 RGS conduit 0.00 534,55 Pull rope Soft-Fiber Polyester
w| N
e i 4389 | E-97 53 RGS conduit 754.64 879.42 Pull rope Soft-Fiber Polyester
@ UP106-3 1-2/C + gnd #8,600 V, EPR insulation
A-3010-1 1-3/C + gnd  #2,600 V, EPR insulation
4390 E-97 53 RGS conduit 324.29 879.42 Pull rope Soft-Fiber Polyester
A-3010-3 1-3/C #6 + gnd 600 V, RHH/RHW insulation
g 4391 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
E 4392 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
g 4393 [ E-97 41 |RGS conduit 212.85 | 534.55 [A-3004-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
E Pull rope Soft-Fiber Polyester
o
= 4394 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
[
o
— 4395 E-97 78 RGS conduit 754.64 1935.24 | Pull rope Soft-Fiber Polyester
Z UP106-1 1-2/C + gnd _ #8,600 V, EPR insulation
E A-3004-1 1-3/C + gnd  #2,600 V, EPR insulation
<<
&, 4396 | E-97 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
o
' 4397 E-97 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
= 4398 E-97 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
=
o
8 4399 E-97 41 RGS conduit 126.88 534.55 Pull rope Soft-Fiber Polyester
= UP206-1 1-2/C + gnd #10,600 V, EPR insulgtion
<
o
s 4400 | E-97 41 RGS conduit 0.00 534.55 | Pull rope Soft-Fiber Polyester
w ﬁ 4401 E-97 53 RGS conduit 126.88 879.42 Pull rope Soft-Fiber Polyester
= @ UP206-1 1-2/C + gnd #10,600 V, EPR insulation
(Y2}

For continuation, see next sheet.

CONDUIT AND TRAY SCHEDULE
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[
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00-00-00
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