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SHEET OF
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CONDUIT DATA
. Total |Allowable|
Conduit . s H Included
No Reference Size Type (lemlzl) (F"'mlzl) Cable No. Conductor Type
1907 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1908 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
NN
1950 E-50 41 RGS conduit 0.00 S,\ 534.55 |AYH Rppe~
72\ Al
1951 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1952 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1953 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1954 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1955 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1956 E-51 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1957 E-51 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1958 E-51 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1713 E-96, E-101 305 |152.4 mm siderail ladder tray| 2780.99 |19354.80]| 1391 3-1/C #4/0 + 1/C #1/0 gnd, 15 KV, EPR insulation
Pull rope | Soft-Fiber Polyester
1714 E-128, E-19 305 |152.4 mm siderail laodder tray| 2780.99 | 8387.08 | 1391 3-1/C #4/0 + 1/C #1/0 gnd, 15 KV, EPR insulation
Pull rope | Soft-Fiber Polyester
YNV NV VYV VYV VYV YV VY VY YAV A A
1723 E-96, E-101 610 [152.4 mm siderail ladder tray{ 13557.45)18064.48 [\_A_ A A A A A A A A A daaN
A-3010-1 [1-3/C + gnd #2, 600 V, EPR insulation &=
JAAN 1115-2 1-3/C_ #16, 600 V, EPR insulation
S-1031-1 1-3/C + gnd  #2, 600 V, EPR insulation
1115-1 1-3/C__#14, 600 V, EPR insulation
2201-1 1-2/C + gnd #8, 600 V, EPR insulation
(—A;iwf 3 W;&/QAMA%AQQMWMM)\
1708 1-37C + qnd _#6, 600 V, EPR insulafion (AN
S-3056-5 1-4/C  #14, 600 V, EPR insulation
S-3056-7 1-2/C  #14, 600 V, EPR insulation
S-3056-8 1-4/C  #14, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
A-3010-3 1-3/C #6 + gnd 600 V, RHH/RHW insulation
S-3051-1 1-3/C + gnd #4, 600 V, EPR insulation
UP108-3 1-2/C + gnd  #8, 600 V, EPR insulation
1255-1 1-3/C_#16  ,600V, EPR insulation
A-3001-1 1-3/C + gnd #4, 600 V, EPR insulation
A-3012-1 [ 1-3/C + gnd #2, 600 V, EPR insulation
A-3013-1 1-3/C + gnd _#2, 600 V, EPR insulation
S-3022-1 1-3/C + gnd__#2, 600 V, EPR insulation
A-3002-1 1-3/C + gnd  #4, 600 V, EPR insulation
UP107-6 1-2/C + gnd  #8, 600 V, EPR insulation

. Total Al lowable
Conduit . A ! I ncluded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
1843 E-47 11 RGS conduit 0.00 534,55 | Pull rope | Soft-Fiber Polyester
1844 E-47 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1845 E-47 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1846 E-48 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
1847 E-48 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1848 E-48 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
=) 1849 E-48 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
> | &
o ; 1850 E-48 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
@) |
% @« 1851 E-49 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
S e
>
% g 1852 E£-49 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
E Sy 1853 E-49 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
23| @
o 1854 E-49 41 RGS conduit 262.06 | 534.55
© @ UP107-3A 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
N>l
3% &
23l o 1855 £-49 41 RGS conduit 262.06 | 534.55
35 %% UP107-3A |2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
8; o Pull rope | Soft-Fiber Polyester
<< wl T
ool © 1856 E-50 41 RGS conduit 262.06 534.55
UP107-3A |2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
o 1857 E-50 41 RGS conduit 162.40 | 534.55 | UP107-3A 2 + 1 gnd #12,#12, 600 V, RHH/RHW insulation
| < —
c = Pull rope | Soft-Fiber Polyester
o] =
- <
w|
e 2 1858 | £-50 41 RGS conduit 0.00 534.55
S 5 Pull rope | Soft-Fiber Polyester
e}
3l 1859 | E-50 41 RGS conduit 0.00 534.55 | Pull rope | Soft-Fiber Polyester
—~ o
n| <
w| N
o] T
Ll
@ 1860 E-50 11 RGS conduit 0.00 534.55
Pull rope | Soft-Fiber Polyester
1861 E-50 41 RGS conduit 265.64 534.55 | Pull rope | Soft-Fiber Polyester
g S-1032-2 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation
':t 1862 E-50, E-51 41 RGS conduit 265.64 534.55 | Pull rope | Soft-Fiber Polyester
.é S-1032-2 3 + 1 gnd #6, #8, 600 V, RHH/RHW insulation
a
72}
=
o 1863 E-51 41 RGS conduit 265.64 534.55 Pull rope | Soft-Fiber Polyester
—
"o" $-1032-S 3+ 1 gnd #6, #8, 600 V, RHH/RHW insulation
—
E, 1864 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
=
—
% 1865 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
a
J
= 1900 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1
1901 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
<
§ 1902 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
o
[T
= 1903 E-51 41 RGS conduit 0.00 534.55 Pul'l rope | Soft-Fiber Polyester
<
o
5 1904 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
I-.LJ ﬁ 1905 E-51 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
<
—
(%] @ 1906 E-51 a1 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester

For continuation, see next sheet.
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