CONDUIT DATA

. Total Allowable
Conduit . f N Included
Reference Size Type Fill Fill Conductor Type
No yp (mm2) (mm2) Cable No.
4224 E-115 78 RGS conduit 227.46 1935.24 Pull rope Soft-Fiber Polyester
UP105-9 1-2/c + gnd #8,600 V, EPR insulation
4225 |E-115 78 | RGS conduit 307,80 1935.24( M
1 NCALAL_A AL
— Pull rope Soft-Fiber Polyester
1474-5B 1 - 6 pair, shielded #18 with overall shield,
300 V, PVC jacket
1474-5A 1 - 6 pair, shielded #18 with overall shield,
300 V, PVC jacket
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> % 4226 E-115 78 RGS conduit 0.00 1935.24 Pull rope Soft-Fiber Polyester
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S W 4241 E-116 78 RGS conduit 562.50 1935.24 1255-2 1-3/C_ #16,600 V, EPR insulation
n e 1202-4 1-3/C_ #14,600 V, EPR insulation
; E 1202-3 1-7/C_ #16,600 V, EPR insulation
% <O( 1202-2 1-3/C_ #14,600 V, EPR insulation
- 1202-1 1-2/c + gnd #8,600 V, EPR insulation
Pyl Pull rope Soft-Fiber Polyester
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N 4242 E-116 78 RGS conduit 192.40 1935.24 CCTVEO1BA TVP
@ Q CCTVEO1BB TVCP
Pull rope Soft-Fiber Polyester
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EO o 4243 E-116 78 RGS conduit 1364.76 | 1935.24 UP106-8 1-2/c + gnd  #8,600 V, EPR insulation
< S UP106-6 1-2/c + gnd #8,600 V, EPR insulation
55 v UP106-3 1-2/c + gnd  #8,600 V, EPR insulation
" 8 UP106-7 1-2/¢c + gnd #8,600 V, EPR insulation
<uw 5 UP106-1 1-2/c + gnd  #8,600 V, EPR insulation
oo UP106-9 1-2/c + gnd  #8,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
4244 E-116 78 RGS conduit 527.18 1935.24 Pull rope Soft-Fiber Polyester
o 1097 1-3/c + gnd  #2,600 V, EPR insulation
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el = 4245 | E-116 78 | RGS conduit 0.00 1935.24 | Pull rope Soft-Fiber Polyester
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5 g 4246 E-116 78 RGS conduit 324.26 1935.24 MVDSWO3A MVDS DLC
8 5 Pull rope Soft-Fiber Polyester
o CCTVE0D1BD TVL
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g ; 4248 E-116 78 RGS-PVC coated conduit 30.19 1935.24 Pull rope Soft-Fiber Polyester
L 1475-38B 12 Fiber, single mode fiberoptic cable
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4261 | E-117 78 |RGS conduit 62.07 1935.24 | Pull rope Soft-Fiber Polyester
1256-1 1-3/C_#16,600 V, EPR insulation
4262 | E-117 78 | RGS conduit 0.00 1935.24 | Pull rope | Soft-Fiber Polyester
FS 4263 | E-117 78 |RGS conduit 1664.48 | 1935.24 | Pull rope | Soft-Fiber Polyester
= UP107-8 1-2/c + gnd _#8,600 V, EPR insulation
: UP107-7 1-2/c + gnd  #8,600 V, EPR insulation
s UP107-9 1-2/c + gnd  #8,600 V, EPR insulation
3_, UP107-3 1-2/c + gnd #8,600 V, EPR insulation
E 1098 1-3/c + gnd  #2,600 V, EPR insulation
E UP107-6 1-2/c + gnd #8,600 V, EPR insulation
s 4264 | E-117 78 |RGS conduit 0.00 1935.24 | Pull rope | Soft-Fiber Polyester
—
= 4265 |E-117 78 | RGS conduit 150.44 [1935.24 | Pull rope | Soft-Fiber Polyester
= MVDSWO4A MVDS DLC
<
&l 4266 E-117 78 RGS conduit 0.00 1935.24 Pull rope Soft-Fiber Polyester
o
. 4268 E-117 78 RGS-PVC coated conduit 30.19 1935.24 Pull rope Soft-Fiber Polyester
1475-3C 12 Fiber, single mode fiberoptic cable
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§ 4281 E-118 78 RGS conduit 294.50 1935.24 1118-1 1-3/C  #14,600 V, EPR insulgtion
8 1117-1 1-3/C  #14,600 V, EPR insulgtion
= 1117-2 1-3/C_ #16,600 V, EPR insulation
5 1118-2 1-3/C_ #16,600 V, EPR insulgtion
s Pull rope Soft-Fiber Polyester
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CONDUIT DATA
. Total Allowable
Conduit . s H Included
Reference Size Type Fill Fill Conductor Type
No P (mm?) (mm2) | Cable No.
4282 E-118 8 RGS conduit 1087.85 |1935.24 2201-5 1-3/C #14,600 V, EPR insulation
2201-1 1-2/c + gnd #8,600 V, EPR insulation
2201-2 1-2/c + gnd  #8,600 V, EPR insulation
2201-6 1-2/c + gnd  #8,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
2201-4 1-9/C  #16,600 V, EPR insulgtion
2201-3 1-3/C  #14,600 V, EPR insulgtion
S-3056-8 1-4/C  #14,600 V, EPR insulation
4283 E-118 8 RGS conduit 1891.94 [1935.24 UP108-4 1-2/c + gnd #8,600 V, EPR insulation
1099 1-3/c + gnd  #2,600 V, EPR insulation
UP108-12 1-2/c + gnd #8,600 V, EPR insulation
UP108-9 1-2/c + gnd #8,600 V, EPR insulation
UP108-7 1-2/c + gnd #8,600 V, EPR insulation
Pull rope Soft-Fiber Polyester
UP108-8 1-2/c + gnd #8,600 V, EPR insulation
UP108-10 1-2/c + gnd #8,600 V, EPR insulation
4284 |E-118 8 RGS conduit 454.92 1935.24 Pull rope Soft-Fiber Polyester
UP108-3 1-2/c + gnd #8,600 V, EPR insulation
UP108-2 1-2/c + gnd #8,600 V, EPR insulation
4285 |E-118 78 RGS conduit 317.80 K 1935.24 Pull rope Soft-Fiber Polyester
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1474-8A 1 - 6 pair, shielded #18 with overall shield,
300 V, PVC jacket
1474-8B 1 - 6 pair, shielded #18 with overall shield,
300 V, PVC jacket
4286 |E-118 8 RGS conduit 0.00 1935.24 Pull rope Soft-Fiber Polyester
4301 |E-96 8 RGS conduit 366.10 1935.24 A-3001-1 1-3/c + gnd #4,600 V, EPR insulation
4303 |E-96 a1 RGS conduit 0.00 534,55 Pull rope Soft-Fiber Polyester
4304 |E-96 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
A-3001-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
4305 |E-96 a1 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester =
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4306 [ E-96 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester 8?
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4307 |E-96 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester N
O —
4308 |E-96 53 RGS conduit 0.00 879.42 Pull rope | Soft-Fiber Polyester R
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4309 |E-96 a1 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester gE
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4310 |E-96 a1 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester & o
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For continuation, see next sheet. 0=
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