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CONDUIT DATA
. Total Allowable
Conduit . A H Included
Reference Size Type Fill Fill Conductor Type
No yp (mm?) (mm2) | Cable No.
5426 E-183 53 RGS conduit 0.00 879.42 | Pull rope |Soft-Fiber Polyester
54217 E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5428 E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5429 E-183 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
5430 E-183 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
5431 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5432 E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5433 E-183 53 RGS conduit 0.00 879.42 | Pull rope |Soft-Fiber Polyester
5434 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5436 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5437 E-185 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5441 E-183 11 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
5442 E-183 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
5443 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5444 E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5445 E-184 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5446 E-184 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5447 E-183 41 RGS conduit 0.00 534,55 | Pull rope |Soft-Fiber Polyester
5448 E-183 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
5449 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5450 E-183 53 RGS conduit 0.00 879.42 Pull rope |Soft-Fiber Polyester
5451 E-184 53 RGS conduit 527.18 | 879.42 | A-2013-1 1-3/C + gnd  #2, 600 V, EPR insulagtion
Pull rope |Soft-Fiber Polyester
5452 E-184 53 RGS conduit 212.85 879.42 Pull rope Soft-Fiber Polyester
A-2013-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5453 | E-184 53 |RGS conduit (454,92 X 879.42 | Pull_rope [Soft-Fiber Polyester
Y AUPZ08°2 [1-2/C + and #8, 600 V, EPR insulation VAN
AN CUR208-6 [ 1220C s ana Yk, BB ¥, ¥AN eV di %Y Y Y V. ¥\
5454 | E-184 53 |RGS conduit 212.85 | 879.42 | A-3036~ 3 + 1 gnd #6,88, 600 V, RHH/ Tnsulation
Pull rope |Soft-Fiber Polyester
e e Q&W\'
5455 | E-184 53 RGS conduit 454,92 879.42 @PZOS;ZQ 1-2/C + gnd  #8, 600 V, EPR insulation
Y Pull rope | Soft-Fiber Polyester 4&
VAN Orlog-6 “T1Y2/C" +gidY #8,600 V, EPR insulation )

. Total Allowable
Conduit . f N Included
Reference Size Type Fill Fill Conductor Type
No yp (mm2) (mm2) Cable No.
5388 | E-182 1 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
5389 |E-182 53 RGS conduit 851.47 879.42 A-3040-3 1-3/C + gnd #6, 600 V, EPR insulgtion
Pull rope Soft-Fiber Polyester
A-3040-1 1-3/C + gnd _#2, 600 V, EPR insulgtion
5390 |E-182 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5391 E-182 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5392 |E-182 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
o
- | & 5393 [E-183 41 |RGS conduit 440.31 | 534.55 | A-3034-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW _insulation
m ~ Pull rope Soft-Fiber Polyester
0| w UP106-1 1-2/C + gnd #8, 600 V, EPR insulation
L o
(2]
> - 5394 |E-183 41 RGS conduit 425.70 | 534.55 Pull rope Soft-Fiber Polyester
W | < LP221-2,4A | 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
i LP221-6,8A |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
AR
Sa| @ 5395 |E-183 78 |RGS conduit 527.18 [ 1935.24 | Pull rope | Soft-Fiber Polyester
A-3034-1 1-3/C + gnd #2, 600 V, EPR insulation
s fas)
<t
* 539 |E-183 53 RGS conduit 648.58 879.42 Pull rope Soft-Fiber Polyester
BE > LP221-2,4 1-3/C + gnd #6 ,600 V, EPR insulation
w m LP221-6,8 1-3/C + gnd #6 ,600 V, EPR insulation
<3| o
<
35| ¢ 5397 [E-183 53 |RGS conduit 0.00 879.42 [ Pull rope [ Soft-Fiber Polyester
O—=| O
N5} - .
éﬂ 5 5398 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
oo
5399 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
5400 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
o
gl R 5401 [E-183 53 [RGS conduit 0.00 879.42 Pull rope | Soft-Fiber Polyester
ol =
; ; 5402 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
14 o
wl =
8 ﬂ 5403 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
e)
gl © 5404 |E-183 53 |RGS conduit 0.00 879.42 | Pull rope | Soff-Fiber Polyester
—~ o
0wl < - -
g N 5405 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
I
Ll
@ 5406 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
5411 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
5412 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
g 5413 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
Et 5414 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
g 5415 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
=
é 5416 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
—
S 5417 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
—
E. 5418 |E-183 11 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
=
—
‘E 5419 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
a
J
e 5420 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
1
5421 |E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
<
§ 5422 E-183 53 RGS conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
o
[T
' 5423 |E-183 41 RGS conduit 212.85 534.55 Pull rope Soft-Fiber Polyester
5 A-3035-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5 % 5424 |E-183 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
w
:‘:‘ @ 5425 |E-183 78 RGS conduit 366.10 1935.24 A-3035-1 1-3/C + gnd  #4 600 V, EPR insulation
W Pull rope Soft-Fiber Polyester

For continuation, see next sheet.
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