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. Total Al lowable
Conduit . A ! Included
Reference Size Type Fill Fill Conductor Type
No P (mm2) (mm2) Cable No.
5529 E-185 53 RGS conduit 0.00 879.42 Pull rope Soft-F iber Polyester
5530 E-185 41 RGS conduit 0.00 534.55 | Pull rope Soft-F iber Polyester
5531 E-185 41 RGS conduit 0.00 534.55 Pull rope Soft-Fiber Polyester
5532 E-185 41 RGS conduit 0.00 534.55 | Pull rope Soft-F iber Polyester
5533 |E-185 53 RGS conduit 0.00 879.42 | Pull rope Soft-F iber Polyester
5534 E-185 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
o 5535 |E-185 53 RGS conduit 0.00 879.42 | Pull rope Soft-F iber Polyester
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o I~ 5536 E-185 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
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% e 5537 E-185 53 RGS conduit 0.00 879.42 Pul |l rope Soft-F iber Polyester
; E Fafe'a-N
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N 5544 E-185 41 RGS conduit 212.85 534.55 | Pull rope Soft-F iber Polyester
o Q LP223-6,8A 3+ 1 gnd #6, #8, 600 V, RHH/RHW insulation
ot
D% > 5545 [E-185 53 RGS conduit {324.29]] 879.42 [Pull rope Soft-Fiber Polyester
W o UP208-4A 1-2/C+gnd  #8 ,600V, EPR insulation
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j(m T 5546 E-212 103 RGS conduit 2780.99 | 3324.51 | 2391 3-1/C #4/0 + 1/C #1/0 gnd, 15 kV, EPR insulation
oo © Pull rope Soft-F iber Polyester
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—_— W A_A_AA_A_A_A, AAAAAAAAAAAAAAAAAAAAAAAAAAA/LMI'm
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o 3 5548 |E-185 53 RGS conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester
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5 % 5549 |E-185 41 RGS conduit 0.00 534.55 |[Pull rope Soft-Fiber Polyester
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° 3 5550 |E-185 41 RGS conduit 0.00 ] | 534.55 Y/
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g N 5551 £E-185 53 RGS condui+t 0.00 879.42 | Pull rope Soft-Fiber Polyester
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@ 5552 [E-185 53 RGS conduit 0.00 J [ 879.42¢] """ Y
e UP20BZN 1 1=2/C + gnd _#8, 600 V, EPR insulation AN
JARN Pull rope Soft-Fiber Polyester
5553 |E-185 53 RGS conduit 98.10) | 879.42 [Pull rope Soft-Fiber Polyester
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E 5554 E-185 53 RGS conduit 0.00 879.42 | Pull rope Soft-Fiber Polyester
§ 5555 E-185 41 RGS conduit 527.18 534.55 | A-2014-1 1-3/C + gnd  #2, 600 V, EPR insulation
"g Pull rope Soft-Fiber Polyester
o
= 5556 E-185 53 RGS conduit 324.29 879.42 LP223-6,8 1-3/C_ + gnd #6, 600 V, EPR insulation
'-o'- Pull rope Soft-Fiber Polyester
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E, 5557 E-186 53 RGS conduit 0.00 879.42 Pul|l rope Soft-Fiber Polyester
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‘E 5558 E-186 53 RGS conduit 0.00 879.42 | Pull rope Soft-F iber Polyester
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o 5597 E-185 53 RGS conduit 0.00 879.42 Pull rope Soft-F iber Polyester
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7403 |E-139 41 RGS conduit 0.00 534.55 |Pull rope Soft-F iber Polyester
<
§ 8001 £-293 41 RGS-PVC coated conduit | 227.46 534.55 | Pull rope Soft-Fiber Polyester
8 1201-6 1-2/C + gnd _#8, 600 V, EPR insulagtion
)
5 8002 E-293 41 RGS-PVC coated conduit 454.92 534.55 1201-6 1-2/C__+gnd #8, 600 V, EPR insulation
3 1201-2 1-2/C + gnd _#8, 600 V, EPR insulation
Pull rope Soft-Fiber Polyester
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Conduit . s i Included
Reference Size Type Fill Fill Conductor Type
No P (mm?2) {mm2) | Cable No.
8003 |E-293 21 RGS-PVC coated conduit 126.88 187.69 Pull rope | Soft-Fiber Polyester
2204-3 1-2/C + gnd #10, 600 V, EPR insulation
8004 |E-293 41 RGS-PVC coated conduit 227.46 | 534.55 1201-1 1-2/C + gnd #8, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
8005 |[E-293 1 RGS-PVC coated conduit 151.82 | 534.55 2204-5 1-3/C #12, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
UP210-3 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
8006 |E-293 53 RGS-PVC coated conduit 506.16 | 879.42 UP210-3 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
2204-3 1-2/C + gnd #10, 600 V, EPR insulation
1201-1 1-2/C + gnd #8, 600n V, EPR insulation
2204-5 1-3/C #12, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
8007 |E-293 53 |RGS-PVC coated conduit 506.16 | 879.42 | UP210-3 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation
Pull rope | Soft-Fiber Polyester [
1201-1 1-2/C + gnd #8, 600 V, EPR insulation
2204-3 1-2/C + gnd #10, 600 V, EPR insulation
2204-5 1-3/C #12, 600 V, EPR insulation
8008 |E-293 53 RGS-PVC coated conduit 449,86 | 879.42 2204-3 1-2/C + gnd #10, 600 V, EPR insulation
2204-2 1-3/C #16, 600 V, EPR insulation
2204-1 1-3/C #16, 600 V, EPR insulation
UP210-1 2 + 1 gnd #8, #10, 600 V RHH/RHW insulation
Pull rope | Soft-Fiber Polyester
2204-5 1-3/C #12, 600V , EPR insulation
8009 |E-293 41 RGS-PVC coated conduit 454,92 534.55 1201-2 1-2/C + gnd #8, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
1201-6 1-2/C + gnd #8, 600 V, EPR insulafion
8010 |E-293 1 RGS-PVC coated conduit 227.46 | 534.55 Pull rope | Soft-Fiber Polyester
1201-2 1-2/C + gnd #8, 600 V, EPR insulation
8011 E-264A, E-293 41 RGS-PVC coated conduit 344,86 534.55 1201-1 1-2/C + gnd #8, 600 V, EPR insulation
2204-1 1-3/C #16, 600 V, EPR insulation
2204-2 1-3/C #16, 600 V, EPR insulation
8012 |E-293 1 RGS-PVC coated conduit 145.44 | 534.55 Pull rope | Soft-Fiber Polyester
UP210-3 2 + 1 gnd #12, #12, 600 V, RHH/RHW insulation =
UP210-1 2 + 1 gnd #8, #10, 600 V, RHH/RHW insulation 8;
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8013 |E-294 21 RGS-PVC coated condui+t 227.46 | 187.69 2201-6 1-2/C + gnd #8, 600 V, EPR insulation N
Pull rope | Soft-Fiber Polyester N
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8014 |E-264A, E-293 41 |RGS-PVC coated conduit 441.44 | 534.55 | 1201-6 1-2/C + gnd #8, 600 V, EPR insulation i
1201-2 1-2/C + gnd #8, 600 V, EPR insulation So
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8100 |E-294 41 RGS-PVC coated conduit 227.46 534.55 Pull rope | Soft-Fiber Polyester Lo
2201-1 1-2/C + gnd  #8, 600 V, EPR insulation Eg
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