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. Total Al lowable
Conduit . A ! I ncluded
Reference Size Type Fill Fill Conductor Type
No P (mn2) (nm2) | Cable No.
1361 E-47 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
A-3002-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
W aVaVava'
1362 | E-47 41 RGS conduit 212.85) [ 534.55 )
’ U1 Fope SorF-ribérPolyéste AN
JARY A-3002-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
1363 E-47 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
A-3002-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
1364 E-47 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
o) 1365 E-47 41 RGS conduit 212.85 534.55 A-3003-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
> % Pull rope | Soft-Fiber Polyester
o | -
>
(@] | 1366 E-47 41 RGS conduit 440.31 534.55 A-3003-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
% @ UP106-1 1-2/C + gnd #8, 600 V, EPR insulation
— wl =]
Z - Pul | rope | Soft-Fiber Polyester
2
= 1367 E-47 41 RGS conduit 440.31 534.55 Pull rope | Soft-Fiber Polyester
g N A-3003-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
I3 UP106- 1 1-2/C + gnd #8, 600 V, EPR insulation
% < 1368 E-47 41 RGS conduit 440.31 534.55 A-3003-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pul | rope | Soft-Fiber Polyester
BE > UP106-1 1-2/C + gnd #8, 600 V, EPR insulation
W m
ZS [a) 1369 E-48 41 RGS conduit 440.31 534.55 A-3003-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
55 %J UP106-1 1-2/C + gnd #8, 600 V, EPR insulation
8; o Pull rope | Soft-Fiber Polyester
<< 5
0o 1370 E-48 11 RGS conduit 227.46 534.55 Pull rope | Soft-Fiber Polyester
UP106-1 1-2/C + gnd  #8, 600 V, EPR insulation
1371 E-48 41 RGS conduit 212.85 534.55 A-3004-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
5 Pull rope | Soft-Fiber Polyester
T 2
I
8 3 1372 E-48 41 RGS conduit 212.85 534.55 A-3004-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
== Pull rope | Soft-Fiber Polyester
14 o
w| = - -
8 L 1373 E-48 41 RGS conduit 212.85 534.55 Pul'l rope | Soft-Fiber Polyester
o A-3004-2 [ 3 + 1 gnd #6,%#8, 600 V, RHH/RHW insulation
z| O
[C]
a 2 1374 E-48 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
W~ A-3004-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Ll
@ 1375 E-48 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
A-3004-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
1376 E-48 41 RGS conduit 0.00 534.55 Pul | rope | Soft-Fiber Polyester
1317 E-48 41 RGS conduit 212.85 534.55 A-3005-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
g Pul | rope | Soft-Fiber Polyester
E 1378 E-48 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
s A-3005-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
a
'£ 1379 E-48 41 RGS conduit 212.85 534.55 Pul | rope | Soft-Fiber Polyester
= A-3005-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
—
I'o" 1380 E-49 41 RGS conduit 212.85 534.55 Pull rope | Soft-Fiber Polyester
— A-3005-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
=
d
E 1381 E-49 41 RGS conduit 212.85 534.55 Pull rope | Soft-Fiber Polyester
< A-3005-2 [ 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
a
J
o 1382 | E-49 41 RGS conduit 227.46 | 534.55 [ Rull rope | Soft-Fiber Polyester
' AN{ UP108-2]) | 1-2/C + gnd #8, 600 V, EPR insulation
L NN AN
,‘_‘, 1383 E-49 41 RGS conduit 212.85 534.55 A-3006-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
§ Pul | rope | Soft-Fiber Polyester
8
= 1384 E-49 41 RGS conduit 212.85 534.55 A-3006-2 3+ 1 gnd #6,#8, 600 V, RHH/RHW insulation
5 Pul | rope | Soft-Fiber Polyester
&5 'i, 1385 E-49 41 RGS conduit 212.85 534.55 Pull rope |Soft-Fiber Polyester
= A-3006-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
<
—
n @ 1386 £-49 41 RGS conduit 212.85 | 534.55 | A-3006-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulgtion
“ Pull rope |Soft-Fiber Polyester

SHEET OF
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. Total |Allowable|
Conduit . . h Inc luded
Reference Size Type Fill Fill Conductor Type
No P (nm2) (mm2) | Coble No.
1387 E-49 41 RGS conduit 212.85 534.55 A-3006-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
1388 E-49 41 RGS conduit 212.85 534.55 | A-3006-2 3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
Pull rope |Soft-Fiber Polyester
1389 E-49 41 RGS conduit 212.85 534.55 | Pull rope |Soft-Fiber Polyester
A-3006-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
1390 E-49 41 RGS conduit 212.85 534.55 | Pull rope |Soft-Fiber Polyester
A-3006-2 |3 + 1 gnd #6,#8, 600 V, RHH/RHW insulation
1391 E-49 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1392 E-50 41 RGS conduit 0.00 534,55 Pull rope |Soft-Fiber Polyester
1393 E-50 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1394 E-50 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1395 E-50 11 RGS conduit 0.00 534,55 | Pull rope |Soft-Fiber Polyester
1396 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1397 E-50 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1398 E-50 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1399 E-50 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1447 E-46 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1448 E-46 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1449 E-46 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester
1450 E-46 41 RGS conduit 0.00 534.55 Pull rope |Soft-Fiber Polyester
1451 E-46 41 RGS conduit 0.00 534.55 Pull rope | Soft-Fiber Polyester
1452 E-46 1 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester =
fee)
1453 E-46 41 RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester Sh
ANNvel
[aVTel
1454 E-46 M RGS conduit 0.00 534,55 | Pull rope |Soft-Fiber Polyester NS
w0 —
1455 E-46 M RGS conduit 0.00 534.55 | Pull rope |Soft-Fiber Polyester Y
(e
()
1456 E-46 M RGS conduit 0.00 534,55 | Pull rope |Soft-Fiber Polyester t:E
et
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For continuation, see next sheet. e
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