KILOMETER POST |SHEET| TOTAL
| DIST| COUNTY ROUTE TOTAL PROJECT | No |SHEETS
CONDUIT DATA REQUEST FOR [NFORMATION NOT ADDRESSED IN THIS CCO REMAIN [N FORCE 04 SF 80 13.2/13.9 4R023 1204
. Total [Allowable /A RR | RG p
Conduit . . H Included 03/30/09| SERVICE PLATFORM ELECTRICAL CHANGES| RY MP | 55 ) /
No Reference Size Type (Fm'“_:2|) (lemlzl) Cable No. Conductor Type ,R///‘“" T .J_Mq sse— 12/19/02
- - - - o - EGISTERED ELECTRICAL ENGINEER DATE
9060 | E-366, E-367 78 |RGS-PVC coated conduif 1090.66 | 1935.24 | 2900-323A | 4 pair #22, shielded pairs, FEP insulafion /A\ |10/03/08 STRONG MOTION SYSTEM RG | Fw| 74
(cont) 2900-363A | 4 pair #22, shielded pairs, FEP insulation MARK| DATE DESCRIPTIONS BY |CH D CCO#
2900-363C | 4 pair #22, shielded pairs, FEP insulation REVISIONS 12-6-04
2900-313A | 4 pair #22, shielded pairs, FEP insulation CONTRACT CHANGE ORDER NO PLANS APPROVAL DATE
Pull rope Soft-Fiber Polyester ° PB POWER, Inc.
2900-223B | 4 pair #22, shielded pairs, FEP insulation SHEET OF A Parsons Brinckerhoff Company
2900-363B | 4 pair #22, shielded pairs, FEP insulation FADL WALIEDDIN 303 Second St., Suite TOON
2900-353F 4 pair #22, shielded pairs, FEP insulation 11465 San Francisco, CA  94I07-13I7
B B B N B .12/31/2009
2900-353E 4 polr #2z, shle\ded DG}’/S’ FEP \.msu\oﬂom XELECTRICAL The State of California or its officers or agents shall not be responsible for
2900-353D | 4 pair #22, shielded pairs, FEP insulation the accuracy or complefeness of electronic caples of this plan sheet.
2900-353C | 4 pair #22, shielded pairs, FEP insulation
2900-353B | 4 pair #22, shielded pairs, FEP insulgtion \ Caltrans now has a web site! To get o the web site, go to http://www.dot.cagov
o) 2900-353A | 4 pair #22, shielded pairs, FEP insulation
o - - - - - =
2900-223C 4 pair #22, shielded pairs, FEP insulation
o2 FOR REVISION ONLY
> - - - - - -
[m) L 9061 E-367 27 RGS-PVC coated conduit 142.26 229.03 2900-313C 4 pair #22, shielded pairs, FEP insulation
% © Pull rope Soft-Fiber Polyester
oW 2900-313B | 4 pair #22, shielded pairs, FEP insulafion CONDUIT DATA
W | < - ir# i i i i
o = 2900-313A 4 pair #22, shielded pairs, FEP insulation condult Total Allowable Inc luged
o . _ N Reference Size Type Fill Fill Cable No Conductor Type
FY Y 9062 | E-365, E-367 78 | RGS-PVC coated conduit 948.40 [ 1935.24] Pull rope | Soft-Fiber Polyester v oaZl o (pa2) NN AN AN AN AN
I3 2900-353B | 4 pair #22, shielded pairs, FEP insulation )
o 2900-353C | 4 pair #22, shielded pairs, FEP insulation 2 3
o 2 2900-353D | 4 pair #22, shielded pairs, FEP insulation ﬂ
2900-353F 4 pair #22, shielded pairs, FEP insulation
BE > 2900-213B | 4 pair #22, shielded pairs, FEP insulation . N N N A A A A A A A A A A
N N N N N N AN A IN NS
w_| @ 2900-363C | 4 pair #22, shielded pairs, FEP insulation I SSSAATATNNRS T TIAAAAAANANS
ZS @) 2900-363B | 4 pair #22, shielded pairs, FEP insulation 9230 | E-115 8 (\ RGS-PVC coated conduit ) 1754.54 | 1935.24 | 2900-442B | 4 pair #22, shielded pairs, FEP insulation
55 v 2900-353E | 4 pair #22, shielded pairs, FEP insulation 2900-402A | 4 DGT.F #22, shi.e\ded pofrs, FEP Emsu\oﬂon
8; 8 2900-353A | 4 pair #22, shielded pairs, FEP insulation JZAN 2900-412A | 4 pair #22, sh\.e\ded pairs, FEP .msu\of.\om
<w| I 2900-223C | 4 pair #22, shielded pairs, FEP insulation 2900-412B | 4 pair #22, shielded pairs, FEP insulation
ool © 2900-223B | 4 pair #22, shielded pairs, FEP insulation 2900-412C | 4 DGTF #22, shfe\ded pofrs, FEP Emsu\aﬂon
2900-213C | 4 pair #22, shielded pairs, FEP insulation 2900-422A | 4 pair #22, Shle\ded pairs, FEP .msu\cﬁ.\om
2900-213A | 4 pair #22, shielded pairs, FEP insulation 2900-4228 | 4 pair #22, shle\ded pairs, FEP .\msu\m.\on
_ 2900-323E | 4 pair #22, shielded pairs, FEP insulation 2900-442A | 4 pair #22, shle\ded pairs, FEP .msu\of.\on
o 2900-323D | 4 pair #22, shielded pairs, FEP insulation 2900-332A | 4 pclr #22, shle\ded pairs, FEP .msu\of.\on
':E ; 2900-323C 4 pair #22, shielded pairs, FEP insulation 2900-442C | 4 pclr #22, shle\ded polrs, FEP .msu\of.\on
8 3 2900-3238B 4 pair #22, shielded pairs, FEP insulation 2900-452A | 4 polr #22, shle\ded polrs, FEP .\msu\of.\om
w| 2900-323A 4 pair #22, shielded pairs, FEP insulation 2900-452B | 4 pair #22, shielded pairs, FEP insulation —
5 % 2900-363A | 4 pair #22, shielded pairs, FEP insulgtion 2900-482A | 4 pcfr #22, shfe\ded pofrs, FEP Emsu\oﬂon
8 ﬂ 2900-223A | 4 pair #22, shielded pairs, FEP insulation 2910-2 4 pair #22, shielded pairs, FEP insulation
e} 2910-3 4 pair #22, shielded pairs, FEP insulation
(ZD © 9064 E-367 41 RGS-PVC coated conduit 237.10 534.55 2900-323C 4 pair #22, shielded pairs, FEP insulation Pul | rope | Soft-Fiber Polyester
a 2 2900-323D | 4 pair #22, shielded pairs, FEP insulation 2900-382C | 4 pofr #22, shfe\ded pofrs, FEP Emsu\oﬂon
g ; 2900-323A | 4 pair #22, shielded pairs, FEP insulation 2900-432A | 4 pair #22, shle\ded pairs, FEP .msu\of.\om
w 2900-323B | 4 pair #22, shielded pairs, FEP insulation 2900-172A | 4 pair #22, shielded pairs, FEP insulation
a - - - - - n n
Pull rope Soft-Fiber Polyester 2900-152A | 4 pair #22, shielded pairs, FEP insulation
2900-323E | 4 pair #22, shielded pairs, FEP insulation 2900-332C | 4 pair #22, shielded pairs, FEP insulation
2900-142A | 4 pair #22, shielded pairs, FEP insulation
9065 E-264A, E-366 21 RGS-PVC coated conduit 47.42 229.03 Pull rope | Soft-Fiber Polyester 2900-382B | 4 pair #22, shielded pairs, FEP insulation
2900-292A | 4 pair #22, shielded pairs, FEP insulation 2900-152B | 4 pair #22, shielded pairs, FEP insulation
2900-152C | 4 pair #22, shielded pairs, FEP insulation
= 2900-162B | 4 pair #22, shielded pairs, FEP insulation
2 2900-172B | 4 pair #22, shielded pairs, FEP insulation
= 9067 E-366A 27 RGS-PVC coated conduit 94,84 229.03 | 2900-373B | 4 pair #22, shielded pairs, FEP insulation 2900-172C | 4 pair #22, shielded pairs, FEP insulation
'é 2900-373A | 4 pair #22, shielded pairs, FEP insulation 2900-272C | 4 pair #22, shielded pairs, FEP insulation
a Pull rope | Soft-Fiber Polyester 2900-382A | 4 pair #22, shielded pairs, FEP insulation
2 2900-162A | 4 pair #22, shielded pairs, FEP insulation
é 9068 E-366A 41 RGS-PVC coated conduit 284.52 534.55 2900-292A | 4 pair #22, shielded pairs, FEP Ensu\oﬂon
- 2900-192A | 4 pair #22, shielded pairs, FEP insulation
S 2900-263B |4 pair #22, shielded pairs, FEP insulation 2900-272B | 4 DQTr #22, Shfe\ded DGTFS, FEP Tnsumﬂom
[ 2900-263A |4 pair #22, shielded pairs, FEP insulation 2900-272A | 4 Dufr #22, shle\ded Dolrs, FEP [nsu\cﬁ[om
Eu 2900-253C |4 pair #22, shielded pairs, FEP insulation 2900-192C | 4 Dolr #22, shle\ded Dolrs, FEP Insumﬂom
= 2900-253B |4 pair #22, shielded pairs, FEP insulation 2900-1928B | 4 pair #22, Sh[e\ded pairs, FEP msumﬂom
< 2900-253A |4 pair #22, shielded pairs, FEP insulation 2900-332B | 4 pair #22, shielded pairs, FEP insulation o2
&. 2900-243A |4 pair #22, shielded pairs, FEP insulagtion NN, Y MOV NNV AN S w
e C 92304 [E-115 78 RGS-PVC coated conduit 1935.24 | Pull rope [ Soft-Fiber Polyester ) ‘&Z
' Pull rope [Soft-Fiber Polyester L ] N/2\ o
9231A | E-115 78 RGS-PVC coated conduit 1935.24 | Pull rope | Soft-Fiber Polyester 3 SN
= 9069 | E-374 27 RGS conduit 47.42 229.03 Pull rope [Soff-Fiber Polyester ) e
Z 2900-482A |4 pair #22, shielded pairs, FEP insulation | 9231B | E-115 78 RGS-PVC coated conduit 1935.24 | Pull rope | Soft-Fiber Polyester { 9o
(ot L s
[T i v
= (92324 [E-115 78 | RGS-PVC coated conduit 1935.24 | Pull rope [ Soft-Fiber Polyester 1 §6
<< “ANANAAAAAANAN] [AANANAANANAAAAANAAAAAAAANTT Z 3
ot ()
-
S % 9070 E-366A 21 RGS-PVC coated conduit 142.26 229.03 2900-233A | 4 pair #22, shielded pairs, FEP insulation 3Sc
[ 2900-233B | 4 pair #22, shielded pairs, FEP insulation For continuation, see next sheet.
[ 9
= @ 2900-233C | 4 pair #22, shielded pairs, FEP insulgtion CONDUIT AND TRAY SCHEDULE §8
v 2
| ©
EHRe)
§ E-448 | °
-l O
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