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PLANS APPROVAL DATE

PB POWER, Inc.

A Parsons Brinckerhoff Company
303 Second St., Suite 700N

San Francisco, CA  94I07-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or complefeness of electronic coples of this plan sheet.

Caltrans now has a web site! To get fo the web site, go to http://www.dot.cagov

SHEET NOTES:

@ Enclosed in oc\osure located on

the service platform.

Safety disconnect switch shall be horsepower
rated.

Enclosed in _a fiberglass enclosure located
on Pier 1 (Tower).

@ Electrical Panel with Main Lugs Only.

NOTES:

1. Single line diagram as shown does not
represent physical separation of
different contracts. Refer to other
drawings for physical separation of
different contracts.

2. The combination starter unit and
thermal magnetic circuit breakers
shall be suitable for and coordinated
for 42,000 RMS system fault current.
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