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480 V LVCC-A

3-Phase

15 kVA, 3-phase, 60 Hz,

480 V -208Y/120 V

Dry Type Transformer
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PB POWER, Inc.

A Parsons Brinckerhoff Company
303 Second St., Suite 700N

San Francisco, CA  94I07-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or complefeness of electronic coples of this plan sheet.
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Caltrans now has a web site! To get fo the web site, go to http://www.dot.cagov
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S NOTES:
r
v 1. The Contractor shall provide nameplates
@ and circuit schedules as shown.
p
2. Install transformer/panelboard inside
o a PB-8A enclosure (fiberglass)
2 to be sized by the Contractor.
O
2 3. References:
b - For circuit and conduit/cable
S tray schedules, see sheets starting
g at E-401.
v - For pull box schedule, see
%) sheet E-83.
5 - For crossbeam lighting plan, see
sheet E-119.
Y

SHEET NOTES:

@ The Contractor shall extend and coil
5 meters of cable in manhole 25. All
cables shall be tagged with circuit
numbers as shown. For location of
manhole 25, see sheet E-11.

@ See sheet E-T74 for Equipment Schedule.
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