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PLANS APPROVAL DATE
PB POWER, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite TOON
San Francisco, CA 94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or completeness of electronic coples of this plan sheet.

Calfrans now has a web site! To get fo the web site, go to http:/ /www.dof.cagov
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HEET NOTES:

Pipe sleeve without conduit
is spare.

OEONOIORCIONONS

For continuation inside WB girder,

see sheets E-96 and E-114A.

For continuation inside EB girder,

see sheet E-181 and E-114A.

For ftypical ground bar installation,

see Detail 5 sheet E-78.

For typical lighting fixfture installation
see Details 2 and 3, sheet E-123.

going through
Contractor to provide plug or cap

2\

at both ends. For location see sheet E-T1A.
TOS-4wWB for the temporary mobile CMS.
Control cabinet shall remain for future
use. U.O.N.
For cable tray numbers, see sheet E-T1.
Locate light fixture approximate half way
between girder wall and girder walkway.
<:> Fiber splice tray, see sheet E-355.
NOTES:
1. Reference:
- For circuit, conduit/cable tray
schedules, see sheets starting at E-401.
2. For cable tray support details, AS sheets.
3. For location of pipe sleeves at the utility
platform crossbeams, see Typical
Crossbeam Details sheets.
4. For platform elevations, see sheet E-T1A.
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