KILOMETER POST |SHEET| TOTAL
DIST| COUNTY ROUTE TOTAL PROJECT | No |SHEETS
CONDUIT DATA REQUEST FOR INFORMATION NOT ADDRESSED [N THIS CCO REMAIN [N FORCE 04 SF 80 13.2/13.9 3R633 1204
. Total Al lowable RY | RG ~—,
NS Reference | size Type Fill FILL| dasieNe Conductor Type /3\ [06/12/08 SERVICE PLATFORM ELECTRICAL CHANGES | Ry | K8 | 55 oo 66}/ 1219702
(mm2) (mm2) : Tll 955 e
VN, - - - - VREGY/STERED ELECTRICAY ENGINEER DATE
1733 EE%MB% 610 |152.4 mm siderail ladder tray| 7720.94 |18064.48 | UP104-8 1-2/C + gnd #8, 600 V, EPR insulation A 02/25/08) CABLE TRAY CHANGES ?;’; RG | 4251
UP108-12 1-2/C + gnd #8, 600 V, EPR insulagtion
UP108-9 1-2/C + gnd #8, 600 V, EPR insulation Js 12-6-04
- - 03704708 BARRIER MODIFICATIONS
A-1011-1 1-3/C + gnd #2, 600 V, EPR insulation Zﬁk B | RG| 44 PLANS APPROVAL DATE
A-1012-1_|1-3/C + gnd #2, 600 V, EPR insulation MARK| DATE DESCRIPTIONS BY |CH' D[ cCOH] PB POWER, Inc.
UP104-3 1-2/C + gnd #10, 600 V, EPR insulation REVISIONS A Parsons Brinckerhoff Company
UP107-3 1-2/C + gnd #8, 600 V, EPR insulation 303 Second St., Suite 700N
UP105-9 1-2/C + gnd #8, 600 V, EPR insulation CONTRACT CHANGE ORDER NO. FaD1 Wf:;ESDIN San Francisco, CA  94107-1317
UP104-9 1-2/C + gnd_*#10, 600 V, EPR insulation SHEET OF The State of California or ifs officers or agents shall not be responsible for
Pull rope |Soft-Fiber Polyester the accuracy or completeness of electronic coples of this plan sheet.
UP108-4 1-2/C + gnd #8, 600 V, EPR insulation
UP108-2 1-2/C + gnd #8, 600 V, EPR insulation Caltrans now has a web site! To get to the web site, go to http://www.dol.cagov
o UP108-7 1-2/C + gnd #8, 600 V, EPR insulation \
> | & UP107-7 | 1-2/C + gnd #8, 600 V, EPR insulation
ol - - - =
UP106-7 1-2/C + gnd #8, 600 V, EPR insulation
=) i UP105-7 1-2/C + gnd #8, 600 V, EPR insulation FOR REVISION ONLY
b{ @ A-1013-1 1-3/C + gnd #2, 600 V, EPR insulation
S UP107-9 | 1-2/C + gnd #8, 600 V, EPR insulation CONDUIT DATA
% g A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation
UP106-3 1-2/C + gnd #8, 600 V, EPR insulation Condui+t ] Total |Allowable| |- ,qdeq
SR UP105-3 | 1-2/C + gnd 10, 600 V, EPR insulafion No Reference | Size Type (om?) {omz) | Cable No. Conductor Type
<3| s UP106-6 1-2/C + gnd #8, 600 V, EPR insulation 1474-10 50 pair #18, shielded pairs, 15/0S shield 600 V,
N UP105-10 | 1-2/C + gnd #8, 600 V, EPR insulation XLPE insul., PVC jacket
o £ UP104-6 1-2/C + gnd #8, 600 V, EPR insulation 2900-462B | 4 pair #22, shielded pairs, FEP insulation
UP107-8 1-2/C + gnd #8, 600 V, EPR insulation o~
S5 > UP106-8 | 1-2/C + gnd #8, 600 V, EPR insulation 1744 E-114A 610 [152.4 mm siderail ladder tray| 3785.76 |38709.60 | 1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
Eza o UP105-8 1-2/C + gnd #8, 600 V, EPR insulagtion XLPE insul., PVC jacket
<w| o UP104-7 1-2/C + gnd #8, 600 V, EPR insulation 1474-5 50 pair #18, shielded pairs, 15/0S shield 600 V,
3 5l ¥ UP108-8 1-2/C + gnd #8, 600 V, EPR insulation XLPE insul., PVC jacket
0o—| © UP106-9 1-2/C + gnd #8, 600 V, EPR insulation 1475-3A 12 Fiber, single mode fiberoptic cable
Jn| w 0 - ’
uz UP108-10 [1-2/C + gnd #8, 600 V, EPR insulation MVDSWO2A | MVDS DLC
o -
Pull rope | Soft-Fiber Polyester
1739 | E-20B, E-126 610 |152.4 mm siderail ladder fray| 1054.36 |18064.48|A-1011-1 |1-3/C + gnd #2, 600 V, EPR insulation 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
A-1014-1 1-3/C + gnd #2, 600 V, EPR insulation XLPE insul., PVC jacket
Pull rope |Soft-Fiber Polyester e
o A _ _ _ 1745  [(E-114B Y3\ 610 [152.4 mm siderail ladder fray | 3563.45 |38709.60 | Pull rope |Soft-Fiber Polyester
T = 1743 [E-114B 610 |[152.4 mm siderail solid 11370.25( 38709.60 | MVDSWO4A | MVDS DLC S
) E% bottom tray 1144 1 - 2 pair, shielded #18 with IS/0A , 300 V, PVC jacket
n| =
5 g 1475-3C 12 Fiber, single mode fiberoptic cable
S Bj 2900-182A | 4 pair #22, shielded pairs, FEP insulation
o 2910-10 4 pair #22, shielded pairs, 300 V, PE insulation
Z © - 12 Fiber, single mode fiberoptic cable B ; ; ; i
o 1475-3A ber, 9 : D % ° 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
ol 2 1474-4 50 pair #18, shielded pairs, [5/05 shield 600 V, 1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V,
Wi KLPE insul., PVC jocket XLPE insul., PVC jacket
] 1145 1-2 pair, shielded #18 with IS/0A , 1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V,
@ 300 v, PVC jocket i . XLPE insul., PVC jacket
1474-5 50 pair #18, shielded pairs, [S/0S shield 600 V, 1474-58 1 - 6 pair, shielded #18 with overall shield ,
XLPE insul., PVC jacket 300 V, PVC jacket
1474-7 50 pair #18, shielded pairs, 1S/0S shield 600 V, 1474-5A 1 - 6 pair, shielded #18 with overall shield ,
XLPE insul., PVC jacket 300 V, PVC jacket
1477-2 72 Fiber, single mode fiberoptic riser cable 2900-472C | 4 pair #22, shielded pairs, FEP insulation
F 1475-3 72 Fiber, single mode fiberoptic riser cable 2900-182B | 4 pair #22, shielded pairs, FEP insulation
= MVDSW02A  [MVDS DLC 2900-472A | 4 pair #22, shielded pairs, FEP insulation
- 2900-462B | 4 pair #22, shielded pairs, FEP insulation
—
2; 2900-462A | 4 pair #22, shielded pairs, FEP insulation
35 2900-392A | 4 pair #22, shielded pairs, FEP insulation
EE ] ] ] ] 2900-342A | 4 pair #22, shielded pairs, FEP insulation
& 1475-38 |12 Fiber, single mode fiberoptic cable 2900-282A |4 pair #22, shielded pairs, FEP insulation
w 2900-4728 |4 pair #22, shle\ded pairs, FEP jﬂSU‘G*EOﬂ 2910-7 4 pair #24, overall shielded, 30 V, PE insulation
S 2900-182A |4 pair #22, sh[e\ded pairs, FEP _msu\oﬂon 2900-472B | 4 pair #22, shielded pairs, FEP insulation
— 2900-182B |4 pair #22, shielded pairs, FEP insulation 2900-202A | 4 pair #22, shielded pairs, FEP insulation
I;l 2900-202A |4 pofr #22, shfe\ded pofrs, FEP Ensu\oﬂon PR
= 2900-282A |4 pair #22, sh[e\ded pairs, FEP lnsu\ofloﬂ 1746 E-98, E-114) 610 |152.4 mm siderail ladder tray| 2757.87 |38709.60 | CCTVEO1BD | TVL
< 2900-342A |4 pair #22, shielded pairs, FEP insulation IAAAATT 1474-7 50 pair #18, shielded pairs, 15/0S shield 600 V, s
E; 2900-392A |4 pair #22, shielded pairs, FEP insulation XLPE insul., PVC jocket § o
o 2900-462A |4 pair #22, shielded pairs, FEP insulation MVDSWO3A MVDS DLC Kjg
1 CCTVEO1BC | TVC o
1475-38B 12 Fiber, single mode fiberoptic cable © 5
= 2900-472A |4 poirﬂ?, shielded pairs, FEP insulation Pull rope | Soft-Fiber Polyester i
Z Pull rope Sonwaer Po\yesfer i i i 1473-7 50 pair #18, shielded pairs, [5/0S shield 600 V, o
EE 2900-472C |4 pair #22, shielded pairs, FEP insulation XLPE insul., PVC jacket = =
= 1474-8 50 pair #18, shielded pairs, 1S/0S shield 600 V, S 9o
:§ XLPE insul., PVC jacket oa
ES 1473-5 50 pair #18, shielded pairs, 1S/0S shield 600 V, My
. . << —
i 14737 EEPE "msi‘wé’ P\r/wc‘ Jwiczef Trs, 15/05 shield 600 V For continugtion, see next sheet. o
- pair , shielded pairs, shie
—
:@ XLPE insul., PVC jocket CONDUIT AND TRAY SCHEDULE E
%] 1473-10 50 pair #18, shielded pairs, [S/0S shield 600V, = é
XLPE insul., PVC jacket e}
) E-408 | °
EEs)

FOR REDUCED PLANS ORIGINAL
SCALE IS IN MILLIMETERS
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DGN FILE =>T:\13103\MS\pse\SAS Struc\CCO\SAS CC055\04-0120f1_03
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