CONDUIT DATA

. Total Al lowable
Cor;\ldoul* Reference | Size Type (F m. mlzl) (F rn. | 2|) Cl ncluded Conductor Type
2900-323A | 4 pair #22, shielded pairs, FEP insulation
2900-363A | 4 pair #22, shielded pairs, FEP insulation
2900-363C | 4 pair #22, shielded pairs, FEP insulation
2900-313A | 4 pair #22, shielded pairs, FEP insulation
Pull rope | Soff-Fiber Polyester
2900-223B | 4 pair #22, shielded pairs, FEP insulation
2900-363B | 4 pair #22, shielded pairs, FEP insulation
2900-353F | 4 pair #22, shielded pairs, FEP insulation
2900-353E | 4 pair #22, shielded pairs, FEP insulation
2900-353D | 4 pair #22, shielded pairs, FEP insulation
2900-353C | 4 pair #22, shielded pairs, FEP insulation
2900-353B | 4 pair #22, shielded pairs, FEP insulation
o) 2900-353A | 4 pair #22, shielded pairs, FEP insulation
o - - - - -
> n 2900-223C 4 pair #22, shielded pairs, FEP insulation
o | -
> -
S u 9061 E-367 21 RGS-PVC coated conduit 142.26 229.03 2900-313C | 4 pair #22, shielded pairs, FEP insulation
n @ Pull rope Soft-Fiber Polyester
> f 2900-313B | 4 pair #22, shielded pairs, FEP insulation
% g 2900-313A | 4 pair #22, shielded pairs, FEP insulation
&?g N 9062 E-365, E-367 78 RGS-PVC coated conduit 948.40 1935.24| Pull rope Soft-Fiber Polyester
I3 2900-353B | 4 pair #22, shielded pairs, FEP insulation
2900-353C | 4 pair #22, shielded pairs, FEP insulation
o @® " " " " "
2| < 2900-353D 4 pair #22, shielded pairs, FEP insulation
2900-353F | 4 pair #22, shielded pairs, FEP insulation
B o > 2900-213B | 4 pair #22, shielded pairs, FEP insulation
u 2900-363C | 4 pair #22, shielded pairs, FEP insulation
[
ZLU S 2900-363B | 4 pair #22, shielded pairs, FEP insulation
5 5 < 2900-353E | 4 pair #22, shielded pairs, FEP insulation
8 " Ej 2900-353A | 4 pair #22, shielded pairs, FEP insulation
<w| I 2900-223C | 4 pair #22, shielded pairs, FEP insulation
al o )
© 2900-223B | 4 pair #22, shielded pairs, FEP insulation
2900-213C | 4 pair #22, shielded pairs, FEP insulation
2900-213A | 4 pair #22, shielded pairs, FEP insulation
2900-323E | 4 pair #22, shielded pairs, FEP insulation
o 2900-323D | 4 pair #22, shielded pairs, FEP insulation
gl R 2900-323C | 4 pair #22, shielded pairs, FEP insulation
8 3 2900-3238B 4 pair #22, shielded pairs, FEP insulation
w| 2900-323A 4 pair #22, shielded pairs, FEP insulation
e Q 2900-363A | 4 pair #22, shielded pairs, FEP insulation
8 &ﬂ 2900-223A | 4 pair #22, shielded pairs, FEP insulgtion
e)
3l 9063 | £-365 53 | RGS-PVC coated conduit 711.30 | 879.42 | 2900-353C | 4 pair #22, shielded pairs, FEP insulation
" 2 2900-353B | 4 pair #22, shielded pairs, FEP insulation
g ;g 2900-213A | 4 pair #22, shielded pairs, FEP insulation
o 2900-213B | 4 pair #22, shielded pairs, FEP insulation
o 2900-213C | 4 pair #22, shielded pairs, FEP insulation
2900-223A | 4 pair #22, shielded pairs, FEP insulation
2900-223B | 4 pair #22, shielded pairs, FEP insulation
2900-223C | 4 pair #22, shielded pairs, FEP insulation
2900-353E | 4 pair #22, shielded pairs, FEP insulation
2900-353A | 4 pair #22, shielded pairs, FEP insulation
Eg 2900-353D | 4 pair #22, shielded pairs, FEP insulation
= 2900-353F 4 pair #22, shielded pairs, FEP insulation
= 2900-363A | 4 pair #22, shielded pairs, FEP insulation
2; 2900-363B | 4 pair #22, shielded pairs, FEP insulation
35 2900-363C 4 pair #22, shielded pairs, FEP insulation
E Pull rope Soft-Fiber Polyester
ac
= 9064 E-367 41 RGS-PVC coated conduit 237.10 534.55 2900-323C | 4 pair #22, shielded pairs, FEP insulation
Es 2900-323D 4 pair #22, shielded pairs, FEP insulgtion
EE 2900-323A 4 pair #22, shielded pairs, FEP insulation
- 2900-3238B 4 pair #22, shielded pairs, FEP insulation
E Pull rope Soft-Fiber Polyester
EE 2900-323E | 4 pair #22, shielded pairs, FEP insulation
a
w
= 9065 E-264A, E-366 27 RGS-PVC coated conduit 0.00 229.03 Pull rope Soft-Fiber Polyester
1
9066 E-366 27 RGS-PVC coated conduit 0.00 229.03 Pull rope Soft-Fiber Polyester
<
Z 9067 | E-366 21 RGS-PVC coated conduit 94.84 229.03 | 2900-373B | 4 pair #22, shielded pairs, FEP insulation
et 2900-373A | 4 pair #22, shielded pairs, FEP insulation
jr Pull rope Soft-Fiber Polyester
<
o
9070 E-366 27 RGS-PVC coated conduit 142.26 229.03 2900-233A 4 pair #22, shielded pairs, FEP insulation
S % 2900-233B | 4 pair #22, shielded pairs, FEP insulation
w 2900-233C | 4 pair #22, shielded pairs, FEP insulation
= 8
(V4]
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CONDUIT DATA
Conduit . Total |Allowoblel |n0qe
No Reference Size Type EJJJ) E;JJ) Cableckg. Conductor Type
9068 | E-366 41 RGS-PVC coated conduit 426.78 | 534.55 2900-233C | 4 pair #22, shielded pairs, FEP insulation
2900-233B | 4 pair #22, shielded pairs, FEP insulation
2900-263B | 4 pair #22, shielded pairs, FEP insulgtion
2900-263A | 4 pair #22, shielded pairs, FEP insulation
2900-253C | 4 pair #22, shielded pairs, FEP insulation
2900-253B | 4 pair #22, shielded pairs, FEP insulation
2900-253A | 4 pair #22, shielded pairs, FEP insulation
2900-243A | 4 pair #22, shielded pairs, FEP insulation
2900-233A | 4 pair #22, shielded pairs, FEP insulation
Pull rope | Soft-Fiber Polyester
9069 | E-374 27 RGS conduit 47.42 229.03 | Pull rope | Soft-Fiber Polyester
2900-482A | 4 pair #22, shielded pairs, FEP insulation
9222 E-72 53 RGS conduit 62.07 879.42 2910-5 1-3/C_ #16, 600 V, EPR insulation
Pull rope | Soft-Fiber Polyester
9223 |E-T2 53 RGS conduit 62.07 879.42 Pul | rope | Soft-Fiber Polyester
2910-9 1-3/C_ #16, 600 V, EPR insulation
VOV VNV Y Y YN
9230 | E-115 78 ( RGS-PVC coated conduit ) 1754.54 | 2564.19 | 2900-442B | 4 pair #22, shielded pairs, FEP insulation
N 2900-402A | 4 pair #22, shielded pairs, FEP insulation [
ZZX 2900-412A | 4 pair #22, shielded pairs, FEP insulation
2900-412B | 4 pair #22, shielded pairs, FEP insulation
2900-412C | 4 pair #22, shielded pairs, FEP insulation
2900-422A | 4 pair #22, shielded pairs, FEP insulation
2900-422B | 4 pair #22, shielded pairs, FEP insulation
2900-442A | 4 pair #22, shielded pairs, FEP insulation
2900-332A | 4 pair #22, shielded pairs, FEP insulation
2900-442C | 4 pair #22, shielded pairs, FEP insulation
2900-452A | 4 pair #22, shielded pairs, FEP insulation
2900-452B | 4 pair #22, shielded pairs, FEP insulation
2900-482A | 4 pair #22, shielded pairs, FEP insulation
2910-2 4 pair #22, shielded pairs, FEP insulation
2910-3 4 pair #22, shielded pairs, FEP insulation
Pull rope | Soft-Fiber Polyester
2900-382C | 4 pair #22, shielded pairs, FEP insulation
2900-432A | 4 pair #22, shielded pairs, FEP insulation
2900-172A | 4 pair #22, shielded pairs, FEP insulation
2900-152A | 4 pair #22, shielded pairs, FEP insulation
2900-332C | 4 pair #22, shielded pairs, FEP insulation
2900-142A | 4 pair #22, shielded pairs, FEP insulation
2900-382B | 4 pair #22, shielded pairs, FEP insulation
2900-152B | 4 pair #22, shielded pgirs, FEP insulation
2900-152C | 4 pair #22, shielded pairs, FEP insulation
2900-162B | 4 pair #22, shielded pairs, FEP insulagtion
2900-172B | 4 pair #22, shielded pairs, FEP insulgtion
2900-172C | 4 pair #22, shielded pairs, FEP insulgtion ® z
2900-272C | 4 pair #22, shielded pairs, FEP insulagtion Q9
2900-382A | 4 pair #22, shielded pairs, FEP insulation NS
2900-162A | 4 pair #22, shielded pairs, FEP insulation T
2900-292A | 4 pair #22, shielded pairs, FEP insulation ©om
2900-192A | 4 pair #22, shielded pairs, FEP insulation T
2900-272B | 4 pair #22, shielded pairs, FEP insulation o
2900-272A | 4 pair #22, shielded pairs, FEP insulation cE
2900-192C | 4 pair #22, shielded pairs, FEP insulation 99
2900-192B | 4 pair #22, shielded pairs, FEP insulation Lo
2900-332B | 4 pair #22, shielded pairs, FEP insulgtion E 5
For continuation, see next sheet. oF
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