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Roadway Barrier PB-Com Low Voltage - Call Box Caltrans standard ES-9C (PB-9A) &f&?&g;WALDNE
qy_Barrier PB-LtQ 600 \ - Electricql Caltrans standard ES-W) PB POWER. Inc.
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A A AN AAAAAACACACA A A A A A A A A A AA ACA_AAA, ACA_AA_A_A_A_A_A_A_A_A, ACALAA_A_A_A_A_A_A_A_A AN AN NAAM_ANA ACAACA A A Parsons Brinckerhoff Company
Roadwdy ang miscel Toneous PE-1B 304 C % 254 W x 127 D | NEMA 4X 600 V - Electrical Located af main suspender cabig 303 Second St.. Sulte TOON
Roadway and miscel |aneous PB-1C 152 L x 152 W x 102 D | NEMA 4X 600 V - Electrical Located at suspender brackets San Francisco, CA  94107-1317
Roadway PB-1F 304 L x 304 W x 152 D | NEMA 4X 600 V - Electrical Located at main suspender cable The State of California or its officers or agenls stall nol be responsible for
3\?\ the accuracy or complefeness of electronic copies of this plan sheet.
Inside Girder Box PB-2A 406 T x)254-W x 152 D [ NEMA 12 600 V - Electrical
Service Platform PB-2B 762 L x 508 WJx 203 D | NEMA 4X 600 V - Electrical Coltrans now s o web sie! To gef 0 116 web Sif go 1o M./ /w0090
o [nside Girder Box 3\ PR-2C 915 L x 610 W x 610 D [ NEMA 12 600 V - Electrical Electrical vault-embedded in conc. deck
v Inside Girder Box PB-2P) 1067 L x 915 W x 305 D | NEMA 12 600 V - Electrical Electrical vault-surface/pendant mounted SHEET NOTE:
ol Inside Girder Box PB-2L 152 L x 152 W x 102 D | NEMA 12 600 V - Electrical For future light pipe =21t ' Le
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o with padlock provisions.
w <
a (=]
W —
rS| s PULL BOXES
o =
X & . T Pull Box Enclosure Nameplate
Location ype Size Type Pul | Box Cover Remarks
N o>
>
§2 o "E" Line Girder access Platform PB-2D 457 L x 457 W x 203 D NEMA 4X 600 V - Electrical For Base Tower power and |ighting
<4| o Inside Dehumidification #2 Areg PB-2E 203 L x 203 W x 102 D NEMA 12 600 V - Electrical For Base Tower Dehumidification #2 power
56| % Tower Base-Elevator Enclosure PB-2F 203 L x 203 W x 102 D NEMA 12 600 V - Electrical For Elevator pit motor power
G 3 Tower Walkway Platform, EL. 93.35 m PB-2G 457 L x 457 W x 203 D NEMA 4X 600 V - Electrical For Power and Lighting
383 Tower Walkway Plotform, EL. 93.35 m PB-2H 457 L x 457 W x 203 D NEMA 4X 600 V - Electrical For Power and Lighting
Elevator Enclosure-EL. 93.35 m PB-2J 203 L x 203 W x 102 D NEMA 4X 600 V - Electrical For Power and Lighting
"E" Line Girder access Platform PB-2K 305 L x 305 W x 152 D NEMA 4X 600 V - Electrical For Base Tower power and lighting
Tower Walkway Plgtform, EL. 53.0 m PB-2R 203 L x 203 W x 102 D NEMA 4X 600 V - Electrical For Power - Booster Pump P1
= Tower Vertical Runs PB-4D 915 L x 610 W x 610 D NEMA 12 600 V - Electrical
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a T Inside Girder Box and Tower EL 63.0 PB-3A 1830 L x 915 W x 305 D| NEMA 12 Danger - High Voltage - Keep Out
st Inside Girder Box PB-3B 813 L x 203 diameter | Cylindrical Housing| Fiber Optic 72 fibers to 12 fibers
Inside Girder Box PB-3C 813 L x 203 diameter | Cylindrical Housing| Fiber Optic 72 fibers to 72 fibers
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= ; Cabinet/Terminal Enclosure Nameplate \
% Location Type Box Size Type Cabinet/Terminal Cover Remarks %
: - - - FOR REVISION ONLY
2 Service Platform PB-6C See Panel Layout NEMA 4X See Panel Layout on E-305 For Navigation Relay Cabinet
= N e, ;N.,-r~«rv~4£§k | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS £CO REMAIN [N FORCE
—- Service Platform ) PB-7B Ses~PaeiALQyout [ NEMA 4X 5 See Panel Layout on E-321 For Scada Communication Terminal Box
5 € (il PB-7C 762 H x 508 WX 203 D | NEMA X Caltrans Telephone Enclosure only - For Telephone Terminal Box ka 10/30/08) SERVICE PLATFORM ELECTRICAL CHANGES | RR Eﬁ 55
— [nside Girder Box PB-7D BOBHXO6 W x 203 D | NEMA 4X Caltrans Telephone Enclosure only - For Telephone Terminal Box RY | RG
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3 inside Light 7o _ DETAILS i
- Tn:snd(—:' Lig ole PB-2N 152 L x 152 W x 102 D | NEMA 12 TOS-MVDS Cable Term!nc‘r!on SAS SUPERSTRUCTURE ROADWAY WESTBOUND W
ower Platform PB-2M 305 L x 305 W x 152 D | NEMA 12 TOS-MVDS Cable Termination ==
o [nside Dehumidificotion #1 Areg PB-TOS 203 L x 203 W x 102 D | NEMA 4X TOS-COM Dehumidification Unit #1 PULLBOX SCHEDULES
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