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. Pull Box Enclosure Nameplate
T .
Location ype Size Type Pull Box Cover Remarks 12-6-04
. PLANS APPROVAL DATE
Roadway Barrier PB-Com Low Voltage - Call Box Caltrans standard ES-9C (PB-9A) PB POWER, Inc.
Roadway Barrier PB-Ltg 600 V - Electrical Caltrans standard ES-9C (PB-9) A Parsons Brinckerhoff Company
303 Second St., Suite 700N
Roadway and miscellaneous PB-1B 304 L x 254 W x 127 D | NEMA 4X 600 V - Electrical Located at main suspender cable San Francisco, CA  94I07-1517
Roadway and miscellaneous PB-1C 152 L x 152 W x 102 D | NEMA 4X 600 V - Electrical Located at suspender brackets The State of California or its officers or agents shall not be responsible for
Bike Path PB-1D 152 L x 203 W x 102 D | NEMA 4X 600 V - Electrical the accuracy or complefeness of electronic copies of this plan sheet.
Bike Path PB-1E 305 L x 254 W x 152 D | NEMA 4X 600 V - Electrical o - P T ———
Roadway PB-1F 304 L x 304 W x 152 D | NEMA 4X 600 V - Electrical altrans now has o web site! To gef o e web site. go o Mo/ /uwww.dolcagoy
2 Inside Girder Box PB-2A 406 L x 264 W x 152 D | NEMA 12 600 V - Electrical
v Service Platform PB-28B 762 L x{508)W x 203 D | NEMA 4X 600 V - Electrical SHEET NOTE:
ol Inside Girder Box ‘ c 5 915 L xl(‘B'TﬁW X 610 D | NEMA 12 600 V - Electrical Electrical vault-embedded in conc. deck
W | Inside Girder Box 3\, PB-2P 1067 L x| 915 W x 305 D | NEMA 12 600 V - Electrical Electrical vault-surface/pendant mounted .
20 Inside Girder Box BT 152 L x\152 W x 102 D | NEMA 12 600 V - Electrical For future light pipe € Panel O oS Inal ¢ provided
I /A with padlock provisions.
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Inside Girder Box PB-3A 1830 L x 915 W x 305 D| NEMA 12 Danger - High Voltage - Keep Out
Inside Girder Box PB-3B 813 L x 203 diameter | Cylindrical Housing | Fiber Optic 72 fibers to 12 fibers
Inside Girder Box PB-3C 813 L x 203 diameter | Cylindrical Housing | Fiber Optic 72 fibers to 72 fibers
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o] T . Cabinet/Terminal Enclosure Nameplate
o Location Type Box Size Type Cabinet/Terminal Cover Remarks FADL WALIEODIN
NO .. 11465
Service Platform PB-6C See Panel Layout NEMA 4X See Panel Layout on E-305 For Navigation Relay Cabinet xp.12/31/2009
ANV A 3
far PB-7B /3 ut (NEMA 4X 3 See Panel Layout on E-321 For Scada Communication Termingl Box
Service Platform) PB-7C 762 H x 508 W)x 203 D | KEMA"ZX™ Caltrans Telephone Enclosure only - For Telephone Terminal Box N
= INStde T der Box. PB- 7D — NEMA 12 Caltrans Telephone Enclosure only - For Telephone Terminal Box =
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ud Location Type Pull Box Size Type PUIl Box Cover Remarks SHEET OF éi
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' Inside Light Pole PB-2N 152 L x 152 W x 102 D | NEMA 12 TOS-MVDS Cable Termination 23
= Tower Platform PB-2M 305 L x 305 W x 152 D | NEMA 12 TOS-MVDS Cable Termination e
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