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Conduit support 4>? R‘

L 100x100 \

Strain relief grip, stainless
steel type for 78 I|Qund+|gh+
flexible metal conduits (Typ)

Stainless steel—»
conduit band
every 610 mm
spacing (Typ)

Anchor steel messenger wire and
strain relief grip with stainless
steel eye bolt at angle support

for each conduit location.

<— Stainless steel messenger
wire (Typ each conduit
with tie down clamps)
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Pull Box C

Platform @ Elev 53.85
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Structure
PLAN-PLATFORM AT ELEV 53.850+
NO SCALE
CI:
Pull Box D Pull Box B
Pull Box A
T.0. Grating
_
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Detail

600 V Liquidtight
flexible metal
conduits. See

U-Bol+ g
(Staggered) &3

with H.S.B. (Typ)

flexible metal conduits.

Low Level quwd‘rlgh‘r/

Conduit support
(L100x100) bolted to
platform channel \".’_‘ |
«‘»"4 .
C

U-Bolt
(Staggered)

Stainless steel
conduit band
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REGISTERED ELECTRICAL ENGINEER DATE

PLANS APPROVAL DATE

PB AMERICAS, Inc.
A Parsons Brinckerhoff Company
303 Second St., Sufte TOON
San Francisco, CA  94107-1317

The State of California or its officers or agents shall not be responsible for
the accuracy or completeness of electronic copies of this plan sheet.

Caltrans now has a web site! To get to the web site, go fo http:/ /www.dot.ca.gov

NOTE :

For reference drawing see Sheet E-64A.
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