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3298 | E-265 53 RGS-PVC coated conduit 102.61 879.42 | Pull rope Soft-Fiber Polyester
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<w| O 3316 E-264B, E-264C 78 RGS-PVC coated conduit 1300.80 | 1935.24| Pull rope Soft-Fiber Polyester
23 ¢ £-278, £-284 UP210-2 & 4 | 1-4/C + gnd #6, 600 V, EPR insulation )
3; 8 ?‘ UP210-14 & 18| 1-4/C + gnd #8, 600 V, EPR insulation )
Twl I AN (1 uP210-21 1-2/C + gnd #8, 600V EPR insulation
©o Cl up210-23 1-2/C + gnd #8, 600V EPR insulation
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ol 2 3319 | £-264, E-264A 78 | RGS-PVC coated conduit 1655.61 | 1935.24 P2121 1-3/C + gnd #1/0, 600 V, EPR insulation
W TR 2120 1-3/C + gnd #1/0, 600 V, EPR insulation
o = 2121-1 1-3/C #14,600 V, EPR insulation
© 2121-2 1-3/C A#16) 600 V, EPR insulation
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3320 | E-26§ 78 Y[ RGS-PVC coated conduit /2N 1281.36 [ 1935.24 02120 1-3/C + gnd_ #1/0, 600 V, EPR insulation
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F 3320A | E-287 53 [ RGS-PVC coated conduit 754.18 879.42 | 2120 1-3/C + gnd  #1/0, 600 V, EPR insulation
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3322 |E-264, E-264A 78 | RGS-PVC coated conduit Al 754.18 J] 1935.24 [ 2119-A {[1-3/¢ + gnd #1/0, 600 V, EPR insulation }
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E Pull rope 0 ibér Polyester 72\
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3322C |E-265 78 | RGS-PVC coated conduit 754.18 §| 1935.24 [ 2119-A f[1-3/C + gnd #1/0, 600 V, EPR insulation }
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; 3323 |E-264 78 RGS-PVC coated conduit 901.43 1935.24 [)2121-2 1-3/¢( #16, 600 V, EPR insulation
= 2121-1 1-3/C $T4, 600 V, EPR insulation
= [2aN Pull rope Soft-Fiber Polyester
&J 2121 1-3/C + gnd 41/0,600 V, EPR insulation
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. 3323A |E-286 78 | RGS-PVC coated conduit 901.43 ) [ 1935.24 [ 2121-2 1-3/¢C #16,7600 v, EPR insulation
2121-1 1-3/C_ #74, 600 V, EPR insulation
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8 3323B [E-286, E-287 78 RGS-PVC coated conduit 901.43 1935.24 | 2121-2 1-3/C_ #16, 600 V, EPR insulation P}
= 2121-1 1-3/C_ #14, 600 V, EPR insulation <
o Pull rope Soft-F iber Polyester 3
2121 1-3/C + gnd _#1/0,600 V, EPR insulation )
S 3323C |E-287 78 | RGS-PVC coated conduit 901.43 | 1935.24 | 2121-2 1-3/C_ #16, 600 V, EPR insulation J
L 2121-1 1-3/C_#14, 600 V, EPR insulotion 4
= E Pull rope Soft-F iber Polyester 35
wn 2121 1-3/C + gnd _#1/0,600 V, EPR insulation )
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PB POWER, Inc.
SHEET OF A Parsons Brinckerhoff Company
303 Second St., Suite 700N
San Francisco, CA  94107-1317
The State of California or its officers or agents shall not be responsible for
the accuracy or complefeness of electronic copies of this plan sheet.
Caltrans now has a web site! To get fo the web site, go fo http:/ /www.dot.ca.gov
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I 3322 7 |E-286" 7 ¥ {7 537 ] RGS-PVC coated condul t 0.00 879.42 | Pull rope Soft-Fiber Polyester M 3
9
3324A |E-286, E-287 53 RGS-PVC coated conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester 3
2
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3324B |E-287 53 RGS-PVC coated conduit 0.00 879.42 |Pull rope Soft-Fiber Polyester {
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3329 |E-265 53 RGS-PVC coated conduit 0.00 879.42 Pull rope Soft-Fiber Polyester
3330 [E-264A, E-281 41 RGS-PVC coated conduit 384.80 534.55 | CCTVEQ1BA TVP
CCTVEO1BB TVCP
CCTVEOTAA TVP
CCTVEO1AB TVCP
3330C |E-281 41 RGS-PVC coated conduit 192.4 534.55 CCTVEO1AA TVP
CCTVEO1AB TVCP
33300 |E-281 41 RGS-PVC coated conduit 192.4 534.55 | CCTVEOQ1BA TVP
CCTVEO1BB TVCP
3330E |E-281 41 RGS-PVC coated conduit 192.4 534.55 | CCTVEOQTAA TVP
CCTVEQ1AB TVCP
3330F [E-281 41 RGS-PVC coated conduit 192.4 534.55 | CCTVEO1BA TVP
CCTVEO1BB TVCP
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3333 |E-264,fE-264B J| 78 | RGS-PVC coated conduit 754.18 3] 1935.24 | Pyl cone — SaptzEjher Rolyester
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3337 |E-2648 £ 789 [ RGS-PVC coated conduit 618.45 | 1935.24 ) Pul) rope | Sgfi=Fiber IR
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3337A |E-266 53 RGS-PVC coated conduit 332.45 )| 879.42 J[ Pull rope Soft-Fiber Polyester 59
A UP210-6 & 8 | 1-4/C + gnd #6, 600 V, EPR insulation J/2\ oo
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