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AT SERVICE PLATFORM CABLE TRAY AND CONDUIT PLAN

INSIDE CROSSBEAM

PLATFORM 6 CONDUIT, LIGHTING, 

AND GROUNDING PLAN
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SHEET NOTES:

1

2

4

5

6

For continuation inside WB girder,

see sheets E-98 and E-114B.

For continuation inside EB girder,

Pipe sleeve without conduit going through

is spare. Contractor to provide plug or cap

For typical lighting fixture installation

see Details 2 and 3, sheet E-123.

7

between girder wall and girder walkway.

Locate light fixture approximate half way

see sheet E-183 and E-114B.

8

on sheet E-73A.

at both ends. For location see Section Y-Y

    sheet E-78B)
   (See Det. 3
on grating (Typ)
Wireway support

conduit

flexible metal

Liquidtight

10

9

9

10 Terminate conduits at Terminal Box #COM-6.

Terminate conduits at Terminal Box #TEL-6.

 
Wireway

     
7

  

 

  

(Typ for 2)
Flex Fitting
78 mm

(Typ for 2)
Flex Fitting
78 mm

WIREWAY AND CONDUIT PLAN

equipment

2

32

11

(Typ)

12

32

   3

31

31

For wireway numbers, see sheet E-73.

 

NOTES:

1. Reference:    - For circuit, conduit/cable tray

     schedules, see sheets starting at E-401.

   platform crossbeams, see Typical

3. For location of pipe sleeves at the utility

   Crossbeam Details sheets.

   For wireway support details, see AS sheets.2. 

3213

13

32

(Typ)

600V wireway

Routed in

3 Deleted.

13

11

 

rack grounding.

See Detail 4, Dwg E-111B for Structural 

12

13

32

32

sheet E-111A.

installation details, see Detail 7,

noted otherwise on plans.  For additional

flexible metal conduit for protection, unless

Route ground conductor in liquidtight

damage when exposed outside the structure.

Ground conductor shall be protected from
 

details, see sheet E-73A.

#2 Bare Copper Wire in conduit, For installation

cable tray

Routed in 600V

13

13

Panel, BCP-6

BASE Communication

18186
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4. For platform elevations, see sheet E-73A.
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See sheets E-1100 and E-1101.

in innerduct, conduit and wireway to BCP-6. 

Furnish and install BASE fiber optic cable 

 

per conduit 4212H and 4212G.

TOS/COM cable tray and 3-25.4 mm innerducts

innerduct per BASE fiber optic cable in 

Furnish and install BCP-6 and 1-25.4 mm 
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