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DRAFT 1 (03/01/11)

| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE DIST| CONTY | ROUTE | %07Rl"PROJERT |"No | SHEETS
CONDUIT DATA 04| SF 80 13.2/13.9 | 35| 1204
/&\ |071211) TOS MODIFICATIONS RR | RG | 81
Conduit : Total |Allowablel 1,0|yded
No Reference  [Size Type Fil fond) | Cable No. Conductor Type /5\ |03/01/11 BASE INTEGRATION RSB| WB | 150
2743 |[E-114B 610 10572.67 {38709.60 | 2900-152C | 4 pair #22, shielded pairs, FEP insulation
&\'\MM) 2900-292A | 4 pair #22, shielded pairs, FEP insulation & 03/26/10] DEHUMIDIFIER SCADA INTERFACE RR ?g 130
2900-272C | 4 pair #22, shielded pairs, FEP insulation RY | RG
2900-272B | 4 pair #22, shielded pairs, FEP insulation Zﬁl 03/30/09 SERVICE PLATFORM ELECTRICAL CHANGES RR | mp | 55 PLANS APPROVAL DATE
2900-272A | 4 pair #22, shielded pairs, FEP insulation /A 02/25/03‘ CABLE TRAY CHANGES TW | RG | 42s1 PB POWER, Inc. AT
2900-192C [ 4 pair #22, shielded pairs, FEP insulation A Parsons Brinckerhoff Company
2900-192B | 4 pair #22, shielded pairs, FEP insulation A 03/04/03‘ BARRIER MODIFICATIONS ga FS“EF 44 303 Second St., Sulte 700N
ISz 4 P S sl pols, £ omuiotion i o7e o1 o0 o8 o —
- ) - - ] - - REVISIONS The State of Callfornla or Its offlcers or agents shall not be responsible for the accuracy
2900-172B | 4 pair #22, shielded pairs, FEP insulation or completeness of electronic coples of this plan shest.
2900-172A | 4 pair #22, shielded pairs, FEP insulation CONTRACT CHANGE ORDER NO - -
1473-6 50 pair #18, shielded pairs, IS/0S shield 600 V, Calfrans now has a web site! To get fo the web slte, go fo: fittp://www.dat.cagov
o XLPE insul., PVC jacket
> b{ 2900-162A [ 4 pair #22, shielded pairs, FEP insulation
o 3 2900-332C [ 4 pair #22, shielded pairs, FEP insulation
o w 2900-1528B [ 4 pair #22, shielded pairs, FEP insulation
% o« 2900-152A [ 4 pair #22, shielded pairs, FEP insulation
> Eﬂ 2900-142A [ 4 pair #22, shielded pairs, FEP insulation
g g 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
2119-2 4 pair #22, shielded pairs, 300 V, PE insulation
E Ny 2475-3C 12 Fiber, single mode fiberoptic cable
3| = MVDSEO3A | MVDS DLC
N MVDSEO1A [ MVDS DLC
b 2 MVDSEO2A | MVDS DLC FOR REVISION-ONLY FOR REVISION ONLY FOR REVISION ONLY
NN CONDUIT DATA
aYis)
w o 2154 1 - 2 pair, shielded #18 with IS/0A ' Total |Allowable
Lal a 300 V,pPVC’jacke'I' ’ ConaIt|  Reference | size Type (Fi o (Fi ) i pavy Conductor Type
3z Y 2900-1628 | 4 palr #22, shielded pairs, FEP insulation o= M Voswosa T wvos Bic
S| @ 2900-442A | 4 pair #22, shielded pairs, FEP insulation 2744 |e-115,E-182 | 610 | 152,4 mm siderall solld 5109.21 | 38709.60 [2119-2 | 4 pair #22, shielded pairs, 300 V, PE insulation
<;g 5 2474-10 50 pa!r #18, shle!ded pairs, IS/0S shield 600 V, bottom tray
© XLPE !nsul., PV? jacket _ _ 1473-4 50 pair #18, shielded pairs, IS/0S shield 600 V,
1474-6 50 pair #18, shle!ded pairs, IS/0S shield 600 V, XLPE insul., PVC jacket
XLPE !nsul., PV? jacket _ _ 1474-5 50 pair #18, shielded pairs, IS/0S shield 600 V,
_ 1473-4 50 pair #18, shle!ded pairs, IS/0S shield 600 V, XLPE insul., PVC jacket
Ll 2 I Z(LPE, insul., PVC jacket i i 1474-4 50 pair #18, shielded pairs, 1S/0S shield 600 V,
L - pq!r #24, ovgrqll shlglded, 309V, PE [nsu|q+|on XLPE Insul., PVC jacket
o 5; 2910-3 4 pair #22, sh!elded pairs, FEP !nsu|q+!on Pull rope Soft-Fiber Polyester
n| —T 2910-2 4 pq!r #22, sh!elded pa!rs, FEP |nsu|qT|on _ MVDSEOTA MVDS DLC —
5 §§ 2910-12 4 pair #22, shielded pglrs, 390 V, PE insulation 2475-3A 12 Fiber, single mode fiberoptic cable
3l 4 2910-11 1 1-3/C #16,600 V, EPR Insulation 1473-5 50 pair #18, shielded pairs, IS/0S shield 600 V,
2 Eg 2900-482A | 4 pq!r #22, sh!elded pa!rs, FEP !nsula+!on XLPE insul., PVC [acket
o 2900-4528 | 4 pair #22, shielded pairs, FEP insulation 2145 |E-115, E-182 610 | 152,4 mm siderall solid 7125.32 | 38709.60 | 2900-4328 | 4 pair #22, shielded pairs, FEP insulation
; E% 2900-452A | 4 pa!r #22, sh!elded pa!rs, FEP !nsula+!on bottom tray
g EE 2900-332A | 4 pair #22, sh!elded pairs, FEP !nsula+!on 2910-12 4 pair #22, shielded pairs, 300 V, PE insulation
o 2900-442B | 4 pair #22, shielded pairs, FEP insulation Pull rope Soft-Fiber Polyester
28] 2900-332B | 4 pair #22, shielded pairs, FEP insulation 2900-412A | 4 pair #22, shielded pairs, FEP insulation
2900-432A | 4 pair #22, shielded pairs, FEP insulation 2910-11 1-3/C_#16,600 V, EPR insulation
2900-422B | 4 pair #22, shielded pairs, FEP insulation 2910-7 4 pair #24, overall shielded, 30V, PE insulation
2900-422A [ 4 pair #22, shielded pairs, FEP insulation 2910-10 4 pair #22, shielded pairs, 300 V, PE insulation
2900-412C [ 4 pair #22, shielded pairs, FEP insulation 2910-8 4 pair #22, shielded pairs, 300 V, PE insulation
2900-4128B [ 4 pair #22, shielded pairs, FEP insulation 2900-422B | 4 pair #22, shielded pairs, FEP insulation
Z 2900-412A [ 4 pair #22, shielded pairs, FEP insulation 2900-422A | 4 pair #22, shielded pairs, FEP insulation
= 2900-402A [ 4 pair #22, shielded pairs, FEP insulation 2900-412C [ 4 pair #22, shielded pairs, FEP insulation
= 2900-382C [ 4 pair #22, shielded pairs, FEP insulation 2900-412B [ 4 pair #22, shielded pairs, FEP insulation
= 2900-3828B [ 4 pair #22, shielded pairs, FEP insulation 2900-382C | 4 pair #22, shielded pairs, FEP insulation
s 2900-382A [ 4 pair #22, shielded pairs, FEP insulation 2900-402A | 4 pair #22, shielded pairs, FEP insulation
= 2148 1 - 2 pair, shielded #18 with IS/0A, 2900-272C | 4 pair #22, shielded pairs, FEP insulation
= 300 Y, PVC jac§e+ _ _ _ 2900-382B | 4 pair #22, shielded pairs, FEP insulation
N e | 2200-442C | 4 pgir #22, shielded pairs, FEP insulation 2900-382A | 4 pair #22,sh!elded pa!rs,FEP !nsuluflon
S CCTVEO1A | HCC 2900-332C | 4 pair #22, shielded pairs, FEP insulation
—_ T1473-8 50 pair #18, shielded pairs, 1S/0S shield 600 V, 2900-332B | 4 pair #22, shielded pairs, FEP insulation
5 XLPE insul., PVC jacket 2900-332A | 4 pair #22, shielded pairs, FEP insulation
= Pull rope | Soft-Fiber Polyester 2900-292A | 4 pair #22, shielded pairs, FEP insulation -
= 2475-3A 12 Fiber, single mode fiberoptic cable 2900-172A | 4 pair #22, shielded pairs, FEP insulation )
& 2475-38 12 Fiber, single mode fiberoptic cable 2900-192B | 4 pair #22, shielded pairs, FEP insulation B
e 24753 12 Fjher, single mode fiberoptic riser cable 2900-142A | 4 pair #22, shielded pairs, FEP insulation § >
. A \ 1474-5A 1 - 6 pair, shielded #18 with overall shield, o
/8N[| CcCTVEO1B | HCC < 300 V, PVC jacket —©
= ol ) 2910-3 4 pair #22, shielded pairs, FEP insulation T
= 2900-4328 [ 4 pair #22, shielded pairs, FEP insulation 2910-2 4 pair #22, shielded pairs, FEP insulation oo
e 2900-482A | 4 pair #22, shielded pairs, FEP insulation E E
= MVDSWO3A MVDS DLC 2900-452B | 4 pair #22, shielded pairs, FEP insulation 59
S 2120-1 1-2PR #18 Twisted Shielded w/overall Shield 0a
b 2120-1 | 1-2PR #18 Twisted Shielded w/overall Shield 2121-1 1-2PR #18 Twisted Shielded w/overal | Shield My
S 1118-1 1-2PR #18 Twisted Shielded w/overall Shield 2155 1 - 2 pair, shielded #18 with IS/0A, S
= 2121-1 1-2PR #18 Twisted Shielded w/overall Shield 300 V, PVC jacket
<t . . zlo
> 2479-1 72 Fiber, single mode fiber optic riser cable For comtinuation, see next sheet CONDUIT AND TRAY SCHEDULE z g
inside brown innerduct ¥ S
® E-420 ¢
- o
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