[=]
w
> wn
D | —
>
o w
w |
n
=W
> | =
w| <
x| o
Mol o
<X | X
aS| S
o
>
N o>
>
a0 &
[=yal
<u| O
gz W
S0 X
Oo—| O
a0 %
<w
oa| O
o
o<
I =
ol =
=<
w| =
x| O
wl| =
>
o J
(@]
z| O
5}
— [m]
n| <
w| N
o| T
w
m

DIST| COUNTY ROUTE EDNE TR B | THEE T | et
12.2/14.3 [407a
] | REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE 04 |SF,Ala 80 0.074.6" lros12| 1204
Conduit/Tray No: 4187 ‘ Reference: | E-649 C{u:vv
1 1 A ‘03/08/10 MEP INTEGRATION SYC| Fw| 110 REGISTERH} ELECTRICAL ENGINEER03ég§E/10
Slze.’ 41 ‘ Type-‘ RGS-PVC coated conduit MARK| DATE DESCRIPTIONS BY [CH' Dl CCow
From: | PB-28 To: | Controller Cabinet #TOS-17WA REVISIONS 05-06-2010
. CONTRACT CHANGE ORDER NO.
. : . [ Installed in Skyway contract. PLANS APPROVAL DATE
Total Fill (mm2): | 30.19 \ Remarks SHEET OF 78 MEREES, .
Allowable Fill (mm2):[ 702.80 \ AR e BR
. . San Francisco, CA  94I107-13I7
Description of Chonges.’ The Stats of Callfornla or Ms offloers or dgents shall naf be responsibie for
the accuracy or complefeness of elecironic caples of this plan sheef.
Included Cable No. Conductor Type Area (mm2)
1475-4H 12 Fiber, single mode fiber optic cable 30.19 Caltrans now has a web siel To get o fhe web sif, go fo ip//uww dotoagor
Pull Rope Soft-Fiber Polyester 0.00
Conduit/Tray No: | 4302 | Reference: | E-617, E-656, E-657 |
Conduit/Tray No: | 4213 \ Reference: | E-650 Size: | 103 | Type: [ RGS condult |
size: | 41 | Type: | RGS-PVC coated conduit From: [ 15kV Vault @ Pier E17L To:[ 15kV Vault @ Pier E18L |
From:’ PB-28B To:‘ Controller Cabinet #TOS-18WA Total Fill (mm2):‘ 2780.99 ‘ Remarks: | Installed in OTD-1 contract.
Total Fill (mm2): | 60.38 | Remarkss | Instalied in Skyway confract. Allowable F1Il (mm2): | 3324.51 |
Allowable Fill (mm2): | 414.28 \ -
Description of Chcnges:‘
Description of Chqnges:’
Included Cable No. Conductor Type Area (mm2)
Included Cable No. Conductor Type Area (mm2) 1392 3-1/C #4/0, 15 KV, EPR insulation 2780.99
1475-411 12 Fiber, single mode fiber optic cable 30.19 Pull Rope Soft-Fiber Polyester 0.00
1475-412 12 Fiber, single mode fiber optic cable 30.19
Pull Rope Soft-Fiber Polyester 0.00

DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA

Conduit/Tray No:

Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

] 4257 \ Reference: | E-652

] 41 \ Type: [ RGS-PVC coated conduit

| PB-2B To: | Controller Cabinet #TOS-20WA
[ 30.19 | Remarks: | Installed In Skyway contfract.
| 702.80 |

|

Conductor Type

Area (mm2)

1475-44J

12 Fiber, single mode fiber optic cable

30.19

Pull Rope

Sof+-Fiber Polyester

0.00

Conduit/Tray No:

Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):
Description of Changes:

Included Cable No.

’ 4276 ‘ Reference: ‘ E-654

’ 41 ‘ Type:‘ RGS-PVC coated conduit

| PB-28B To: | Controller Cabinet #TOS-21WA
’ 30.19 ‘ Remarks: | Installed In Skyway contract.
| 702.80 \

|

Conductor Type

Area (mm2)

1475-4K

12 Fiber, single mode fiber optic cable

30.19

Pull Rope

Soft-Fiber Polyester

0.00

THIS PLAN ACCURATE FOR ELECTRICAL

WORK ONLY.

Conduit/Tray No: | 4315 | Reference: | E-618, E-657, E-659 |
Size: ‘ 103 ‘ Type: ‘ RGS conduit ‘
From: | 15kV Vault @ Pier E18L To:| 15kV Vault @ Hinge FW |
Total Fill (mm2): | 2780.99 | Remarks: | [nstalled Tn OTD-1 contract.
Allowable Fill (mm2): | 3324.51 |
Description of Chonges:‘
Included Cable No. Conductor Type Area (mm2)
1392 3-1/C #4/0, 15 KV, EPR insulation 2780.99
Pull Rope Soft-Fiber Polyester 0.00

EXISTING
CONDUIT AND TRAY SCHEDULE

=> 06-MAY-2010

=> 18:44

DATE PLOTTED
TIME PLOTTED

LAST REVISION

00-00-00

E-1011

FOR REDUCED PLANS ORIGINAL
SCALE IS IN MILLIMETERS
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