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DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA

N L LVCC-A Sect. 9 1 #18 (Typ)
TB4-17 i 8 TB4—18>§
$iE i3 ¥ & L A1
Ckt. 2345
TB4-19 7 8 TB4-20
@S i3 i g i A2
Ckt. A-2360
TB4-21 7 8 TB4-22
@-ooeenriS 5 i & L A3
Ckt. A-2361
TB4-23 7 8 TB4-24
#iE 5 i £ L A4
Ckt. A-2362
TB4-26
i A5
LVCC-A Sect. 10
TB4-25 T 8 TB4-28
$eei3 i3 i g LL A6
Ckt. 2346
B4-27 T 8 TB4-30
L s i3 i & L AT
Spare Contactor
TB4-29 7 8 TB4-32
#-ooiE F k & o A8
Spare Contactor
TB4-31 7 8 TB5-2
L i3 i & o B1
Spare Contactor
TB5-5
I B2
Battery Charger
Panel DP-A
TB5-1 TB5-8
e DC (G) DC (UV) i B3
DC Undervoltage
TB5-11
i B4
T50kVA Transformer
TB5-4 TB1-1 TB1-2 TB5-14
Ea— i3 i & L B5
Substation EB (49)
TB5-17
L B6
480V Swgr. (Bkr. 525-1)
B5-7 TB2-7 TB2-8 TB5-20
L s g i g iC B7
(27UV)
TB5-23
i B8
TOS-12EA
TB5-10
-3 i3 it g
Door Switch
TOS-13EA
TB5-13
[ i3 i o i S S S
Door Switch
TOS-13EB
TB5-16
&-oiE {3 it =
Door Switch
RTU *#13E
16 POINT DIGITAL INPUT
TOS-15EB RACK 1, SLOT 6
TB5-19
§-S g i H
Door Switch
Substation Door Alarm
TB5-22 7 7
Field Device Alarm

DIST| COUNTY ROUTE

KILOMETER POST
TOTAL PROJECT

SHEET| TOTAL
No

SHEETS

04 |SF,Ala 80

12.2/14.3
.0

207q
09537 1204

Chin

03/08/10

05-06-2010

REGISTERED ELECTRICAL ENGINEER DATE

PLANS APPROVAL DATE

PB AMERICAS, Inc.

A Parsons Brinckerhoff Company
303 Second S+t., Suite 700N
San Francisco, CA  94I07-13I7

The Stdte of Callfornla or Ifs officers or agents shall not be responslble for
the accuracy or complefencss of electronic coples of this plan sheef.

Calfrans now has a web sltel To get fo the web slfe, go fo htp://www.dot.cagov

NOTES:

1. Contractor shall install input card.
See sheet E-910 for location.

2. Contractor shall wire connection

shown by bold lines.

REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE
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SCALE

E-924

=> 06-MAY-2010

=> 19:08

DATE PLOTTED
TIME PLOTTED

LAST REVISION

00-00-00

FOR REDUCED PLANS ORIGINAL
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