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a Ircul Station | R Mountin 9. _Fixture| Fumber Remarks
w oadway | Suspend at g
> | b Number A Pqnepl Roind Type Wattage
> S-3021 56+78 - PP-22 Main Cable MSR-2B-C 2-400 W with Remote Ballast
o | W
r S-3021 Main Cable MSR-2A-C 1-400 W with Remote Ballast SUSPENDER UPLIGHT LIGHTING SCHEDULE
= | w S-3021 57+18 - PP-30 Main Cable MSR-2B-C 2-400 W with Remote Bal last Location
ok S-3021 Main Cable MSR-2A-C 1-400 W with Remote Ballast Circuit | igti i Ltg. Fixture| Number/ R K
| a S-3021 57+58 - PP-38 Main Cable MSR-2-C 3-400 W with Remote Ballast Number arion | Roadway | Suspend at Mounting Type Wattage emarks
i side Panel Point
L s 2 $-3022 57+98 - PP-46 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3001 56+16 North Near PP-9 | Bridge Deck MAU-5-D 1-100 W with Remote Ballast
ool = S-3022 58+38 - PP-54 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3001 56+20.6 North |PP10+2.6 m| Bridge Deck MAU-5-D 1-100 W with Remote Ballast
ol 8 S-3022 58+78 - PP-62 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3001 56+28 North PP-12 Suspender Base MAU-4-D 2-175 W with Remote Ballast
H A-3001 56+38 North PP-14 Suspender Base MAU-4-D 2-175 W with Remote Ballast
N S-3023 59+18 - PP-70 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3001 56+48 North PP-16 Suspender Base MAU-3-D 2-250 W with Remote Ballast
Bm 3'3 A( _5=3023 _50458 - _PP=78 i L ~MSR=2B_C _3=400 W _with R A-3001 56+58 North PP-18 Suspender Base MAU-3-D 2-250 W wi+h Remote Ballast
'ZS a | . S-3023 59+78 - PP-82 Mgip Cgble MSR-2B-C 3-400 W with R\ey\g’re Ballgst D A-3001 56+68 North PP-20 Suspender Base MAU-3-D 2-250 W w!+h Remote Ballast
Jz| W A-3001 56+78 North PP-22 Suspender Base MAU-3-D 2-250 W with Remote Ballast
82 5 A-3011 56+18 - PP-10 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3001 56+88 North PP-24 Suspender Base MAU-2-D 2-400 W with Remote Ballast
&lﬁ u A-3011 56+28 - PP-12 Main Cable MAD-4-C 1-175 W with Remote Ballast
ool O A-3011 56+38 - PP-14 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3002 56+98 North PP-26 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3011 56+48 - PP-16 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3002 57+08 North PP-28 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3011 56458 - PP-18 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3002 57+18 North PP-30 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3011 56+68 - PP-20 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3002 57+28 North PP-32 Suspender Base MAU-2-D 2-400 W with Remote Ballast
— A-3011 56+78 - PP-22 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3002 57+38 North PP-34 Suspender Bdase MAU-2-D 2-400 W with Remote Ballast
. 9( A-3011 56+88 - PP-24 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3002 57+48 North PP-36 Suspender Base MAU-2-D 2-400 W with Remote Ballast
5 § A-3011 56+98 - PP-26 Main Cable MAD-2-C 1-400 W with Remote Ballast
- = A-3011 57+08 - PP-28 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 57+58 North PP-38 Suspender Base MAU-2-D 2-400 W with Remote Ballast .
21 & A-3011 57+18 - PP-30 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 57+68 North PP-40 Suspender Base MAU-2-D 2-400 W with Remote Ballast
wl = A-3011 57+28 - PP-32 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 57+78 North PP-42 Suspender Base MAU-2-D 2-400 W with Remote Ballast
ol O A-3011 57+38 - PP-34 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 57+88 North PP-44 Suspender Base MAU-2-D 2-400 W with Remote Ballast
- 8 A-3011 57+48 - PP-36 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 57498 North PP-46 Suspender Base MAU-2-D 2-400 W with Remote Ballast
o a A-3011 57+58 - PP-38 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3003 58+08 North PP-48 Suspender Base MAU-2-D 2-400 W with Remote Ballast
nl < A-3011 57+68 - PP-40 Main Cable MAD-2-C 1-400 W with Remote Ballast
uo A-3004 58+18 North PP-50 Suspender Base MAU-2-D 2-400 W with Remote Ballas+t
W A-3012 57+88 - PP-44 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3004 58+28 North PP-52 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3012 57+98 - PP-46 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3004 58+38 North PP-54 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3012 58+08 - PP-48 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3004 58+48 North PP-56 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3012 58+18 - PP-50 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3004 58+58 North PP-58 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3012 58+28 - PP-52 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3004 58+68 North PP-60 Suspender Base MAU-2-D 2-400 W with Remote Ballast
A-3012 58+38 - PP-54 Main Cable MAD-2-C 1-400 W with Remote Ballast
A-3012 58+48 - PP-56 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3005 58+78 North PP-62 Suspender Base MAU-2-D 2-400 W with Remote Ballast
3 A-3012 58+58 - PP-58 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3005 58+88 North PP-64 Suspender Base MAU-3-D 2-250 W with Remote Ballast
= A-3012 58+68 - PP-60 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3005 58+98 North PP-66 Suspender Base MAU-3-D 2-250 W with Remote Ballast
= A-3005 59+08 North PP-68 Suspender Base MAU-3-D 2-250 W wi+h Remote Ballast
s A-3013 58+78 - PP-62 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3005 59+18 North PP-70 Suspender Base MAU-3-D 2-250 W with Remote Ballast
oo A-3013 58+88 - PP-64 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3005 59+28 North PP-72 Suspender Base MAU-3-D 2-250 W with Remote Ballast
=2 A-3013 58+98 - PP-66 Main Cable MAD-2-C 1-400 W with Remote Ballast
e A-3013 59+08 - PP-68 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+38 North PP-74 Suspender Base MAU-3-D 2-250 W with Remote Ballast
A-3013 59+18 - PP-70 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+48 North PP-76 Suspender Bdse MAU-3-D 2-250 W with Remote Ballast
s A-3013 59+28 - PP-72 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+58 North PP-78 Suspender Base MAU-3-D 2-250 W with Remote Ballast
— A-3013 59+38 - PP-74 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+68 North PP-80 Suspender Base MAU-4-D 2-175 W with Remote Ballast
= A-3013 59+48 - PP-76 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+78 North PP-82 Suspender Base MAU-4-D 2-175 W with Remote Ballast
= A-3013 59+58 - PP-78 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+88 North PP-84 Suspender Base MAU-4-D 2-175 W with Remote Ballast N
= A-3013 59+68 - PP-80 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 59+98 North PP-86 Suspender Base MAU-4-D 2-175 W with Remote Ballast b
& A-3013 59+78 - PP-82 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3006 60+08 North PP-88 Suspender Base MAU-4-D 2-175 W with Remote Ballast N
o A-3013 59+88 - PP-84 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3006 60+18 North West PP-90| Suspender Base MAU-4-D 1-175 W with Remote Ballast T
. A-3013 59+98 - PP-86 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3006 60+23 North Near PP-91| Bridge Deck MAU-5-D 1-100 W with Remote Ballast i;
A-3013 60+08 - PP-88 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3006 60+33 North PP-93 Bridge Deck MAU-5-D 1-100 W with Remote Ballast o -
= A-3013 60+18 - PP-90 Main Cable MAD-4-C 1-175 W with Remote Ballast "
= A-3013 60+28 - PP-92 Main Cable MAD-4-C 1-175 W with Remote Ballast oo
S A-3013 60+38 - PP-94 Main Cable MAD-4-C 1-175 W with Remote Ballast EE
— oo
2 NOTE : DETAILS 5o
- TOWER AND SUSPENSION CABLE B
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