
DETAILS

TOWER POWER AND LIGHTING

TOWER AND SUSPENSION CABLE

THIS PLAN ACCURATE FOR ELECTRICAL WORK ONLY.
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See note 1
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Unistrut P2946 

Bracket
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Unistrut P1000

41mm strut 

Doubler plate

(Between 30-60?)
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Unistrut P1000

41mm strut 

Doubler plate

or equal

strut Unistrut P1001 

41mm double-ended 

PVC coated RGS

or equal

Unistrut P2324

Flat plate fitting

As required

or equal

Unistrut P1026

Angle fitting

or equal

Unistrut P1334 

Flat plate fitting
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Conduit support,

differential movement)

to allow for 19mm

Conduit clamp (Oversize

Type DX or equal

expansion fitting OZ Gedney 

Conduit deflection/
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   by the Engineer in field.

   per OSHA requirements or as directed

   overhead clearance under the brace

   top. Contractor shall maintain an

   not feasible to mount the brace at

   brace fitting at the bottom if it is 

1. Contractor may install the adjustable
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