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NOTES:

1. Materials, hardware and fittings shall be
galvanized or stainless steel. For additional
requirements, see Electrical Special Provisions.

U

\A Strut channe
41 mm x 41 mm
Conduit from Rack A

15 kV

2.

3. Existing conduits (¥) inside pipe beam are
supplied in Skyway contract.

References: .
- For Westbound plans and sections, see sheets
E-101A and E-132A.

SHEET NOTES:

Furnish and install 4-25.4 mm innerducts inside
TOS/COM conduits (%6520, 6525) and 1-25.4 mm
innerduct per BASE fiber optic cable in TOS/COM
cable tray.

PLAN - DETAIL 1

SCALE 1:50

Furnish and install BASE fiber optic cable in
innerduct inside TOS/COM conduit and cable tray.
See sheet E-1100.
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