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PARSONS BRINCKERHOFF 
303 2nd St Suite 700N, San Francisco, CA  94107-1317 
Main Desk:  (415) 243-4600         Fax:  (415) 243-9501 

 
RFI Response 

 
To:   Caltrans 

Attn:  Bill Shedd, Martin Chandrawinata, Stanley Ku 

Project:  04-0120F4 - SAS 

RFI Date:   03/28/2013 

RFI No:    3244R00 

Subject: System Ground, West Girder to Tower 

Background: 

Contractor is requesting an alternate detail for conduit support for the system ground on D face 
of the NE* Tower quadrant. Contractor is also requesting the size of the conduit that encloses 
the system ground be changed from 27C to 41C. 

*The conduit support for the system ground is located on the D face of the NW Tower quadrant 
and NOT on the D face of the NE Tower quadrant as indicated in the RFI. 

Response: 

The information requested in the RFI is reflected in the attached sketch SK-RFI3244R00-
E264F-2. The sketch depicts the recommended conduit and support installation configuration 
for the system ground on D face of the NW Tower quadrant. The revised configuration will allow 
for bolting of the conduit support to the Tower skin plate in lieu of welding that was specified on 
contract plan sheet 271S5R2. 

Sketches SK-RFI3244R00-E97, SK-RFI3244R00-E111A and SK-RFI3244R00-E264F-1 are 
also attached reflecting the change in the conduit size from 27C to 41C as requested by the 
Contractor. 

Referenced Document(s):   

 Contract Plan Sheet(s) 150R2, 165S1R3, 271S5R2/1204.                                              

 
Potential Design/Cost Impact from this RFI: 
  No Change. 

 Change with no cost. 
 Change with cost. 
   Change with Credit. 
 Change, but cost cannot be determined at this time. 
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