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NOTES:

1. References:, .
- For typical manhole and duct bank details,
see sheet E-17.
- For duct bank profile and cooordinate,
see civil sheet U-4,
- For circuit and conduit/cable tray
schedules, see sheets starting at E-401.

2. Mininum compressive strength of concrete
f'c = 28 MPa.

3. For location of manholes, see utility sheets.

4. For other related work not shown on this
see Electrical Special Provisions.

5. Provide long sweep for conduits inside
duct banks whenever feasible.

6. For duct bank sections, see sheets E-19B.

SHEET NOTES

Contractor shall route duct bank with a
minimum cover of 610 mm from top

of conduit to top of finished grade.
The conduit bank shall slope down o
manhole. Verify existing to avoid
interferences. Connect the ground
conductor to the existing grounding
grid at the end of duct bank.

@ Contractor to clean and drain (E) AT&T SB.

Contractor shall use existing provisions
for conduit entries to AT&T SB. Other
conduit penetrations are not shown
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