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Location
Circuit . . Ltg. Fixture| Number/
\onver | STotion | Roodway [ suspena ot]  Wounting rype | Wottoge Remarks CC0 16752 RENUMBERED 1 oy o coptaress o ot copes o 1S i s
S-3051 56+69 PP-22 Main Cable MSR-2B-C 2-400 W with Remote Ballast Caltrans now has a web site! To get fo the web site, go fo hitp://www.dotcagov
a S-3051 MSR-2A-C 1-400 W with Remote Ballast
~ | 4 S-3051 57+09 PP-30 Main Cable MSR-2B-C 2-400 W with Remote Ballast
@ = S-3051 . MSR-2A-C 1-400 W with Remote Ballast SUSPENDER UPLIGHT LIGHTING SCHEDULE
S| S-3051 57+49 PP-38 Main Cable MSR-2-C 3-400 W with Remote Ballast
) Location
7w S-3052 57+89 PP-46 Main Cable MSR-2-C 3-400 W with Remote Ballast Circuit . . Ltg. Fixture| Number/
é g S-3052 58+29 PP-54 Main Cable MSR-2-C 3-400 W with Remote Ballast Numper | Station Rosoicg”eoy PSOUnSeDIe”P%i(]:t Mounting Type Wattage Remarks
S-3052 58+69 PP-62 Main Cable MSR-2-C 3-400 W with Remote Ballast
. A-3031 56+07 South Near PP-9 Bridge Deck MAU-5-D 1-100 W with Remote Ballast
<3 N S-3053 59+09 PP-70 Main Cable MSR-2-C 3-400 W with Remote Ballast A-3031 56+13 South Near PP-11] Bridge Deck MAU-5-D 1-100 W with Remote Ballast
o = $-3053 59+49 PP-78 Main Cable MSR-2B-C 2-400 W with Remote Bal last A-3031 56+19 South PP-12 Suspender base MAU-4-D 2-175 W with Remote Ballast
ol g §5-3053 ] MSR-2-C 1400 W with Remote Bal last A-3031 56+29 South PP-14 Suspender base MAU-4-D 2-175 W WE‘H’\ Remote Ballast
w S-3053 59+69 { PP-82 3 Main Cable MSR-2B-C {(3-400 WY with Remote Bal last A-3031 56+39 South PP-16 Suspender base MAU-3-D 2-250 W with Remote Bal last
~> A A A-3031 56+49 South PP-18 Suspender base MAU-3-D 2-250 W with Remote Ballast
Sl & A-3041 56+09 PP-10 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+59 South PP-20 Suspender base MAU-3-D 2-250 W with Remote Ballast
Ha A-3041 56+19 PP-12 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3031 56+69 South PP-22 Suspender base MAU-3-D 2-250 W with Remote Ballast
j% g A-3041 56+29 PP-14 Main Cable MAD-4-C 1-175 W with Remote Bal last A-3031 56+79 South PP-24 Suspender base MAU-2-D 2-400 W with Remote Bal last
32 & A-3041 56+39 PP-16 Main Cable MAD-3-C 1-250 W with Remote Ballast
;3 u A-3041 56+49 PP-18 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3032 56+89 South PP-26 Suspender base MAU-2-D 2-400 W WE‘H’\ Remote Bal last
Sol o A-3041 56+59 PP-20 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3032 56+99 South PP-28 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3041 56+69 PP-22 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3032 57+09 South PP-30 Suspender base MAU-2-D 2-400 W wE‘fh Remote Bal last
A-3041 56+79 PP-24 Main Cable MAD-2-C 1-400 W with Remote Bal last A-3032 57+19 South PP-32 Suspender base MAU-2-D 2-400 W wl‘fh Remote Bal last
A-3041 56+89 PP-26 Main Cable MAD-2-C 1400 W with Remote Bal last A-3032 57+29 South PP-34 Suspender base MAU-2-D 2-400 W with Remote Ballast
— A-3041 56+99 PP-28 Main Cable MAD-2-C 1-400 W with Remote Bal last A-3032 57+39 South PP-36 Suspender base MAU-2-D 2-400 W with Remote Ballast
-l 2 A-3041 57+09 PP-30 Main Cable MAD-2-C 1-400 W with Remote Ballast §
z % A-3041 57+19 PP-32 Main Cable MAD-2-C 1-400 W with Remote Bal last A-3033 57+49 South PP-38 Suspender base MAU-2-D 2-400 W with Remote Ballast
> = A-3041 57+29 PP-34 Main Cable MAD-2-C 1-400 W with Remote Bal last A-3033 57+59 South PP-40 Suspender base MAU-2-D 2-400 W with Remote Ballast |
b 3 A-3041 57+39 PP-36 Main Cable MAD-2-C 1-400 W with Remote Bal last A-3033 57+69 South PP-42 Suspender base MAU-2-D 2-400 W with Remote Bal last
W 5 A-3041 57+49 PP-38 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3033 57+79 South PP-44 Suspender base MAU-2-D 2-400 W Wl‘l’h Remote Ballast
] A-3041 57+59 PP-40 Main Cable MAD-2-C 1400 W with Remote Bal last A-3033 57+89 South PP-46 Suspender base MAU-2-D 2-400 W with Remote Ballast
> 8 A-3033 57+99 South PP-48 Suspender base MAU-2-D 2-400 W with Remote Ballast
° A-3042 57+79 PP-44 Main Cable MAD-2-C 1-400 W with Remote Ballast §
n ’% A-3042 57+89 PP-46 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+09 South PP-50 Suspender base MAU-2-D 2-400 W WE‘fh Remote Bal last
by A-3042 57+99 PP-48 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+19 South PP-52 Suspender base MAU-2-D 2-400 W with Remote Bal last
o A-3042 58+09 PP-50 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+29 South PP-54 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+19 PP-52 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+39 South PP-56 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+29 PP-54 Main Cable MAD-2-C 1400 W with Remote Ballast A-3034 58+49 South PP-58 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+39 PP-56 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3034 58+59 South PP-60 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3042 58+49 PP-58 Main Cable MAD-2-C 1-400 W with Remote Ballast §
A-3042 58+59 PP-60 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+69 South PP-62 Suspender base MAU-2-D 2-400 W with Remote Ballast
A-3035 58+79 South PP-64 Suspender base MAU-3-D 2-250 W with Remote Ballagst
Z A-3043 58+69 PP-62 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+89 South PP-66 Suspender base MAU-3-D 2-250 W with Remote Ballast
= A-3043 58+79 PP-64 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 58+99 South PP-68 Suspender base MAU-3-D 2-250 W WE‘H’\ Remote Ballast
= A-3043 58+89 PP-66 Main Cable MAD-2-C 1-400 W with Remote Ballast A-3035 59+09 South PP-70 Suspender base MAU-3-D 2-250 W with Remote Ballast
= A-3043 58+99 PP-68 Main Cable MAD-3-C 1-250 W with Remote Ballast A-3035 59+19 South PP-72 Suspender base MAU-3-D 2-250 W with Remote Ballast
S A-3043 59+09 PP-70 Main Cable MAD-3-C 1-250 W with Remote Ballast .
= A-3043 59+19 PP-72 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+29 South PP-74 Suspender base MAU-3-D 2-250 W WE‘l'h Remote Ballast
= A-3043 59+29 PP-74 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+39 South PP-76 Suspender base MAU-3-D 2-250 W with Remote Ballast
- A-3043 50+39 PP-76 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+49 South PP-78 Suspender base MAU-3-D 2-250 W with Remote Ballast
S A-3043 59+49 PP-78 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+59 South PP-80 Suspender base MAU-4-D 2-175 W with Remote Ballast
= A-3043 59+59 PP-80 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59469 South PP-82 Suspender base MAU-4-D 2-175 W with Remote Ballast
= A-3043 59+69 PP-82 Main Cable MAD-3-C 1-250 W with Remote Bal last A-3036 59+79 South PP-84 Suspender base MAU-4-D 2-175 W wl‘l'h Remote Ballast
= A-3043 59+79 PP-84 Main Cable MAD-4-C =175 W with Remote Ballast A-3036 59+89 South PP-86 Suspender base MAU-4-D 2-175 W with Remote Ballast
o A-3043 59+89 PP-86 Main Cable MAD-4-C 1-175 W with Remote Bal last A-3036 59+99 South PP-88 Suspender base MAU-4-D 2-175 W with Remote Ballast ~E
a A-3043 59+99 PP-88 Main Cable MAD-4-C 1-175 W with Remote Bal last A-3036 60+09 South |West PP-90| Suspender base MAU-4-D 1-175 W with Remote Ballast S
= A-3043 60+09 PP-90 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 60+15 South Near PP-91| Bridge Deck MAU-5-D 1-100 W with Remote Ballast S
. A-3043 60+19 PP-92 Main Cable MAD-4-C 1-175 W with Remote Ballast A-3036 60+25 South PP-93 Bridge Deck MAU-5-D 1-100 W with Remote Ballast NI
A-3043 60+29 PP-94 Main Cable MAD-4-C 1-175 W with Remote Ballast 0=
< AN
= (It
=z 29
2 cE
= . 55
2 g NOTES: DETAILS o
1. For Roadway and Suspender |ightning wirin by
s dfogroms see sheets EE-243 o EE-247. SAS SUPERSTRUCTURE - EB TOWELF:GQ¥FN(?USS:I_'IEE'DSJJ?_ESCABLE =
(¥
= s NO SCALE FJ~
m OWN Z— N Dot 2 &
=l O
tll. FOR REVISION ONLY FOR REVISION ONLY FOR REVISION ONLY E-272 25
20 40 60 80 DGN FILE =>04-0120f1_0277R03.dgn
SCALET TSN MiLLTvETERS | | | | USERNAVE = >KoonC CU 04251 ‘ EA 0120F1




