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STATE OF CALIFORNIA—BUSINESS, TRANSPORTATION AND HOUSING AGENCY Edmund G. Brown Jr., Governor 

DEPARTMENT OF TRANSPORTATION 
DIVISION OF ENGINEERING SERVICES 

MATERIALS ENGINEERING AND TESTING SERVICES  

Office of Structural Materials 

Quality Assurance and Source Inspection 
 

Bay Area Branch 
690 Walnut Ave., St. 150 
Vallejo, CA  94592-1133 
(707) 649-5453 
FAX: (707) 649-5493 

Contract # :  04-0120M4 

    Cty SF/ALA Rte 80 PM 

13.2/13.9 

 File # 1 .25 B  
 

 

QUALITY ASSURANCE - NONCONFORMANCE REPORT 

Location: Job Site  JOBSITE NCR  Date:  10/26/2012 

Prime Contractor: Flatiron West, Inc. NCR #2 

Submitting Contractor: Watson Bowman Acme Corporation (WBA) 

Type of problem: 

Welding   Concrete  Other  

Welding:  Curing:  Procedural:  Bridge No.       

Joint fit-up:  Coating:  Other:  Component:       

Procedural:  Procedural:        

Description of Non-Conformance:  Welding was performed without an approved WQCP, and prior to the 

prewelding meeting was held. 

Applicable reference: Special Provisions Section 8-3.01 Page 57, "Prior to submitting the Welding Quality Control 

Plan (WQCP) required herein, a prewelding meeting between the Engineer, the Contractor's QCM, and a 

representative from each entity performing welding or inspection for this project, shall be held to discuss the 

requirements for the WQCP. The Contractor shall allow the Engineer 15 days to review the WQCP submittal after a 

complete plan has been received.  No welding shall be performed until the WQCP is approved in writing by the 

Engineer." 

Who discovered the problem: Gregory B. Ross, WBA 

Name of individual from Contractor notified: Gabe Farncroft, Project Manager 

Time and method of notification: 10/26/2012, 10:00AM, Verbal 

Name of Caltrans Engineer notified: Gary Lai, Structural Representative 

Time and method of notification: 10/26/2012, 10:00AM, Verbal 

QC Inspector’s Name:  Gregory B. Ross, WBA 

Was the QC Inspector aware of problem:  No 

 

Contractor’s proposal to correct the problem:  Welding operation was immediately stopped; an exhibit was 

prepared by the subcontractor reflecting the extent of welding performed before approval of WQCP (Sub 051R2). 

WQCP to be submitted. 

 

Comments:  This report is for the purpose of determining general conformance with the contract documents and is 

not for the purpose of making repair or fit for purpose recommendations.  Should you require recommendations 
concerning repairs or remedial efforts please contact  Gary Thomas, (916) 764-6027,  who represents the Office of 

Structural Materials for your project. 

Inspected By:  Keivan Hassan Quality Assurance Inspector 

Reviewed By:  Mike Foerder Lead QA Reviewer 
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STATE OF CALIFORNIA—BUSINESS, TRANSPORTATION AND HOUSING AGENCY Edmund G. Brown Jr., Governor 

DEPARTMENT OF TRANSPORTATION 
DIVISION OF ENGINEERING SERVICES 
MATERIALS ENGINEERING AND TESTING SERVICES  
Office of Structural Materials 
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Bay Area Branch 
690 Walnut Ave., St. 150 
Vallejo, CA  94592-1133 
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QUALITY ASSURANCE - NONCONFORMANCE RESOLUTION 
Location: Job Site Date:  12/17/2012 
Prime Contractor: Flatiron West, Inc. NCR# 2 
Submitting Contractor: Watson Bowman Acme Corporation 
Type of problem: 

Welding  Concrete  Other  
Welding:  Curing:  Procedural:  
Joint fit-up:  Coating:  Other:  <<Other Problem Type>> 
Procedural:  Procedural:    
Bridge No . 34-0006L/R Component Bike Path Expansion Joint 

Date nonconformance report was written: 10/26/2012 
 
Description of Non-Conformance:Welding was performed without an approved WQCP.  
Contractor’s proposal to correct the problem:  Stop welding immediately until WQCP has been approved by the 
Engineer and QC testing to be performed on the welding that was completed before WQCP approval. 
 
Corrective action taken:  WQCP was submitted and got approved as noted.  Additional UT verification was 
performed per AWS D1.1 shear criteria as listed below: 
 - 11/30/2012 - UT: Combined length of 36" reject was found. (Witnessed by QA inspector Robert DeArmond).  
- Repair #1 was performed. 
- 12/10/2012 - UT on Repair #1: Two indications of combined length of 7/8" reject.  
- Repair #2 was performed. 
- 12/11/2012 - UT on Repair #2: One inch indication reject.   
- 12/12/2012- Engineer approval was received to perform Repair #3. Repair #3 was performed with UT verification for 
the accurate depth of excavation.  
- 12/13/2012 - Final UT was performed and weld was accepted. Repair procedures and UT reports were submitted as 
addendum to WQCP. 
 
Did corrective action require Engineer’s approval? Yes No 
If so, name of the Engineer providing approval:Gary Lai Date:12/17/2012 
Is Engineer’s approval attached: Yes No       
Comments:  This report is for the purpose of determining general conformance with the contract documents and is not 
for the purpose of making repair or fit for purpose recommendations.  Should you require recommendations 
concerning repairs or remedial efforts please contact Gary Thomas, (916) 764-6027, who represents the Office of 
Structural Materials for your project. 
Inspected By:  Keivan Hassan Quality Assurance Inspector 
Reviewed By:  Gary Thomas QA Reviewer 
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